SO NONG NGHIEP & PTNT TINH BRVT ~ CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAMNUGCSACHVA DPjc lap — Ty do — Hanh phic
VE SINH MOI TRUONG NONG THON
S6:56 /BC-TTN Ba Ria, ngay 23 thang 01 nam 2021
BAO CAO

Két qua ndi kiém chit lrgng nwéc sach

A. THONG TIN CHUNG

1. Tén co s& cung cap nuée: Trung tim Nude sach & VSMT ndng thon.

2. Pia chi: S6 39, duong Hoang Diéu, xa Tan Hung, Thanh phé Ba Ria.

3. Cong suét thiét ké: 53.400m*/ngd/ Céng suét thyc té: 42.000m’/ngd.

Tdng sb h¢ dan duge cung clp nude: 76.590 ho.

4. Ngudn nuéc nguyén liéu: 5 nha may nudc mit va 02 nha méy nudc ngam.

5. Thoi gian kiém tra: thang 12 nim 2020.

6. Pon vi 14y mAu, kiém tra: Trung tdm Y té Dy phong tinh BRVT.

7. S6 miu va vj tri ldy mau:

7.1. Téng s6 mau xét nghiém: 21 miu cip A, 7 mlu cip B QCVN 01-
1:20/BYT.

7.2. Vi tri 13y mau gdm:

- Nha méy cép nudc Chau Pha liy 04 mau trong d6:

+ 02 mAu tai nha may cdp nudc Chau Pha.

+ 01 mau tai hd Nguyén Viét Chién, Ap Tan Ro - Chau Pha, trén mang luéi
duong ong phan phoi.
~ +01 mu ho Tran Gia Vuong - Ap Tan Phi, Chau Pha, cudi mang luéi tuyén
ong.

- Nha may cdp nuéc Long Tén 1y 04 miu trong d6:

+ 02 mau tai nha méy cip nudc Long Tén.

+ 01 m’ﬁu tai ho Hoang Thuy Diém, KP Thanh Binh , TT.Dat D9, trén mang
luéi dudng ong phén phdi.

+ 01 mAu tai ho Nguyén Thi Mai Thily, KP Thanh Long, TT Dét Do, cudi
mang ludi tuyén ong.

- Nha may cdp nuéc Pa Bang ldy 04 mAu, trong do:

+ 02 mAu tai nha méy cip nudc P4 Bang.

+ 01 mAu tai hd Nguyén Thj My Dung, Ap T4y, x4 Long Phuéc, trén mang
luéi dudng ong phan phoi.

_+ 01 mAu tai ho Nguyén Thj Bé, Ap T4n Hoa, xa Long Tan, cudi mang luéi

tuyén Ong.

- Nha mdy cip nuéc Hoa Hiép 14y 04 mau, trong do:

+ 02 mau tai nha may cip nuéc Hoa Hiép.
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+ 01 méu tai h9 Phong khdm KV Hoa Hiép, x4 Hoa Hiép, trén mang luéi
dudng Ong phan phoi.
. tol mAau tai ho Lé Thi Trang — Poi 2, xa Hoa Hdi, cudi mang ludi tuyén
ong.

- Nha may cép nudc Song Hoa 1y 04 miu, trong dé:

+ 02 mAu tai nha may cip nuéc Séng Hoa.

+ 01 mau tai ’h(f) Nguyén Thi Hoa, f\p 3, xd Bung Riéng, trén mang ludi
dudng 6ng phén phoi.

+ 01 méu tai ho Ong truyén tai D355 — Nga 3 Hd Cdc, xa Phude Thuén, cubi
mang ludi tuyén ong.

- Nha méy cip nudc Song Ray 14y 04 miu, trong d6:

+ 02 mAu tai nha may cdp nuéc Song Ray.

+ 91 mau tai }’1(_'3 Nguyén Vin Diing — Ddi 11, x& Son Binh, trén mang luéi
dudng 0ng phén phoi.

+01 mAu tai ho Lé Thi Kim Chung, x& Son Binh, cui mang luéi tuyén éng.

- Nha may cép nuée Cu Bj ldy 04 mau, trong d6:

+ 02 mAu tai nha may cip nuée Cu Bi.

~ + 01 miu tai ho Tran Minh Sang, x Ci B, trén mang luéi dudng éng phan
phoi.
~+01 miu tai ho Pham Héi Van, Thon Choi Dong, xa Ci Bi, cubi mang luéi

tuyén Ong.
B. HO SO THEO DOIL, QUAN LY CHAT LUQNG NUOC.

- 86 nhat ky theo doi chét luong nude cac nha may.

- S6 nhat ky phan tich chit luong nude phong thi nghiém.

- Cac phiéu xét nghiém chét luong nude.

- Website: www.trungtamnuocbrvt.com.vn
C. KET QUA THU NGHIEM CHAT LUQNG NUOC:

 Chi tiét dinh kém 28 phiéu két qua xét nghiém chdt lwong nude cde chi tiéu

cap A,B theo QCVN 01-1:20189/BYT .

Ddnh gid: Mau nudc c6 cdc chi tiéu xét nghiém ndm trong gidi han cho phép
theo QCVN 01-1:20189/BYT
D. CAC BIEN PHAP KHAC PHUC: khong.
P. DE NGHI: Khéng./. 7~

Not nhin: KT.GIAM DOC
- TTYT Duy phong tinh (béo cdo); 3 A ¢
- Giam dbc (biét);

- Céc chi nhanh (theo dai);

- Wesite Trung tAm (cong bd);

- Lwu: VT, KT (1b).




SO Y TE TINH BA RIA — VONG TAU

TRUNG TAM KIEM SOAT BENH TAT ( CDC)
19 Pham Ngoc Thach — TP.Ba Ria
DT: 02543.731.994

Tén khach hang
Dia chi
Ngudi iy mau

: Nguyén Vin Hoa

Dia diém lay mu : Tai Nha méay cdp nu6c P4 Bang

PHIEU KET QUA XET NGHIEM
M s6 mdu: 02206.20

CONG HOA XA HQI CHU NGHIA VIET NAM
Doe lip — Tw do —~ Hanh phiic

T1.147
.SONEC 1 7025:2005

: Trung tdm nude sach va V¢ sinh méi trudng néng thén tinh Ba Ria - Viing Tau

: 39 Budng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Ving Tau

Ngay ldy mdu  : 17/12/2020

Tén mau : Nuée may

Luong miu : 01 lit (500ml/chai)

Ngay nhan mau  : 17/12/2020

Tinh trang mu  : MAu chita trong chai nhua va chai thy tinh, kin. Nhan mau lic 10h15.

KET QUA XET NGHIEM
Stt Chi tiéu Phwong phap Két qua Tiéu chuéin » tﬁii)i(ém

1 | Mau skc So mau 0 <15 17/12/2020
2 | Mui, vj Cam quan Dat Khoéng mui vila | 17/12/2020
3 | pH (% TCVN 6492 : 2011 7,51 60-85 | 21/12/2020
4 | D6 duc (%) TCVN 6184:2008 0,21 <2NTU | 21/12/2020
5 | Clo du So mau 0.5 (0.2-1,0) mg/L | 17/12/2020
6 | Coliform téng s4 (*) S 96310887_'11:‘2200]29 -450 0 <3 CFU/100ml | 21/12/2020
7 | Ecoli (% BN 963108871122001:9 -150 0 <1 CFU/00ml | 21/12/2020

(*) Phép thir nay da duge cong nhén phu hop ISO/IEC 17025

Nhién xét: Miu nude co chi tidu xét nghiém nam trong gi6i han cho phép theo QCVN 01 -1:2018/BYT

Ghi chit: - Kér qua nay chi ¢6 gid tri trén mdu xét nghiém.

, L
PHU TRACH KHOA XN - CPHA - TDCN ~

—

Nguyén Thi Hong Hoa

/&

Ha Vian Thanh

Ba ria - Viing téu, ngay 28 théng 42 ndm Q020

BMO02 - TT14 KQXN

Lan soét xét: 01

Ngay c6 hiéu luc: 01/10/2020

1/1




: SO Y TE TINH BA RIA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT ( CDC) Poc lip — Ty do — Hanh phuc

19 Pham Ngoc Thach — TP.Ba Ria i\y
T: 02543.731.994 e
P A0SC

VLAT 1.147
PHIEU KET QUA XET NGHIEM

SO /NEC 47025:2005
M sé mau: 02205.20

Ténkhach hang  : Trung tdm nudc sach va Vé sinh moi trudng nong thén tinh Ba Ria - Viing Tau
Dia chi : 39 Budng Hoang Di¢u, X4 Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Nguoi ldy miu  : Nguyén Vin Hoa
Dia diém ldy mAu : Tai H) Nguyén Thi M§ Dung - 4p Téy, x4 Long Phude, Tp.Ba Ria
Ngay lay mdu  :17/12/2020
Tén miu : Nuée may
Luong mau : 01 lit (500ml/chai)
Ngay nhdn mdu  : 17/12/2020
Tinh trang mdu  : Mau chtra trong chai nhya va chai thiy tinh, kin. Nhin mau ltc 10h15.
KET QUA XET NGHIEM

S % ; T - z Ngay
Stt Chi tiéu Phuong phap Ket qua Tiéu chuan xét nphiém
I | Mau sic So mau 0 <15 17/12/2020
2 | M, vi Cam quan Pat Khong mui vi la | 17/12/2020
3 |pH(™) TCVN 6492 : 2011 7.33 6.0 - 8,5 21/12/2020
4 | Bo duc (¥ TCVN 6184:2008 0,22 <2NTU 21/12/2020
5 | Clodu So mau 0,3 (0,2-1,0) mg/L | 17/12/2020
o TCVN 6187-1:2019 - ISO
. 22 "
6 | Coliform tong 56 (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
. TCVN 6187-1:2019 - ISO
s o <
7 | E.coli (*) 9308-1:2014 0 1 CFU/100ml | 21/12/2020

(*) Phép thir nay da duoc cong nhan phu hop ISO/IEC 17025
Nhin xét: Mau nuée cé chi tidu xét nghiém nam trong giGi han cho phép theo QCVN 01 -1:2018/BYT

Ghi chu: - Két qua nay chi c6 gid tri trén mau xét nghiém.

'}L Ba ria - Ving tau, ngay o5 thdang A2 ndm ~Jp2:0
P W ‘ k
PHU TRACH KHOA XN - CPHA - TDCN —

R

‘,/ /; -L--‘,
Y —

Nguyén Thi Hong Hoa

BMO2 - TT14 KQXN Lan sodt xét: 01 Ngay ¢6 hiéu luc: 01/10/2020 1/1




SO Y TE TINH BA RIA — VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT ( CDC) DPic lip — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria :
DT: 02543.731.994 AOSC

VvLAT 1.1 A7
.S0/EC 17025:2005

PHIEU KET QUA XET NGHIEM
Mi 56 méu: 02207.20

Tén khach hang  : Trung tdm nudc sach va V¢ sinh méi trudng ndng thon tinh Ba Ria - Viing Tau
Dia chi : 39 Dudong Hoang Diéu, Xd Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy mdu  : Nguyén Vin Hoa

Dia diém ldy mu : Tai H Nguy&n Thi Bé - 4p Tan Hoa, xa Long tén, huyén DAt Do

Ngay ldy mdu  : 17/12/2020

Tén miu : Nwde may

Luong mau : 01 1it (500ml/chai)

Ngay nhdn mau  : 17/12/2020

Tinh trang mau  : MAu chira trong chai nhya va chai thily tinh, kin. Nhin mAu ltic 10h15.

KET QUA XET NGHIEM
s gan . . £ % n Z Ng:‘iy
Stt Chi tiéu Phwong phap Ket qua Tiéu chuan xétmahiém
1 | Miu sic So mau 0 <15 17/12/2020
2 | Mui, vi Cam quan Pat Khéng mui vi la | 17/12/2020
3 |pH® TCVN 6492 : 2011 7,39 6,0-38,5 21/12/2020
4 | B duc (*) TCVN 6184:2008 0,33 <2NTU 21/12/2020
5 | Clodu So mau 0,4 (0,2 - 1,0) mg/L. | 17/12/2020
; 4 TCVN 6187-1:2019 - ISO
: O T 3 2
6 | Coliform tong sé (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
y o TCVN 6187-1:2019 - ISO
7 | Ecoli (%) 9308-1:2014 0 <1 CFU/100ml1 | 21/12/2020

(*) Phép thir nay da duge cdng nhén phi hop ISO/IEC 17025
Nhién xét: Mau nuée c6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT

Ghi cht: - Két qua nay chi ¢6 gid tri trén mdu xét nghiém.

, b
PHU TRACH KHOA XN - CDHA - TDCN ~

Nguyén Thi Hong Hoa

Ha Vian Thanh

BMO02 - TT14 KQXN Lin sodt xét: 01 Npgay ¢6 hiéu luc: 01/10/2020 1/1




S Y TE TINH BA RIA — VONG TAU

TRUNG TAM KIEM SOAT BENH TAT ( CDC)
19 Pham Ngoc Thach — TP.Ba Ria
BT:02543.731.994

Tén khach hang
Dia chi

Ngudi 14y mau

PHIEU KET QUA XET NGHIEM

Poc 1ip — Tu do — Hanh phic

CONG HOA XA HQI CHU NGHIA VIET NAM

"‘\
/\éc\\j’

VLAT 1.147

Ma sé miu: 02208.20

: Nguyén Vin Hoa

Pia diém lay miu : Tai Nha méy nudc Long Tan

WSO/NEC 17025:2005

: Trung tAm nudce sach va V¢ sinh méi truong ndng thon tinh Ba Ria - Viing Tau

: 39 Dudng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau

Ngay ldy mau  : 17/12/2020

Tén mau : Nuée may

Luong mau : 1.5 lit (500ml/chai)

Ngay nhdn mau : 17/12/2020

Tinh trang mau  : MAu chta trong chai nhua va chai thuy tinh, kin. Nhian mau lic 10h15.

KET QUA XET NGHIEM
— i ; £ . - 2 Negay
Stt Chi tiéu Phwong phap Két quai Tiéu chuan xét nghiém
1 | Mau sic So mau 0 <15 17/12/2020
2 | Mui, vi Cam quan Dat Khéng mui vila | 17/12/2020
3 |pH(™) TCVN 6492 : 2011 7.25 6,0-8.5 21/12/2020
4 | B§ duc (*) TCVN 6184:2008 0,28 <2NTU 21/12/2020
HDN 30 - Ref. TCVN
5 | HL.Arsen 6626:2000 0,00056 <0.01 mg/L 23/12/2020
6 | Clodu So mau 0,5 (0,2 - 1,0) mg/L | 17/12/2020
3 : £ TCVN 6187-1:2019 - ISO
5 " B—
7 | Coliform téng so (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
; TCVN 6187-1:2019 - ISO
* M

8 | E.coli (¥ gl 0 <1 CFU/100ml | 21/12/2020

(*) Phép thir nay da duoc cdng nhéan pha hop ISO/IEC 17025

Nhin xét: Mau nude cé chi tiéu xét nghiém nim trong gid¢i han cho phép theo QCVN 01 -1:2018/BYT

Ghi chii: - Ket qua nay chi c6 gid tri trén mau xét nghiém.

PHU TRACH KHOA XN — CDHA - TDCN' —

/77 1,,,

4

Nguyén Thi Hong Hoa

Ba ria — Viing tau, naaonA’ thang 42 nim20)

KIEM SOAT|

BENH TALY

Ha Vin Thanh

BMO02 - TT14 KQXN

Lin sodt xét: 01

Nedy ¢é hiéu lue: 01/10/2020

1/1




SO Y TE TINH BA RIA — VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT (CDC) Poc lap — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Rija -
DT: 02543.731.994 N
AOSC S
VLAT . 25:2006

PHIEU KET QUA XET NGHIEM ="
Ma 56 méu: 02209.20

Ténkhachhang : Trung tdm nudc sach va Vé sinh méi trudng nong thon tinh Ba Ria - Viing Tau
Pia chi : 39 Dudng Hoang Diéu, X4 Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy mau  : Nguy@n Vin Hoa

Dia diém Iy miu : Tai [6 Nguyén Thi Mai Thty - kp.Thanh Long, TT.D4t D6, huyén Dét Do
Ngay ldy mdu  :17/12/2020

Tén méu : Nude may

Luong mau : 1.5 it (500ml/chai)

Ngay nhan mau  : 17/12/2020

Tinh trang mAu  : MAu chira trong chai nhua va chai thiy tinh, kin. Nhan mau ltc 10h15.

KET QUA XET NGHIEM
—_— ; . . 2 Nga
tt D A ~ 2 gay
S Chi tiéu Phirong phap Két qua Tiéu chuan xét nghiém
1 | Mau séc So mau 0 <15 17/12/2020
2 | Muj, vi Cam quan Pat Khong mui vila | 17/12/2020
3 1 pH(™) TCVN 6492 : 2011 7,21 6.0-8,5 21/12/2020
4 | B duc (¥) TCVN 6184:2008 0,15 <2NTU 21/12/2020
HDN 30 - Ref. TCVN
5 | HL.Arsen 6626:2000 0,00057 <0,01 mg/L 23/12/2020
6 | Clodu So mau 0,4 (0,2 - 1,0) mg/L | 17/12/2020
; S TCVN 6187-1:2019 - ISO
7 | Coliform tong s6 (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
- TCVN 6187-1:2019 - ISO
* I -
8 | Ecoli (*) 9308-1:2014 0 <1 CFU/100ml | 21/12/2020

(*) Phép thir nay dd dugc cdng nhéan phit hop ISO/IEC 17025
Nhén xét: Mau nude c6 chi tiéu xét nghiém nim trong gi¢i han cho phép theo QCVN 01 -1:2018/BYT

Ghi chi: - Két qua nay chi ¢é gid tri trén mdu xét nghiém.

, W
PHU TRACH KHOA XN — CDHA - TDCN

b

L

Nguyén Thi Hong Hoa

Ha Vin Thanh

BMO02 - TT14 KQXN Lan sodt xét: 01 Ngay ¢6 hiéu luc: 01/10/2020 11




SO Y TE TINH BA RJA — VONG TAU
TRUNG TAM KIEM SOAT BENH TAT ( CDC)
19 Pham Ngoc Thach — TP.Ba Ria
DT:02543.731.994

PHIEU KET QUA XET NGHIEM

CONG HOA XA HQI CHU NGHIA VIET NAM

Dée lip — Tw do — Hanh phiic

AOSC

VLAT 1.147
\SOMEC 17025:2005

M 56 méu: 02210.20

Tén khéach hang
Dia chi

Ngudi ldy mdu  : Nguy@n Van Hoa

: Trung tdm nudce sach va V¢ sinh méi trudng néng thon tinh Ba Ria - Ving Tau

: 39 Dudng Hoang Diéu, X4 Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau

Dia diém 14y mau : Tai Ho Hoang Thity Diém - kp.Thanh Binh, TT. D4t D4, huyén D4t D6

Ngay ldy mdu  : 17/12/2020

Tén mau : Nude may

Luong mau : 1.5 1it (500ml/chai)

Ngay nhan miu : 17/12/2020

Tinh trang mau  : Mu chia trong chai nhwa va chai thay tinh, kin. Nhan mau ltc 10h15.

KET QUA XET NGHIEM
v en . £ z .n A Ngay
Stt Chi tiéu Phuwong phap Keét qua Tiéu chuan %ét nhidn:
1 | Mau sic So méu 0 w15 17/12/2020
2 | M, vi Cam quan Pat Khoéng mui vi la | 17/12/2020
3 | pH (%) TCVN 6492 : 2011 7,29 6,085 21/12/2020
4 | Do duc (*) TCVN 6184:2008 0,25 <2NTU 21/12/2020
HDN 30 - Ref. TCVN
5 | HL.Arsen 6626:2000 0,0005 <0,01 mg/L 23/12/2020
6 | Clo du So mau 0,3 (0,2-1,0) mg/L | 17/12/2020
. oy TCVN 6187-1:2019 - ISO .
7 | Coliform tong sé (%) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
, TCVN 6187-1:2019 - ISO
* €
8 | Ecoli (¥ Gk duant 0 <1 CFU/100ml | 21/12/2020

(*) Phép thir nay da dugc cdng nhén phit hop ISO/IEC 17025
Nhin xét: Mau nuéc c6 chi tiéu xét nghiém nim trong gidé1 han cho phép theo QCVN 01 -1:2018/BYT

Ghi chi: - Két qua nay chi c6 gid tri trén mau xét nghiém.

i Y
PHU TRACH KHOA XN - CDHA - TDCN —

W

Nguyén Thi Hong Hoa

Ba ria — Viing tau, ngay 2 ¥ thing A2_nam )02
PHUSERACH DON VI

Ha Vin Thanh

BMO02 - TT14 KQXN Lén soat xét: 01

Ngay ¢d hiéu luc: 01/10/2020 1/1



SO Y TE TINH BA RIA — VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT (CDC) Poc lip — Tu do — Hanh phic
19 Pham Ngoc Thach — TP.Ba Ria

DT 02543.731.994 &
AOSC

VLAT 1.147

PHIEU KET QUA XET NGHIEM  -soner ezsaons
M s6 méu: 02211.20

Tén khach hang : Trung tdm nudc sach va V¢ sinh moi trudng néng thoén tinh Ba Ria - Viing Tau
Dia chi : 39 buong Hoang Di¢u, X3 Tan Hung, TP.Ba Ria, Tinh Ba Ria Ving Tau
Nguoildy mdu  : Nguyén Vin Hoa

Dia didm 14y mau : Tai Nha méay cip nude Song Hoa

Ngay ldy mdu  :17/12/2020

Tén mau : Nuéc may
Lugng mau : 01 lit (500ml/chai)

Ngay nhan miu  : 17/12/2020

Tinh trang mau  : MAu chta trong chai nhua va chai thiy tinh, kin. Nhidn mau lic 10h15.

KET QUA XET NGHIEM
Stt Chi tiéu Phuong phi Két qua Tiéu chun Ngay

S004E 4 xét nghiém
1 | Mau sic r So mau 0 <15 17/12/2020
2 | Mui, vi J Cam quan Pat Khéng mui vila | 17/12/2020
3 | pH(® TCVN 6492 : 2011 135 6,0 8,5 21/12/2020
4 | Pg duc (*) TCVN 6184:2008 0.29 <2 NTU 21/12/2020
5 | Clodu So mau 0,5 (0,2 - 1,0) mg/L | 17/12/2020

. > | TCVN 6187-1:2019 - ISO .
6 | Coliform tong 56 (*) | 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
. TCVN 6187-1:2019 - ISO
"_ v li ¥ | °F ?. 1', 2

7 | E.coli (*) | 9308-1:2014 0 <1 CFU/100ml 1/12/2020

(*) Phép thir nay da duge céng nhan pht hop ISO/IEC 17025
Nhén xét: Mau nude c6 chi ticu xét nghiém nam trong gidi han cho phép theo QCVN 01 -1:2018/BYT

Ghi cha: - Két qua nay chi ¢o gid tri trén mau xét nghiém.

" . Ba ria - Viing tau, ng&yiy thangA2_ namJO
. W .
PHU TRACH KHOA XN - CDHA - TDCN — E—PHLU TRACH DON VI

I

Nguyén Thi Hong Hon Ha Vin Thanh

BM02 - TT14 KQXN L4in S04t xét: 01 Ngay ¢6 hiéu luc: 01/10/2020 171




SO 'Y TE TiNH BA RIA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT ( CDC) Poc lip - Ty do — Hanh phic
19 Pham Ngoc Thach — TP.Ba Ria

DT: 02543.731.994
AOSC

PHIEU KET QUA XET NGHIEM bt 1inr

i = ISOMER 17025:2005
Md 56 mau: 02212.20

Tén khach hang : Trung tdm nudc sach va Vé sinh mai trudng nong thon tinh Ba Ria - Viing Tau
Dia chi : 39 Dudng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Rja Viing Tau
Ngudi ldy mau  : Nguyén Vin Hoa

Dia diém ldy mau : Tai Ho Nguy&n Thi Hoa - 4p 3 Bung Riéng, xa Bung Riéng, Xuyén Mdc

Ngay Iy mdu  :17/12/2020

Tén mau : Nuée may

Luong mau : 01 1it (500ml/chai)

Ngay nhan miu  : 17/12/2020

Tinh trang mu  : MAu chira trong chai nhya va chai thiy tinh, kin. Nhan mAu lic 10h15.

KET QUA XET NGHIEM
7 gen . £ . 4 Ngz‘iy
Stt Chi tiéu Phwong phip Keét qua Tiéu chuan xét nehiém
I | Mau sic So mau 0 <15 17/12/2020
2 | Mui, vi Cam quan Dat Khéng mui vila | 17/12/2020
3 |pH(®) TCVN 6492 : 2011 7,40 6,0-8,5 21/12/2020
4 | B duc (*) TCVN 6184:2008 0,31 <2NTU 21/12/2020
5 | Clodu So mau 0.4 (0,2-1,0) mg/L | 17/12/2020
¢ .. TCVN 6187-1:2019 - ISO
; AL P _
6 | Coliform tong sé (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
TCVN 6187-1:2019 - ISO
e ] ¥ 2
7 | E.coli (¥ 9308-1:2014 0 <1 CFU/100ml | 21/12/2020

(*) Phép thir nay da duge cong nhan phu hop ISO/IEC 17025
Nhin xét: Mau nuéc c6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT

Ghi cht: - Két qua nay chi cé gid tri trén mdu xét nghié¢m.

PHU TRACH KHOA XN — CPHA - TDCN ~

g

m Hoa

Ha Vin Thanh
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» SO Y TE TINH BA RIA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT (CDC) Péc lip — T do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria

DT:02543.731.994 4,
AOSC

PHIEU KET QUA XET NGHIEM VLAT 1447

& & WSONEC 17025:2005
Mi s6 mau: 02213.20

Tén khach hang  : Trung tdm nuéce sach va Vé sinh méi truedng nong thon tinh Ba Ria - Viing Tau
Dia chi : 39 Budng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy mau  : Nguyén Vin Hoa

Dia diém liy miu : Tai tuyén éng truyén tai D355 - nga 3 Hd Céc, xa Phudc Thuan, huyén Xuyén
Moc

Ngay ldy mau  : 17/12/2020
Tén miu : Nude may
Lugng mau : 01 lit (500ml/chai)
Ngay nhdn mau  : 17/12/2020

Tinh trang miu  : MAu chira trong chai nhya va chai thiy tinh, kin. Nhan mAu lic 10h15.

KET QUA XET NGHIEM
i tié i it qui jén chud Ngay
Stt Chi tiéu Phwong phap Keét qua Tiéu chuan xét nhiéin
1 | Mau sic So mau 0 <15 17/12/2020
2 | Mui, vi Cam quan bat Khéng mui vi la | 17/12/2020
3 | pH(®) TCVN 6492 : 2011 7,38 6,0-8.,5 21/12/2020
4 | B§ duc (%) TCVN 6184:2008 0,19 <2NTU 21/12/2020
5 | Clodu So mau 0,3 (0,2-1,0) mg/L | 17/12/2020
, A . TCVN 6187-1:2019 - ISO
6 | Coliform tong so (*) 9308-1:2014 0 <3 CFU/100ml | 21/12/2020
, TCVN 6187-1:2019 - ISO .
;R
7 | Ecoli (*) 9308-1:2014 0 <1 CFU/100ml | 21/12/2020

(*) Phép thir nay da duge cong nhan phit hop ISO/IEC 17025
Nhén xét: Mau nude ¢6 chi tidu xét nghiém ndm trong gidi han cho phép theo QCVN 01 -1:2018/BYT

Ghi chi: - Ket qua nay chi ¢ gid tri trén mdu xét nghiém.

] A
PHU TRACH KHOA XN — CPHA - TDCN ~
f
k/—’—‘\\i "} \3 h\/,"lz/w-m
\ /i

-

P

Nguyén Thi Hong Hoa
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SO Y TE TINH BA RIA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT (CDC) Djc 1ap - Ty do — Hanh phiic
19 Pham Ngoc Thach - TP.Ba Ria
DT:02543.731.994 j-
. . " . AQSC\Y
PHIEU KET QUA XET NGHIEM VLAT 1,147

P b ISONEC 17025:200%
Mi so mau: 02147.20

Tén khéch hang  : Trung tdm nuéce sach va Vé sinh mai trudng ndng thén tinh Ba Ria - Viing Tau
Pia chi : 39 budng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy miu  : Nguyén Vian Hoa

Dja diém 14y mau : Tai Nha méay Cip nudc Hoa Hiép

Ngay ldy mdu  :09/12/2020

Tén mau : Nuéc may

Lugng méu : 01 1it (500ml/chai)

Ngay nhdn méu  : 09/12/2020

Tinh trang mdu  : MAu chira trong chai nhya va chai thiy tinh, kin. Nhan mau liic 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phirong phép Két qua Tiéu chuin Neay

P 9 xét nghiém
1 | Mau séc So mau 0 <15 09/12/2020
2 | Mui, vi Cam quan Dat Khong mui vi la | 09/12/2020
3 | pH(®) TCVN 6492 : 2011 7,59 6,0 - 8,5 09/12/2020
4 | Pj duc (*) TCVN 6184:2008 0,13 <2 NTU 09/12/2020
5 | Clo du So mau 0,5 (0,2 - 1,0) mg/L. | 09/12/2020

. TCVN 6187-1:2019 - ISO

: 3 5 (*

6 | Coliform téng sé (*) e 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - ISO

[k

7 | E.coli (*) Sl 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay dd dugc cong nhan phu hep ISO/IEC 17025
Nhén xét: Mau nudc cé chi tiéu xét nghiém nam trong gi6i han cho phép theo QCVN 01 -1:2018/BYT

Ghi ch: - Két qua nay chi co gid tri trén mdu xét nghiém.

Bé ria — Viing tau, ngay &\ thang A2 nam 2020

e
ErA

PHU TRACH KHOA XN - CPHA - TDCI\FF'\’

JEE

Nguyén Thi Hng Hoa Nguf:n Vin Lén
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SOY TE TINH BA R]JA - VONG TAU CQONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT ( CDC) Djc lip — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria
DT: 02543.731.994

PHIEU KET QUA XET NGHIEM C“S?éf

Ma 56 miu: 02146.20 ISO/EC 17025:2005

Tén khach hang  : Trung tdm nudce sach va V¢ sinh méi trudmg ndng thén tinh Ba Ria - Viing Tau
Dia chi : 39 Budng Hoang Diéu, Xa Tan Hung, TP.Ba Rja, Tinh Ba Ria Viing Tau
Ngudi liy mdu  : Nguyén Vin Hoa

Dia diém 14y méu : Tai Phong kham KV Hoa Hiép - huyén Xuyén Mdjc

Ngay ldymdu  : 09/12/2020

Tén mau : Nuéc may

Luong miu : 01 lit (500ml/chai)

Ngdy nhan mdu  : 09/12/2020

Tinh trang mdu  : Méu chta trong chai nhya va chai thily tinh, kin. Nhan mAu lic 11h20.

KET QUA XET NGHIEM
* oA » K - 'y A Ngéy
Stt Chi tiéun Phwong phap Ket qua Tiéu chuan wétimghibon
1 | Mau sic So mau 0 <15 09/12/2020
2 | Mii, vi Cam quan Pat Khéng mii vi la | 09/12/2020
3 | pH(*) TCVN 6492 : 2011 7,57 6,0 8,5 09/12/2020
4 | Do duc (*) TCVN 6184:2008 0,26 <2NTU 09/12/2020
5 | Clodu So mau 0,4 (0,2 - 1,0) mg/L | 09/12/2020
g TCVN 6187-1:2019 - ISO
I3 - A * <
6 | Coliform tong sé (*) i 0 3 CFU/100ml | 09/12/2020
TCVN 6187-1:2019 - ISO
1 <
7 | E.coli (*) 8308: 15054 0 1 CFU/100ml | 09/12/2020

(*) Phép thir nay dd dugc cong nhan pha hop ISO/IEC 17025
Nhén xét: Mau nuée c6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT

Ghi chi: - Két qua nay chi c6 gid tri trén mdu xét nghiém.

. ok
PHY TRACH KHOA XN — CDHA - TDCN

/W‘”e’?“’*
O L

Nguyén Thi Hong Hoa Nguyén Vin Lén
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SO Y TE TiNH BA RJA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT ( CDC) Pje lip — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria
DT: 02543.731.994

f;\\
PHIEU KET QUA XET NGHIEM ;\gg(\y
Ma 56 miu: 02145.20 ISO/IEC 1;0';_3:20%

Tén khach hang  : Trung tdm nudc sach va V§ sinh mdi trudng néng thon tinh Ba Ria - Viing Tau
Dia chi : 39 Dudng Hoang Diéu, X4 Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudildy miu  : Nguyén Vin Hoa

Pia diém léy mau : Tai H) Lé Thi Trang - D§i 2, x4 Hoa Hoi, huyén Xuyén Mdc

Ngay lay mau  :09/12/2020

Tén méu : Nwéc may
Lugng mau : 01 1it (500ml/chai)

Ngay nhin mau  : 09/12/2020
Tinh trang mdu  : MAu chira trong chai nhya v chai thiy tinh, kin. Nhan mau liic 11h20.

KET QUA XET NGHIEM
s en . £ . in 2 Ngay

Stt Chi tiéu Phwong phap Ket qua Tiéu chuan xé¢ nghigm
1 | Mau sic So mau 0 <15 09/12/2020
2 | Mui, vi Cam quan Pat Khong mui vila | 09/12/2020
3 | pH(®) TCVN 6492 : 2011 7,51 6,0-8,5 09/12/2020
4 | Do duc (*) TCVN 6184:2008 0,46 <2NTU 09/12/2020
5 | Clodu So mau 0,3 (0,2 -1,0) mg/L | 09/12/2020

¢ TCVN 6187-1:2019 - ISO

. P

6 | Coliform téng sé (*) ot 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - ISO

i (%

7 | Ecoli (% SaBEL TR 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir ndy da dugc cong nhan phit hop ISO/IEC 17025
Nhén xét: Mau nude c6 chi tidu xét nghiém nim trong gidi han cho phép theo QCVN 01 -1:2018/BYT
Ghi chi: - Két qua nay chi cé gid tri trén mdu xét nghiém.

. h
PHU TRACH KHOA XN - CDHA - TDCN'\ -

i

Nguyén Thj Hong Hoa

Nguyén Viin Lén
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SO Y TE TINH BA RIA - VONG TAU CONG HOA XA HOI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT ( CDC) Pjc lip — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria .
DT: 02543.731.994 ‘f\ N
AQSC
x = 2 ’ - VLAT 1.147
PHIEU KET QUA XET NGHIEM 1SO/IEC 17025:2008
Ma s6 mbu: 02142.20

Tén khach hang  : Trung tdm nuéce sach va V& sinh méi trudng nong thon tinh Ba Ria - Viing Tau
Dia chi : 39 Dudng Hoang Digu, X Tan Hung, TP.Ba Ria, Tinh Ba Rja Viing Tau
Ngudi ldy mAu  : Nguyén Vin Hoa

Dia diém ly mAu : Tai Nha may CAp nuéc Séng Ray

Ngay ldy mdu  : 09/12/2020

Tén miu : Nwée may

Lugng mau : 01 lit (500mV/chai)

Ngay nhdn mau  : 09/12/2020

Tinh trang mdu  : MAu chita trong chai nhya va chai thuy tinh, kin. Nhan mau lac 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phuong phé Két qua Tiéu chuin Ngay

EpRip 1 xét nghiém
1 | Mau séc So mau 0 <15 09/12/2020
2 | Mii, vi Cam quan Dat Khéng mii vi la | 09/12/2020
3 | pH(*) TCVN 6492 : 2011 7,65 6,0 — 8,5 09/12/2020
4 | Po duc (*) TCVN 6184:2008 0,35 <2NTU 09/12/2020
5 | Clo du So mau 0,6 (0,2 - 1,0) mg/L | 09/12/2020

. TCVN 6187-1:2019 - ISO

7 5 5 (%

6 | Coliform tong so (%) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - ISO

; k

7 | Ecoli (% i 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay da duge cong nhan phit hop ISO/IEC 17025
Nhén xét: Mau nuée ¢6 chi tiéu xét nghiém nim trong gidi han cho phép theo QCVN 01 -1:2018/BYT
Ghi chii: - Két qua nay chi cé gid tri trén mdu xét nghiém.

PHY TRACH KHOA XN — CDHA - TDCN' >

N guyén Thi Hong Hoa

Nguyén Viin Lén
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SO Y TE TINH BA RJA — VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT ( CDC) Pjc 13p - Ty do — Hanh phic

19 Pham Ngoc Thach - TP.Ba Ria

PT: 02543.731.994 ‘m
AQSC

PHIEU KET QUA XET NGHIEM .

Ma 56 mbu: 02143.20
Ténkhach hang  : Trung tdm nudc sach va V§ sinh méi trudng nong thén tinh Ba Ria - Viing Tau
Dia chi : 39 Dudng Hoang Di¢u, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau

Ngudi ldy mdu  : Nguyén Vin Hoa

Dia diém 14y mAu : Tai Ho Nguyén Vin Diing - Di 11, xa Son Binh, huyén Chéu Dirc
Ngdy ldy mdu  :09/12/2020

Tén méu : Nwéc may

Lugng miu : 01 lit (500ml/chai)

Ngay nhdn miu  : 09/12/2020

Tinh trang mAu  : MAu chra trong chai nhya va chai thity tinh, kin. Nhan miu lic 11h20.

KET QUA XET NGHIEM
Stt Chi tidu Phwong phé K&t qua Tiéu chuin Nedy

& Puap 1 xét nghiém
1 | Mau sic So miu 0 <15 09/12/2020
2 | M, vi . Cam quan Pat Khong mii vi la | 09/12/2020
3 |pH(® TCVN 6492 : 2011 7,31 6,0 -85 09/12/2020
4 | Db duc (*) TCVN 6184:2008 0,40 <2 NTU 09/12/2020
5 | Clo du So mau 0,4 (0,2 - 1,0) mg/L | 09/12/2020

: i TCVN 6187-1:2019 - ISO
6 | Coliform tong so (*) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - ISO

e ‘

7 | Ecoli (* oo 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay da dugc cong nhén phtt hop ISO/IEC 17025
Nhén xét: Mau nuéc ¢6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT
Ghi chii: - Két qua nay chi c6 gid tri trén mdu xét nghiém.

PHU TRACH KHOA XN — CDHA - TDCth&
/-j/}i L /ﬂl
Nguyén Thi Hong Hoa

Nguyén Vin Lén
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SG Y TE TINH BA RIA - VONG TAU

TRUNG TAM KIEM SOAT BENH TAT (CDC) Pje lap — Ty do — Hanh phiic

19 Pham Ngoc Thach — TP.Ba Ria
DT:02543.731.994

PHIEU KET QUA XET NGHIEM

Mad 56 méu: 02144.20

L™
N\,
AOSC

CONG HOA XA HQI CHU NGHIA VIET NAM

VLAT 1.147
SONEC 17025:2005

Tén khach hang  : Trung tdm nudc sach va V¢ sinh méi trudmg ndéng thon tinh Ba Ria - Viing Tau
bia chi : 39 Dudng Hoang Diéu, Xd Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau

Ngudi ldy mdu  : Nguyén Van Hoa

Dia diém l4y mu : Tai H L& Thj Kim Chung - Son T4n, Son Binh
Ngay liaymiu  :09/12/2020

Tén mau : Nwée may

Lugng miu : 01 lit (500ml/chai)

Ngay nhan miu  :09/12/2020

Tinh trang mdu  : MAu chira trong chai nhua va chai thiy tinh, kin. Nhan mAu lac 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phwong phé Két qua Tiéu chufin Nety

& puap 1 xét nghiém
1 | Mau séc So mau 0 <15 09/12/2020
2 | Mi, vj Cam quan Pat Khéng mii vi la | 09/12/2020
3 | pH(*) TCVN 6492 : 2011 7,19 6,0-8,5 09/12/2020
4 | P§ duc (*) TCVN 6184:2008 0,27 <2 NTU 09/12/2020
5 | Clodu So mau 0,4 (0,2-1,0) mg/L. | 09/12/2020

— TCVN 6187-1:2019 - ISO

r A a5 /¥

6 | Coliform tong so (*) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - 1ISO

ok .

7 | E.coli (% 504 LanlA 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay dd dugce cdng nhén phit hgp ISO/IEC 17025

Nhin xét: MAu nudce ¢ chi tiéu xét nghiém nam trong giéi han cho phép theo QCVN 01 -1:2018/BYT

Ghi chit: - Két qua nay chi c6 gid tri trén mdu xét nghiém.

, s
PHU TRACH KHOA XN — CDHA - TDCN

ik

Nguyén Thi Hong Hoa

Nguyén Vin Lén
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SO Y TE TINH BA RJA — VONG TAU CQONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT (CDC) Pjc lip - Ty do — Hanh phic
19 Pham Ngoc Thach — TP.Ba Ria
DT:02543.731.994 j‘\
£ . T . AO s&
PHIEU KET QUA XET NGHIEM VLAT 1.147

I Fe ISONEC 17025:2008
M s mau: 02137.20

Tén khach hang  : Trung tdm nudce sach va Vé sinh méi trudng ndng thén tinh Ba Rija - Viing Tau
Dia chi : 39 Dudng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy miu  : Nguyén Van Hoa

Dia diém ldy mau : Tai Nha mdy Cép nudc Chau Pha

Ngay ldy miu  :09/12/2020

Tén mau : Nirée may

Luong miu : 01 lit (500ml/chai)

Ngay nhan mau :09/12/2020

Tinh trang mdu  : MAu chira trong chai nhya va chai thity tinh, kin. Nhan mAu lic 11h20.

KET QUA XET NGHIEM
Stt Chi tigu Phuwong pha Két qua Tiéu chuin Neay

€ pap 1 xét nghiém
1 | Mau sfc So mau 0 <15 09/12/2020
2 | M, vi Cam quan Pat Khéng mui vila | 09/12/2020
3 | pH(*) TCVN 6492 : 2011 7,53 6,0-8,5 09/12/2020
4 | P duc (¥ TCVN 6184:2008 0,14 <2NTU 09/12/2020
5 | Clodu So mau 0,5 (0,2 - 1,0) mg/L. | 09/12/2020

, € . it TCVN 6187-1:2019 - ISO
6 | Coliform tong so (*) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - ISO

e

7 | Ecoli (% SR A T 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir ndy da duge cong nhén phi hop ISO/IEC 17025
Nhén xét: Mau nuée c6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT

Ghi chii: - Két qua nay chi cé gid tri trén mdu xét nghiém.

PHU TRACH KHOA XN — CDHA - TDCN‘\&

i —

Nguyén Thi Hong Hoa

Nguyén Viin Lén
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SO Y TE TINH BA RIA — VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT (CDC) Doc lip — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria
BT: 02543.731.994

A
PHIEU KET QUA XET NGHIEM \5,335\?
Ma.. sb{ m‘.;.'u: 02138.20 ISQ/IEC 17025:2008

Tén khach hang  : Trung tAm nudc sach va V& sinh méi trudmg nong thon tinh Ba Ria - Viing Tau
Dia chi : 39 Pudng Hoang Diéu, X4 Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Nguoi ldy mdu  : Nguyén Vian Hoa

Dia diém 14y miu : Tai Nguyén Van Chién - 4p T4an Do, x4 Chéu Pha, TX.Phi My

Ngay ldy mdu  :09/12/2020

Tén méu : Nwéc may

Luong mau : 01 lit (500ml/chai)

Ngay nhin mau  :09/12/2020

Tinh trang mdu  : MAu chira trong chai nhira va chai thiy tinh, kin. Nhan mau lic 11h20.

KET QUA XET NGHIEM
- £ e i Ngay

Stt Chi tiéu Phwong phap Keét qua Tiéu chuén sl
1 | Mau sic So mau 0 <15 09/12/2020
2 | Mui, vj Cam quan Pat Khong mui vi la | 09/12/2020
3 |pH(™) TCVN 6492 : 2011 7,50 6,085 09/12/2020
4 | B§ duc (*) TCVN 6184:2008 0,18 <2NTU 09/12/2020
5 | Clodu So mau 0,4 (0,2 - 1,0) mg/L | 09/12/2020

g TCVN 6187-1:2019 - ISO

’ £ .

6 | Coliform tong so (*) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

" TCVN 6187-1:2019 - ISO

e 3

7 | E.coli (*) 9308-1:2014 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay da dugc cong nhén phu hgp ISO/IEC 17025
Nhin xét: Mau nudce c6 chi tidu xét nghiém nim trong gi6i han cho phép theo QCVN 01 -1:2018/BYT
Ghi chi: - Két qua nay chi c6 gid tri trén mdu xét nghiém.

Ba ria — Vimg tau, ngay oM thang A nim £L020
PHU TRACH KHOA XN — CPHA - TDCNYJ\; i

o

Nguyén Thi Hong Hoa

Nguyén Vin Lén
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SO Y TE TiNH BA RJA - VONG TAU CQNG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT (CDC) Poe lap — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Ria
PT: 02543.731.994 ;s‘/“'\
£ X k4 L - ( )‘t (
PHIEU KET QUA XET NGHIEM SONEe 17 ”

Ma s6 méu: 02136.20

Tén khach hang : Trung tdm nude sach va Vé sinh méi trudng néng thén tinh Ba Ria - Viing Tau
Dia chi : 39 Pudng Hoang Diéu, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudildy miu  : Nguy@n Van Hoa

Pia diém 14y mau : Tai H6 Trin Gia Vuong - 4p T4n Phu, x& Chau Pha, TX.Phu My

Ngay ldy mdu  :09/12/2020

Tén méu : Nwéc may

Lugng miu : 01 lit (500ml/chai)

Ngay nhan mau  : 09/12/2020

Tinh trang miu  : MAu chita trong chai nhya va chai thiy tinh, kin. Nhan miu lac 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phuong phi Két qua Tiéu chuén Mgty

i 1 xét nghiém
1 | Mau séc So mau 0 <15 09/12/2020
2 | Mui, vi Cam quan Dat Khong mui vi la | 09/12/2020
3 | pH(®) TCVN 6492 : 2011 7,51 6,0-8,5 09/12/2020
4 | Bd duc (*) TCVN 6184:2008 0,15 <2NTU 09/12/2020
5 | Clodu So mau 0,3 (0,2 - 1,0) mg/L | 09/12/2020

; ” TCVN 6187-1:2019 - ISO

2 - e

6 | Coliform téng sé (*) 9308-1:20014 0 <3 CFU/100ml | 09/12/2020

TCVN 6187-1:2019 - 1SO

M

7 | E.coli (¥ 9308-1:2014 0 < 1 CFU/100ml | 09/12/2020

(*) Phép thtr nay da dugce cong nhan phu hgp ISO/IEC 17025
Nhin xét: MAu nuéc ¢6 céc chi tiéu xét nghiém nam trong giéi han cho phép theo QCVN 01 -1:2018/BY’]
Ghi chti: - Két qua nay chi cé gid tri trén mdu xét nghiém.

Baria— Vung ta, ayo?,i thang JL ndm L0220
PHU TRACH KHOA XN - CPHA - TDCN ~ QAL

ik

N guyén Thi Hong Hoa

Nguyén Viin Lén
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SO Y TE TiNH BA RIA — VONG TAU
TRUNG TAM KIEM SOAT BENH TAT (CDC)
19 Pham Ngoc Thach — TP.Ba Ria

DT: 02543.731.994

CONG HOA XA HQI CHU NGHIA VIET NAM
D{c ldp —~ Ty do — Hanh phiic

Am

VLAT 1.147
SONEC 17025:2005

PHIEU KET QUA XET NGHIEM
M s6 méu: 02139.20

Tén khach hang  : Trung tdm nuéc sach va Vé sinh mdi trudng ndng thén tinh Ba Ria - Viing Tau

Dia chi : 39 Dudng Hoang Di¢u, Xa T4n Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau

Ngudi ldymiu  : Nguyén Vin Hoa

Dja diém iy mAu : Tai Nha méay Cép nudc Ci Bi

Ngay lay mau  :09/12/2020

Tén mau : Nudc may

Luong méu : 01 lit (500ml/chai)

Ngay nhén mau  : 09/12/2020

Tinh trang mau  : M&u chira trong chai nhya va chai thity tinh, kin. Nhan méu lic 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phwong phap Két qua Tiéu chuén , Ngé!,{,
xét nghiém

1 | Mau séc So mau 0 <15 09/12/2020
2 | Mui, vi Cam quan Pat Khéng mui vi la | 09/12/2020
3 |pH(® TCVN 6492 : 2011 7,26 6,085 09/12/2020
4 | D6 duc (*) TCVN 6184:2008 0,17 <2NTU 09/12/2020
5 | HL.Arsen GoN égzgeof{.)g‘cw (LODIiP(l)L,IOOOZ) <0,01 mg/L | 22/12/2020
6 | Clodu So mau 0,5 (0,2 - 1,0) mg/L. | 09/12/2020
7 | Coliform téng sé (*) TCVN;'OSST';:?OOIZQ R 0 <3 CFU/100ml | 09/12/2020
8 | Ecoli (% TCVNQ?OSSZ':;%GIf -0 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir ndy d& duge cong nhén phit hop ISO/IEC 17025

KPH: Khéng phat hién

Nhén xét: Mau nudc cé chi tidu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT
Ghi chi: - Két qua nay chi c6 gid tri trén mdu xét nghiém.

PHU TRACH KHOQA XN -

—-"’-—___—____—_-._—Alm
Nguyén Thi Hong Hon

CDHA - TDCN“E}*

HAa Vin Thanh

BMO2 - TT14 KQXN

Lan so4t xét: 01

Ngay c6 hiéu luc: 01/10/2020

1/1




SO Y TE TINH BA RJA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM
TRUNG TAM KIEM SOAT BENH TAT (CDC) Dje Iap — Ty do — Hanh phiic
19 Pham Ngoc Thach — TP.Ba Rja

DT: 02543.731.994 m
AOSC

VLAT 1.147

PHIEU KET QUA XET NGHIEM SOIET 171252005
Md 56 miu: 02140.20

Tén khach hang  : Trung tdm nuéc sach va Vé sinh méi trudmg néng thén tinh Ba Ria - Viing Tau
Pia chi : 39 Dudng Hoang Diéu, Xa Tan Hung, TP.B4 Ria, Tinh B4 Ria Viing Tau
Ngudi ldy mdu  : Nguyén Van Hoa

Dia diém lay mAu : Tai Ho Pham Hai Vén - Thén Choi Déng, xa Cti B, huyén Chéu Pic

Ngay laymiu  :09/12/2020

Tén miu : Nuéc may

Luong méau : 01 lit (500ml/chai)

Ngay nhan mau  :09/12/2020

Tinh trang mdu  : MAu chira trong chai nhya va chai thity tinh, kin. Nhan miu Itc 11h20,

KET QUA XET NGHIEM
Stt Chi tiéu Phwong phip Két qui Tiéu chufn Ngay
q xét nghiém
1 | Mau sic So mau 0 <15 09/12/2020
2 | Mui, vi Cam quan Dat Khéng mui vj la | 09/12/2020
3 | pH(®) TCVN 6492 : 2011 8,33 6,0 -8,5 09/12/2020
4 | D6 duc (*) TCVN 6184:2008 0,13 <2 NTU 09/12/2020
HDN 30 - Ref. TCVN KPH
5 | HL.Arsen €626:2000 (LOD =0,0002) | < 0,01 mg/L | 22/12/2020
6 | Clodu So mau 0,4 (0,2 - 1,0) mg/L | 09/12/2020
: o TCVN 6187-1:2019 - ISO
7 | Coliform téng s6 (*) Q308 1BnTS 0 <3 CFU/100ml | 09/12/2020
. TCVN 6187-1:2019 - ISO
8 | Ecoli (¥ Sy ek 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay da dugce cong nhan phi hop ISO/IEC 17025

KPH: Khong phat hién

Nhén xét: Mau nuée 6 chi tiéu xét nghiém nim trong gidi han cho phép theo QCVN 01 -1:2018/BYT
Ghi chii: - Két qud nay chi cé gid 1ri trén mdu xét nghiém.

Ba ria — Viing tau, ngay o 3thdng 44 ndm 030

PHU TRACH KHOA XN — CBHA - TDCN' v~ PHU TRACH PON V]
A
Nguyén Thj Hong Hoa Ha Vin Thanh

BMO2 - TT14 KQXN Lan soat xét: 01 Ngay c6 hiéu lyc: 01/10/2020 171




SO Y TE TiNH BA RJA - VONG TAU CONG HOA XA HQI CHU NGHIA VIET NAM

TRUNG TAM KIEM SOAT BENH TAT (CDC) Pje lip — Ty do — Hanh phic
19 Pham Ngoc Thach — TP.Ba Ria 1
DT: 02543.731.994 f N\
A0SO\
£ £ Ed ” - ) VLAT 1.147
PHIEU KET QUA XET NGHIEM S0/IEC 17025:2005

Ma 56 mau: 02141.20

Tén khach hang  : Trung tdm nuéc sach va V¢ sinh méi trudmg ndng thén tinh Ba Ria - Viing Tau
Dia chi : 39 Dudng Hoang Di€u, Xa Tan Hung, TP.Ba Ria, Tinh Ba Ria Viing Tau
Ngudi ldy mdu  : Nguyén Vin Hoa

Dia diém 4y mAu : Tai HY Tran Minh Sang - x4 Ci Bi, huyén Chau D

Ngay ldy mdu  :09/12/2020

Tén mau : Nudc may

Luong miu : 01 lit (500ml/chai)

Ngay nhan mau  : 09/12/2020

Tinh trang miu  : MAu chira trong chai nhua va chai thiy tinh, kin. Nhan mau Itc 11h20.

KET QUA XET NGHIEM
Stt Chi tiéu Phwong ph4 Két qua Tiéu chuéin Ngay
EPuAp 1 xét nghiém
1 | Mau séc So mau 0 <15 09/12/2020
2 | Mui, v Cam quan Dat Khong mui vj la | 09/12/2020
3 |pH(™® TCVN 6492 : 2011 8,40 6,0 - 8,5 09/12/2020
4 | P duc (*) TCVN 6184:2008 0,12 <2 NTU 09/12/2020
HDN 30 - Ref. TCVN KPH
<

5 | HL.Arsen i LoD =00002) | < 0,01 mg/L | 22/12/2020
6 | Clodu So mau 0,4 (0,2-1,0) mg/L | 09/12/2020

. P TCVN 6187-1:2019 - I1SO
7 | Coliform téng sé (*) 9308-1:2014 0 <3 CFU/100ml | 09/12/2020

. TCVN 6187-1:2019 - ISO
8 | Ecoli (¥ pomiipgn 0 <1 CFU/100ml | 09/12/2020

(*) Phép thir nay dd duge cdng nhén phit hgp ISO/IEC 17025

KPH: Khong phat hién

Nhén xét: Mau nudc c6 chi tiéu xét nghiém nim trong giéi han cho phép theo QCVN 01 -1:2018/BYT
Ghi cht: - Két qua nay chi ¢6 gid tri trén mdu xét nghiém.

Ba ria - Viing tau, ngay 4 3 thang /2 ndm 4040
PHU TRACH KHOA XN — CDHA - TDCN™ P

/ k.- —

//_m ~
Nguyen Thi Hong Hoa

BMO2 - TT14 KQXN Lan soat xét: 01 Ngay ¢6 hiéu hyc: 01/10/2020 1/1




CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

- TN v 4 .
VI et I I n PTN & VP Nhin mau : 39A, Pudng s6 4, phudng Binh Tri Dong B, quan Binh Tén, TP. HCM
= Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh ity

KIEM TRA CHAT LUONG Tel : (028) 39158936, (028) 3827 7986 Fax :(028)3824 7013
' Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S$6/ No: 10026 2012/KQ S,
Mi s6/ Code: 3328 2012 ﬁ?}?{iﬁ&
Mi sb mau/ Sample code: 10506 2012 g//“_‘=/;\\\?
Trang/ Page: 1/ 6 "/,,,’ﬁ'?\\“\\\\“ )
< P i ~ VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
Tén khiich hang/ Client : TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
N’ONG THON TINH BA RIA - YUNG TAU
Dia chil Address :  S6 39 dudong Hodng Diéu, xa Tan Hung, TP. Ba Ria, tinh Ba Ria — Viing Tau
Ngay nhin miu/ Date of receiving : 15/12/2020 Ngay tra két qui/ Date of issue : 24/12/2020
Loai mau/ Kind of sample ¢ Nudc may S6 lhwgng mau/ Quantity of sample = 01 mau
Tén miw/ Name of sample : NSO01: NUOC MAY NHA MAY CAP NUGC PA BANG (B)
Tinh trang mau/ State of sample +  Duyng trong can nhyra
i D g p A x -
STT/ , CHI TIEU PHUONG PHAP KIT QUA/ DON VI QCVN
No I'HU NGHIEM/ PHAN TICH/ RESULT TINH/ 01-12018BYT >
o PARAMETERS TESTING METHOD UNIT 1S
Amoni (NH; va NH," . Khong phat hién .
I tinh theo N) TCVN 5988 : 1995 (LOD=0,3) mg/L 0,3
. SMEWW 3030 A,E : 2017 | Khong phat hién i
2 Antimon (Sb) SMEWW 3113 B : 2017 (LOD=0,002) mg/L 0,02
i SMEWW 3030 A,E : 2017 | Khong phéat hién
g | Bl SMEWW 3111 B : 2017 (LOD=0, 1) mgh. 0,7
| *) SMEWW 4500 (B) B : Khéng phat hién
+ | Bar(B) 2017 (LOD=0,058) g/l 0.3
- * SMEWW 3030 A,E : 2017 | Khong phat hién
B | L SMEWW 3113 B :2017 | (LOD=0,0002) 1Pl 0,003
* SMEWW 3030 A,E : 2017 | Khdng phat hién :
¢ | Chi(Rh) SMEWW 3113B:2017 | (LOD=0,002) gl O,
-, *) . Khéng phat hién
7 Chi s0 Permanganat TCVN 6186 : 1996 (LOD=0,25) mgO,/L 2
8§ | Clorua(cr)® smaww;gfgo el By 22,2 mg/L 250
- NG) SMEWW 3030 A,E : 2017 | Khong phat hién
9 | CEmicn SMEWW 3113B:2017 | (LOD=0,002) mg/L ke
A 0 SMEWW 3030 A,E : 2017 | Khong phat hién
19 | Bong ) SMEWW 3111 B:2017 | (LOD=0,03) el 1
11| bgcimg” SMEWW 2340 C : 2017 66,8 mg CaCOyL. 300
12| Florua (F) SMEWW 4500 (F) B,D : 0,16 mg/L 15
2017
= *) SMEWW 3030 A,E: 2017 | Khong phét hién '
13 | Kémi(Zn) SMEWW 3111 B : 2017 (LOD=0,03) mgl 2
*) SMEWW 3030 A,E : 2017 | Khong phat hién .
4 | Mangn(hin) SMEWW 3111B:2017 | (LOD=0,03) mg/L 0,1
No Document : QTCL-13/BM02 SUKHAC BIET TU CHAT LUQNG DICH VU VA CHUYEN MON
Version 106 MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE

Date of issue  : 01/06/2020




Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan méu : 39A, Puimg sb 4, phuong Binh Tri Béng B, quin Binh Téan, TP. HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

KIEM TRA CHAT LUONG Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
: Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
TR
S6/ No: 10026 2012/KQ S,
Ma s6/ Code: 3328 2012 iﬁgﬁ@g‘
M3 sd mau/ Sample code: 10506 2012 ey
Trang/ Page: 2/ 6 7 mn ,
. ) VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
- CHI TIEU PHUONG PHAP < ; DON VI
SA',U” THU NGHIEM/ PHAN TiCH/ I;qugg?! TiNg | %ﬁgw
) PARAMETERS TESTING METHOD ' UNIT i
5 Natri (Na) *) SMbWszz)SI(?]O (Na) B : 8,63 me/L 200
R SMEWW 3500 (Al) B : Khéng phat hién
16 Nham (Al) 2017 A (LOD=0,02) mg/L 0,2
. o SMEWW 3030 A,E : 2017 | Khong phat hign
e * , g P :
¥ | kel,(hy SMEWW 3111 B:2017 | (LOD=0,005) gl 0,07
8 (T:})Ill'a[ (NOj tinh theo N) SMEWW té%?(; (NOy)-E: 0,042 el 5
19 {I:.]):tnt (NO;, tinh theo N) TCVN 6178 : 1996 Klgﬁgg[)pzlgﬂogl)en il 0,05
Lk s 19 SMEWW 3030 A,E : 2017 | Khong phat hi¢n
But i sl SMEWW 3111 B :2017 (LOD=0,03) mg/l. 0.3
3 SMEWW 3030 A,E: 2017 | Khong phat hi¢n
2
21 | Belen 59 SMEWW 3113B:2017 | (LOD=0,002) gl B0l
i e SMEWW 4500 (SOs”) E : | Khéng phat hién :
22 Sunphat (SO47) 2017 (LOD=2) mg/L 250
23 | Hydro sunfur (H,8) EPA 376.2 : 2003 K'(‘E‘(‘)g[)p:hg“ol;‘)‘-’" mg/L 0,05
: ; *) SMEWW 3112 (Hg)B : Khang phat hién
24 | Thay ngin (Hg) 2017 (LOD=0,00015) mg/L 0,001
25 (‘%?I‘;fé)‘i!‘;“ ran hod tan SMEWW 2540.C : 2017 122 mg/L 1000
. (9 . Khéng phat hi¢n
26 Xianua (CN) TCVN 6181 : 1996 (LOD=0,0034) mg/L. 0,05
27 | Cacbontetraclorua Ref. EPA 8260C : 2006 Riing et Iign ng/L 2
' : (LOD=0,2)
s . Khdng phat hién
28 Diclorometan Ref. EPA 8260C : 2006 (LOD=2,0) ng/L. 20
I : ) Khong phat hién
29 1,2 Dicloroetan Ref, EPA 8260C : 2006 (LOD=2,0) pg/l 30
30 | 1,1,1 — Tricloroetan Ref. EPA 8260C : 2006 K"("L"SSEZ’ (']1)“-3” pg/L 2000
31 | Vinyl clorua Ref. EPA 8260C : 2006 Kh(oL“ggl:‘g‘ :’)"-m ng/L 0,3
N : . Khong phat hién
32 1,2 Dicloroeten Ref. EPA 8260C : 2006 (LOD=2,0) ng/L. 50

No Document
Version
Date of issue
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SWiét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin mau : 39A, Duong s6 4, phwdmg Binh Tri Péng B, quin Binh Tan, TP, HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

KIEM TRA CHAT LUONG Tel £ (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S8/ No: 10026 2012/KQ €
Ma s6/ Code: 3328 2012 i \)
Mi s6 mau/ Sample code: 10506 2012 2”'& :E
Trang/ Page: 3/6 Dt ya s
z - s n VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
[ TIE i 3 AP < ;
STT/ ' CHI TIEU PHU gN(‘ PllAl KET QUA/ BQN V] QCVN
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 0112018/ BYT
C PARAMETERS TESTING METHOD i UNIT )
T 5 . Khong phat hign
33 | Tricloroeten Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 20
Khéng phat hi¢n
: . P . ¥
34 | Tetracloroeten Ref. EPA 8260C : 2006 (LOD=2,0) pg/L 40
% . Khéng phat hign i
35 Toluene Ref. EPA 8260C : 2006 (LOD=2) ng/L 700
. 3 Khong phat hign
P . 1
36 | Xylene Ref. EPA 8260C : 2006 (LOD=2) ng/L 500
o < ‘| Khéng phét hi¢n
37 | Etylbenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 300
o iy . Khong phat hién
38 | Styrene Ref. EPA 8260C : 20006 (LOD=2) ng/L 20
Phenol va din xuit clia ) Khéng phat hién
39 Phenol EPA 604 : 1984 (LOD=0,2) ng/l. 1
. ) Khong phét hién
40 | Benzene Ref. EPA 8260C : 2006 (LOD=2) pg/L 10
- . . . Khéng phat hién
41 1,2 — Diclorobenzen Ref. EPA 8260C : 2006 (LOD=2) ng/L 1000
_ : . Khdng phat hign
42 | Monoclorobenzen Ref. EPA 8260C : 2006 (LOD=2) ng/l 300
- } g ) Khong phat hién
43 I'riclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 20
e Ref. J. Agric. Food Chem. | Khéng phét hién
4 | Aurylgniide 2006, 54, 7001-7008 (LOD=0,15) he/L L
. e Khéng phat hién
45 Epiclohydrin Ref. EPA 8270D, 1998 (LOD=0,1) ng/L 0,4
i : Khong phat hién
46 Hexacloro butadien Ref. EPA 8270D, 1998 (LOD=0,1) pg/L 0,6
1,2 - Dibromo - 3 R ) Khoéng phat hién
47 Elgraptpan Ref. EPA 8260C : 2006 (LOD=0,2) ng/l 1
C ; ) Khdng phét hién
48 1,2 — Dicloropropan Ref. EPA 8260C : 2006 (LOD=2) ng/L 40
s . Khong phat hién
49 1,3 — Dicloropropen Ref. EPA 8260C : 2006 (LOD=2) pg/lL 20
Khéng phat hién
50 |24-D Ref. EPA 2007.01 (LOD=2,0) ng/lL 30
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VIET TIN TESTI:\[G co., L.TD
PTN & VP Nhan mau : 39A, Dudng sb 4, phudng Binh Tri Déng B, ¢
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh T

Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

uidn Binh Tan, TP. HCM
an district, Ho Chi Minh city

KIEM TRA CHAT LUONG Tel :(028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
' Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S6/ No: 10026 2012/KQ S,
M sb/ Code: 3328 2012 iﬁéﬁﬂ
Ma sb mau/ Sample code: 10506 2012 v
Trang/ Page: 4/ 6 "4,4@‘\&“ e
i . [T ) VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
1TIR > i A < o
STT/ C’lll IIEU PHU (A)'NG 'PHAP KET QUA/ DQN VI QCVN
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ OL12018BYT
) PARAMETERS TESTING METHOD UNIT o
2 Khong phat hién
51 2,4 DB Ref. AOAC 2007.01 (LOD=2,0) ng/l. 90
, ) ;e . Khéong phat hi¢n
i 52 Alachlor Ref. EPA 81418 : 2007 (LOD=2,0) pg/L 20
53 | Aldicarb Ref. EPA 2007.01 Kh((’L“é"l‘)’lf;‘ (')‘)'@" ng/L 10
Bazinevd ' Khéng phat hién
54 | cac din xuét chloro-s- Ref. EPA 2007.01 L(%[l):b e ug/L 100
triazine ( 1)
- i Khéng phat hig¢n
55 Carbofuran Ref. EPA 2007.01 (LOD=1,0) pg/L 5
56 | Chlorpyrifos EPA 508 Kh&’}%gig‘ i‘)“-’“ ng/L 30
5 . . Khéng phat hién
57 Clodane Ref. EPA 8141B : 2007 (LOD=0,05) png/L 0,2
58 | Clorotoluron Ref. EPA 2007.01 Kl‘("L“gS';?t él)“?“ ng/L 30
; . Khéng phat hi¢n
C i . A
59 | Cyanazine Ref. EPA 2007.01 (LOD=0,1) ng/L 0,6
o £ : . Khéng phét hién
60 DDT va céac dan xudt Ref. EPA 8141B : 2007 (LOD=0,05) ng/L 1
61 | Dichloprop Ref. AOAC 2007.01 K"("E‘SSL‘? (‘]’)“?“ ng/L 100
62 | Fenoprop Ref. AOAC 2007.01 Rhoiigphit g ng/L 9
: : (LOD=2,0)
63 | Hydroxyatrazine Ref. AOAC 2007.01 Kh("[ilgg:“;' (')‘)'¢" g/l 200
o Khéng phat hig¢n
64 | Isoproturon Ref. EPA 2007.01 (LOD=0,5) pg/L 9
65 | MCPA Ref. EPA 2007.01 Khengphdtitign /L 2
et ' (LOD=0,2) *
. ; Khéng phat hién
66 | Mecoprop Ref. AOAC 2007.01 (LOD=2,0) ng/L 10
i . . Khong phat hié¢n
67 | Methoxychlor Ref. EPA 8141B : 2007 (LOD=0,1) pe/L 20
’ o . Khong phat hién
68 Molinate Ref. EPA 8141B : 2007 (LOD=1,0) pneg/L 6
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SWViét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhan méu

Laboratory & Office
Tel
Email

: 39A, Duong 56 4, phudng Binh Tri Pong B, quan Binh Tén, TP. HCM
: 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

1 (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
: ktelviettin@gmail.com Web : kiemnghiemviettin.com

Sb/ No: 10026 2012/KQ
Mii s/ Code: 3328 2012

Mi s6 mau/ Sample code: 10506 2012

Trang/ Page: 5/6

VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

#/

TESTING REPORT
st | g | wmiwriom | <ETouk | gl | oov
' PARAMETERS TESTING METHOD - UNIT '

69 | Pendimetalin Ref. EPA 8141B : 2007 K"(‘A’L“glg’ii"&ié“ ng/L 20
70 | Permethrin Ref. EPA 81418 : 2007 Kh{’i‘gg';gg‘ﬁ“ g/l 20
71 | Propanil Ref. AOAC 2007.01 KI‘E’L“gDP':‘fié‘)ié“ neg/L. 20
72 | Simazine Ref. AOAC 2007.01 Kh&‘ggf}tg)ié“ ng/L 2

73 | Trifluralin Ref. EPA 81418, 2007 K'(‘ﬁ'(‘)gDpig‘fO‘;i)e“ ng/L 20
| e e I
75 | Formaldehyde Ref. AOAC 931.08 K"(‘A’L"gl’)":‘g";‘)ié" ng/L 900
76 | Monocloramine SMEWWQSIS,? 0C,B: Khez][igo]i)hj;;ﬁe" pg/l 3,0
77 | 2,4,6 Triclorophenol S%‘gvéxf;;%_‘géc K"(T‘gDpl:‘g‘,(‘;)ié“ ug/L. 200
78 | Bromoform SMLIJE (\’N E\?,I 182;)2(21[120?‘0 Kh({])jg]glz]gt,(l)l)i én ng/L 100
79 | Dibromocloromethane EPA 8260C , 2006 Kh(‘A’L"gg’:‘g‘,é‘)ié“ ng/L 100
80 Bromodicloromethane SMSQM E\;{}Séﬂz?ll;()ﬁc Kl]?ﬁlcg)gzgtél)ién ng/L 60
81 | Cloroform EPA 8260C , 2006 Kl‘f’ﬁlggl:‘ité‘;@“ ng/L 300
82 Dicloroacetic acid SME;FV Evl\)/ :2555121‘120210 Kh((inggl:]?(l;; én pg/L 50
83 Tricloroacetic acid SMEQN E\I\i :255;2]1205(: Kh?ﬁ’g’]g];?’g)ién pg/L 200
84 Monocloroacetic acid SMS';’N F}/" : 2555]2203(; Kh?ﬁggiitjoh)ién ng/L 20
85 Dicloroacetonitrile SMS‘QV E\?’, :255511 .h]oac thﬁgg‘;gt,{;])i ol ng/L 20
86 | Dibromoacetonitrile SM[IJEQV EWP :255511 .hlozic Kh((A)[?OgDpl:]gi(];)ién pg/L 70
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

e 7 VIET TIN TESTING CO., LTD )
VI et I l n PTN & VP Nhin méu : 39A, Puémg s6 4, phudng Binh Tri Pong B, quin Binh Téan, TP. HCM
Laboratory & Office  : 39A, 4% street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

KIEM TRA CHAT LUONG Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
S Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S8/ No: 10026 2012/KQ RN
Mi 50/ Code: 3328 2012 JECNRA
Ma s6 mAu/ Sample code: 10506 2012 BN
Trang/ Page: 6/ 6 Sl ¥ VAW
” VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT |
STT/ %HI ’]:IE[_J PHUONG PHAP KET QUA/ DON VI QCVN .
N THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01-1:2018/BYT
PARAMETERS TESTING METHOD UNIT N
N - SMEWW 6251 hoic Khong phat hién AN
87 | Tricloroaxetonitril US EPA 551.1 (LOD=0,3) pe/L 1 2
58 | g Bhoatds Enong age TCCS-NN-11:2017 <0,02 Bq/L. 0,1.:) ;))
>
g9 | Tong hoat dd phong xa B TCCS-NN-12:2014 0,09 4 0,02 Bg/L 1,05
Trye khudn mi xanh TCVN 8881 : 2011 Khéng phat hién
W0 | b5, deruginosa) O (1SO 16266 : 2006) (LOD=1) . <1
Tu cdu vang " . Khong phat hién
91 (TPl AeOEE G SMEWW 9213B : 2017 (LOD=1) CFU/100mL <1

Ghi chi/ Notes:
Két qua chi ¢6 gid trj trén méu thit/ The results are valid only for testing sample.
‘Tén mau theo khéch hang yéu chu/ Name of samples as the client’s requirement.
Thosi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time- -limit of storage: 5 days from reporting date.

LOD: Gidi han phat hién / LOD: Limit of Detection..
(¥): Chi tiéu duge VILAS cong nhin ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017).

(s/c): Chi tiéu gutri nha thu phv/ (s/c): ltems are tested by subcontractor.

(1): Chi tiéu duge chi dinh ctia BO Y T&/ ltems were designated by Ministry of Health.

(N): Chi tiéu dugce chi dinh etia Cye Quén Ly Chét Lugng Nong Lam San va Thiy San/

ltems were designated by National Agro — Forestry - Fisheries Quality Assurance Departiment
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTH\[G co., LTD )
PTN & VP Nhan mau : 39A, Budng s6 4, phudmg Binh Tri Bong B, quan Binh Tén, TP. HCM

Viét Tin

Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
KIEM TRA CHAT LUONG Tel :(028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
' Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
Sb/ No: 10027 2012/KQ
M s6/ Code: 3328 2012
M3 s6 mau/ Sample code: 10507 2012
Trang/ Page: 1/6 :
£ 5 " VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT

Tén khich hing/ Client TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
NONG THON TINH BA RIA - VUNG TAU
S5 39 duong Hoang Diéu, xa Tan Hung, TP. Ba Ria, tinh Ba Rija — Viing Tau

15/12/2020

Din chi/ Address

Ngay nhin miu/ Date of receiving Ngay tra két qué/ Date of issue 24/12/2020

Loai mau/ Kind of sample Nude may S6 lwong mau/ Quantity of sample 01 mau

Tén miu/ Name of sample NS02: NUGC MAY NHA MAY CAP NUGC LONG TAN (B)

Tinh trang miu/ State of sample

Puyng trong can nhya

STT/ CHI TIEU PHUONG PHAP — DON VI B—
i THU NGHIEM/ PHAN TicH/ preall e TINW | siinompvias
¢ PARAMETERS TESTING METHOD UNIT ﬂ -
Amoni ) Khéng phat hién :
b | (NH; va NH," tinh theo N) ECHN-G28E 1 4300 (LOD=0,3) mgill 0,2 ((‘;
. SMEWW 3030 AE : 2017 | Khong phat hién \2
2 Antimon (Sb) SMEWW 3113 B : 2017 (LOD=0,002) mg/L 0,02 \
,. SMEWW 3030 A,E:2017 | Khong phat hign
S| B SMEWW 3111 B : 2017 (LOD=0,1) mg/L 0,7
| " . . Khdng phat hién
4 | Bor(B) SMEWW 4500 (B) B :2017 | = 505" cer mg/L 0,3
L s SMEWW 3030 A,E : 2017 Khéng phat hién
*) 3 EPpP v
5 | Gadimi(Cd) SMEWW 3113 B:2017 | (LOD=0,0002) gl 3,003
|~ SMEWW 3030 A,E:2017 | Khong phat hién
6 | Chtieh) SMEWW 3113B:2017 | (LOD=0,002) gl 0,01
b K *) - . Khéng phéat hién
7 Chi s6 Permanganat 'CVN 6186 : 1996 (LOD=0,25) mgO,/L. 2
8 | Clorua(cr)® SMEWW 4500 CI" B : 2017 7,09 mg/L. 250
‘ ) SMEWW 3030 A,E:2017 | Khong phat hién
4| B} SMEWW 3113 B : 2017 (LOD=0,002) mg/L os
A ) SMEWW 3030 A,E : 2017 Khéng phat hién
10 | Béng(Cw SMEWW 3111 B : 2017 (LOD=0,03) il !
11| Do eing” SMEWW 2340 C : 2017 54,5 mg CaCOyL 300
12 | Florua (F)® SMEWW 4500 () B,D : 0,28 mg/L 1,5
2017
gy SMEWW 3030 A,E : 2017 Khéng phat hién
@ | Rewin SMEWW 3111B:2017 | (LOD=0,03) me/L 2

No Document
Version
Date of issue

: QTCL-13/BM02

106
: 01/06/2020

SUKHAC BIET TU CHAT LUONG DJCH V{J VA CHUYEN MON

MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE



CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu : 39A, Dudng s6 4, phuong Binh Tri Pong B, quin Binh Tan, TP. HCM
Laboratory & Office  : 39A, 4™ street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel 1 (028) 39158936, (028) 3827 7986. Fax :(028) 3824 7013

Email s ktelviettin@gmail.com Web : kiemnghiemviettin.com

SwWiét Tin

KIEM TRA CHAT LUONG

Sd/ No: 10027 2012/KQ
Ma s6/ Code: 3328 2012
Ma s mau/ Sample code: 10507 2012

Trang/ Page: 2/ 6 W vAwk
. Y [T ~ VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
. CHI TIEU PHUONG PHAP R DON VI
51'\1,0' / THU NGHIEM/ PHAN TiCH/ Klfgs,?]g;f/ TINH/ m_gﬁl‘gw
' PARAMETERS TESTING METHOD : UNIT
*) SMEWW 3030 A,E:2017 | Khéng phat hién
14| Mangan (Mn) SMEWW 3111 B : 2017 (LOD=0,03) mg/L Lh
15 | Natri (Na) " SM':WW;(’)S‘I%O ) B 33,0 mg/L 200
. Khéng phat hién
10 ] ] ] mg y
16 | Nhom (Al) SMEWW 3500 (A) B:2017 | (,0p=0,02) /L. 0,2
- o () SMEWW 3030 A,E : 2017 | Khong phat hién
17| Migleel {(NL) SMEWW 3111B:2017 | (LOD=0,005) e/l 0,07
18 | Nitrat (NOy tinh theo N) * NN ‘éf)?g (NOs)-E: 0,33 mg/L 2
. - *) . ) Khong phat hién
19 | Nitrit (NO; tinh theo N) I'CVN 6178 : 1996 (LOD=0,02) mg/L 0,05
. ) SMEWW 3030 A,E :2017 | Khéng phét hién
20 | Bar(Fe) SMEWW 3111 B : 2017 (LOD=0,03) mg/L. B
SMEWW 3030 A,E: 2017 | Khdng phét hi¢n
3l | Bglemise SMEWW 3113B:2017 | (LOD=0,002) mg/l. M
20 (9 SMEWW 4500 (SO4") E : Khang phat hién
22 Sunphat (SO,7) 2017 (LOD=2) mg/L 250
23 | Hydro sunfur (H,S) EPA 376.2 : 2003 K'(‘]‘j‘é)gD":“é“Ol;')"“ mg/L 0,05
— A * SMEWW 3112 (Hg) B : Khong phat hién
24 Thiy ngan (Hg) 2017 (LOD=0,00015) mg/L 0,001
25 ZI?B%)?P{‘“ fon had G SMEWW 2540.C : 2017 174 mg/L. 1000
. NG . Khéng phat hién
26 Xianua (CN) TCVN 6181 : 1996 (LOD=0,0034) mg/L 0,05
! ! . ) Khong phat hién
27 Cacbontetraclorua Ref. EPA 8260C : 2006 (LOD=0,2) ng/L 2
g ) Khong phat hién
28 Diclorometan Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 20
i . .. Khéng phat hién
29 1,2 Dicloroetan Ref. EPA 8260C : 2006 (LOD=2,0) pg/l 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 Kh("L"(g)g'z‘;t (')‘)“-3“ ng/L 2000
. " Khéng phat hién
/ * D ¥
31 Vinyl clorua Ref. EPA 8260C : 2006 (LOD=0, 1) pg/L 0,3
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CONG TY TNHH PHAN TICH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin mau : 39A, Pudmg s6 4, phuomg Binh Trj Péng B, quin Binh Tén, TP. HCM
Laboratory & Office  : 39A, 4% street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Viét Tin

KIEM TRA CHAT LUONG Tel 1 (028) 391589306, (028) 3827 7986 Fax :(028) 3824 7013
) Email s ktelviettin@gmail.com Web : kiemnghiemviettin.com
S6/ No: 10027 2012/KQ S,
Ma sb/ Code: 3328 2012 s'ae\?/m
Ma sé miu/ Sample code: 10507 2012 T
Trang/ Page: 3/6 "’wf,f/ﬁ\\\i‘“
KET QUA THU NGHIEM
TESTING REPORT
ST | oo BIDIORG HATAR kirQuis | PONVE L gevn
o rHU NGHIEM/ PHAN TiCH/ e TINH | o iomee
' PARAMETERS TESTING METHOD UNIT i
32 | 1,2 Dicloroeten Ref. EPA 8260C : 2006 K"(‘)ﬁgggt é‘)“?“ ng/L. 50
PR o . . Khong phat hién .
33 I'ricloroeten Ref. EPA 8260C : 2006 (LOD=2,0) pg/l 20
34 | Tetracloroeten Ref. EPA 8260C : 2006 K"("L“g[‘)":‘;t (')‘)“-3“ Hg/L 40
35 | Toluene Ref. EPA 8260C : 2006 Kh‘;‘i%‘g‘j;;““ ng/L 700
36 | Xylene Ref, EPA 8260C : 2006 K"O('i%‘g‘j;;“‘?" g/l 500
37 | Etylbenzen Ref, EPA 8260C : 2006 K"‘Z‘I‘J%%’j;;“‘?“ ng/L 300
38 | Styrene Ref. EPA 8260C : 2006 Kh"(‘igo‘;;ljtz;“@“ ng/l 20
Phenol va din xuét cia . Khédng phat hién
9 | phiencl EPA 604 : 1984 (L0D=0.2) ng/L 1
40 | Benzene Ref. EPA 8260C : 2006 K“‘z‘i%'g‘j;;‘“"” ng/L 10
41 | 1,2 Diclorobenzen Ref. EPA 8260C : 2006 Kl‘()(‘i%ll’)hjtz;"e‘l ng/L 1000
42 | Monoclorobenzen Ref. EPA 8260C : 2006 Kh‘)('i%lf)"j;;“@" ng/L 300
43 | Triclorobenzen Ref. EPA 8260C : 2006 K]“’(‘[‘Jgofg’j;“‘-"“ gL, 20
) ; Ref. J. Agric. Food Chem. Khong phét hién
A4 | Anrylamide 2006, 54, 7001-7008 (LOD=0,15) he/l 0,5
; r . Khong phat hién
45 Epiclohydrin Ref. EPA 8§270D, 1998 (LOD=0,1) ng/L 0,4
46 | Hexacloro butadien Ref. EPA 8270D, 1998 Kh("{i‘(g)l')’lz‘g‘ ]h)"-’” ng/L 0,6
1,2 - Dibromo - 3 . ) Khong phat hién
47 | Csronesgan Ref. EPA 8260C : 2006 (LOD=0.2) ng/L 1
48 1,2 — Dicloropropan Ref. EPA 8260C : 2006 Kh(?;‘%l;l)}jtz;m?n pg/L 40
49 | 1,3 Dicloropropen Ref. EPA 8260C : 2006 Kh"(’igofg‘j‘zi"‘?“ ng/L. 20
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Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

S6/ No: 10027 2012/KQ

Mii s6/ Code: 3328 2012

Ma sb mAu/ Sample code: 10507 2012
Trang/ Page: 4/ 6

PTN & VP Nhin mau : 39A, Dudmg s6 4, phuong Binh Tri Bong B, quan Binh Tén, TP. HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
Email : ktelviettin@gmail.com Web : kiemnghiemvieltin.com
\\\\‘\Illll.’,?l’

SN 7

g2

=

’v,//—ﬂ\/_\‘:ﬁ

VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

TESTING REPORT
STT/ N CHI TIEQ PHU QNG 'PHAP KET QU;U DQN VI QCVN
No I'HU NGHIEM/ PHAN TICH/ RESULT TINH/ 01-1201%/BYT
' PARAMETERS TESTING METHOD i UNIT -
. Khong phat hién
5 o 5, ¥
50 |24-D Ref. EPA 2007.01 (LOD=2,0) pg/L 30
Khang phat hign
51 2,4 DB Ref. AOAC 2007.01 (LOD=2,0) ng/L 90
) < . Khong phat hign
52 Alachlor Ref. EPA 81418 : 2007 (LOD=2,0) ng/L 20
— ; Khéng phat hién .
53 Aldicarb Ref. EPA 2007.01 (LOD=1,0) pg/L 10
Arazinghin Khéng phat hién
54 | cac dan xudt chloro-s- Ref. EPA 2007.01 (chn})=0 D ng/L 100
triazine ’
. . ; Khéng phat hign
55 | Carboturan Ref. EPA 2007.01 (LOD=1,0) ng/L 5
s6 | Chlorpyrifos EPA 508 Khéng phathign | = ) 30
(LOD=0,1)
5 . Khdng phat hién
57 | Clodane Ref. EPA 8141B : 2007 (LOD=0,05) ng/L, 0,2
) ) . Khong phét hién
58 | Clorotoluron Ref. EPA 2007.01 (LOD=1,0) pg/L 30
b WP Khoéng phat hién
59 | Cyanazine Ref. EPA 2007.01 (LOD=0, 1) ng/L 0,6
& ko dE o ; ] Khéng phat hién
60 DDT va céc dan xudt Ref. EPA 8141B : 2007 (LOD=0,05) ng/L 1
; ] Khong phat hién
61 Dichloprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 100
: _ Khéng phat hién
62 | Fenoprop Ref. AOAC 2007.01 (LOD=2,0) pg/l 9
63 | Hydroxyatrazine Ref. AOAC 2007.01 K*‘("ﬂ‘(%gl:‘;‘ (')‘)‘¢" ug/L 200
o . Khéng phat hién
64 Isoproturon Ref. EPA 2007.01 (LOD=0,5) ng/L 9
. Khong phat hi¢n
65 | MCPA Ref. EPA 2007.01 (LOD=0,2) pg/L 2
66 | Mecoprop Ref. AOAC 2007.01 Kl‘("ﬂ‘g[‘;l:’;t (')1)“-’" ne/L 10
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan mau : 39A, Pudng s6 4, phuong Binh Tri Péng B, quan Binh Tan, TP. HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Viét Tin

KIEM TRA CHAT LUONG Tel :(028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013
’ Email : ktclviettin@gmail.com Web : kiemnghiemviettin.com

S6/ No: 10027 2012/KQ

Ma s6/ Code: 3328 2012

Mii s6 mAu/ Sample code: 10507 2012
Trang/ Page: 5/ 6

VIMCERTS 211

el v '

VILAS 1074
KET QUA THU NGHIEM
TESTING REPORT
T B B v e
' PARAMETERS TESTING METHOD ' UNIT '

67 | Methoxychlor Ref. EPA 8141B : 2007 K"f’;ﬁg‘;ﬁf :‘;é“ ng/L 20
68 | Molinate Ref. EPA 8141B : 2007 K"f’i‘ggﬁ"é‘;é" g/l 6

69 | Pendimetalin Ref, EPA 81418 : 2007 Kl‘fﬁggiﬁié’;é“ ng/L 20
70 | Permethrin Ref. EPA 8141B : 2007 thig’gigt,;)ién pg/L 20
71 | Propanil Ref. AOAC 2007.01 K“(‘A’L%S’j‘,(;‘)ié" g/l 20
72 | Simazine Ref, AOAC 2007.01 K]‘fﬁg[‘;‘:‘é{ié‘)ié“ ng/L 2

73 | Trifluralin Ref. EPA 8141B, 2007 Kl(‘E‘(‘)gDp:"O"‘Egi)é“ ng/L 20
| o oo | K | |
75 | Formaldehyde Ref. AOAC 931.08 K“(E’L“(‘%S':‘?)‘, ;‘;é“ ng/L 900
76 Monocloramine SMEWW 4500 Cl, B : 2017 thzlli%[;;lig;ﬂéﬂ ng/L 3,0
77 | 2,4,6 Triclorophenol Si\l/ljlé\gl‘;K%ZZO;)Ol_lgijc Kh?i‘gg;itél)ien ng/L 200
78 Bromoform SMSQN EWP : 2502?:;050 thjg[l;igt’(l;)‘ B pg/L 100
79 | Dibromocloromethane EPA 8260C , 2006 Kh(é‘)ﬁ\cg)glzlgt’él)ién ng/L 100
80 Bromodicloromethane SMS:J E?Ii :2502?11}2050 Kllgﬁﬂg[[;l;gi(i)l)iétl ng/L 60
81 | Cloroform EPA 8260C , 2006 Kh&'ggi%‘;é" ng/L 300
82 | Dicloroacetic acid SMllng g;’:isslzl;oﬁc Kh(("])ngpl:lil,él)ién ng/L 50
83 Tricloroacetic acid SMSS EWP :25552112036 Kh(aliggit’(l;)ién pg/L 200
84 Monocloroacetic acid SMS';V E\?’( :255512I120ﬁc Kh((’i;ggl:u;t,(];)ién ug/L 20

No Document
Version
Date of issue

: QTCL-13/BM02
106
1 01/06/2020

SUKHAC BIET TU CHAT LUQONG DICH VU VA CHUYEN MON

MAKING DIFFERENCES FROM QUALITY OF SERVICES AND KNOWLEDGE

2~ I



CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan mu : 39A, Dudng sé 4, phudng Binh Tri Déng B, quin Binh Tan, TP. HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Viét Tin

KIEM TRA CHAT LUONG Tel :(028) 391589306, (028) 3827 7986 Fax :(028)3824 7013
' =l Email : ktelviettin@@gmail.com Web : kiemnghiemviettin.com
: e -
S6/ No: 10027 2012/KQ S, =
M s/ Code: 3328 2012 ii:f{ﬁﬁ A ‘%g
Ma so mau/ Sample code: 10507 2012 NS 3& _,_-’.-%é
Trang/ Page: 6/6 “s 41?‘[‘\?‘\\.\“ Dy yp
£ - 5 R VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
. CHI TIiU PHUONG PHAP - ; DON VI
S THU NGHIEM/ PHAN TiCH/ R ENEC | g ot
) PARAMETERS TESTING METHOD ' UNIT '
. o SMEWW 6251 hodc Khéng phat hién
85 Dicloroacetonitrile US EPA 551.1 (LOD=2,0) ng/L )\\\20
T
- L SMEWW 6251 hodc Khong phat hign . :
86 Dibromoacetonitrile US EPA 551 1 (LOD=2,0) ug/L \ﬁf\\
I SMEWW 6251 hoiic Khang phat hién Nk
87 I'ricloroaxetonitril US EPA 5511 (LOD=03) pg/L é@//
wik A ; s o
gp | Loneiestaphong s TCCS-NN-11:2017 <0,02 Bq/L 0,1
g9 | Tong hoat g phong xa TCCS-NN-12:2014 0,06+ 0,02 Bq/L 1,0
Trye khudn mi xanh TCVN 8881 : 2011 Khéng phat hién ’
40 (Ps. Aeruginosa) (ISO 16266 : 2006) (LOD=1) CHFI L =1
Ty clu vang : i Khéng phat hién
#l {(Staphylococcus aureus) SMER W0 1 Y (LOD=1) el <1

Ghi chu/ Notes:
Két qua chi c6 gid trj trén mau (W/ The results are valid only jor testing sample.
Tén miu theo khach hang yéu cdu/ Name of samples as the client’s requirement,
Thoi gian luu mau: 5 ngay k& tir ngay tra két qua’ Time-limit of storage: 5 days firom reporting date.
LOD: Giéi han phat hig¢n/ LOD: Limit of Detection..
(*): Chi tiéu duge VILAS céng nhén ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISOAEC 17025:2017).
(s/c): Chi tidu giri nha thiu phy/ (s/c): Items are tested by subcontractor.
(1): Chi tiéu dugce chi dinh ciia Bd Y Té/ Irems were designated by Ministry of Health.
(N): Chi tiéu duge chi dinh cua Cuc Quan Ly Chét Lugng Nong Lam San va Thuy San/
ltems were designated by National Agro — Forestry - Fisheries Quality Assurance Department
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Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhin mau

Laboratory & Office

Tel
Email

- 39A, Pudng sb 4, phudmg Binh Trj Péng B, quin Binh Tén, TP, HCM

1 39A, 4 street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
: (028) 39158936, (028) 3827 7986 Fax
: ktelviettin@gmail.com

:(028) 3824 7013
Web : kiemnghiemviettin.com

S/ No: 10028 2012/KQ
Ma so/ Code: 3328 2012

M sd mAu/ Sample code: 10508 2012

Trang/ Page: 1/6

Tén khach hang/ Client

Dia chif Address

Ngay nhin miu/ Date of receiving

Loai mau/ Kind of sample

Tén maw/ Name of sample

Tinh trang mau/ State of sample

VIMCERTS 211

VILAS 1074

KET QUA THU NGHIEM

TESTING REPORT

TRUNG TAM NUGC SACH VA VI SINH MOI TRUONG
NONG THON TINH BA RIA - VUNG TAU
S6 39 duong Hoang Digu, xd Tan Hung, TP. Ba Rja, tinh Ba Ria— Viing Tau

15/12/2020

Nudc mdy

Ngay tra két qui/ Date of issue

S6 lhwgng mau/ Quantity of sample

24/12/2020

01 mau

NS 03: NUOC MAY NHA MAY CAP NUGC SONG RAY (B)

Bung (rong can nhura

- CHIi TIEU PHUONG PHAP . . DPON V]
51\1[: / THU NGHIEM/ PHAN TiCH/ KIEETS,?]E;’ TINH/ m_ggl‘gw
‘ PARAMETERS TESTING METHOD ; UNIT '
Amoni o . Khéng phat hién
b | (NH; va NI, tinh theo N) TGN 5984 ¢ 198a (LOD=0,3) me/l 03
" SMEWW 3030 A,E : 2017 | Khong phét hién
2 | Aatimen (5b) SMEWW 3113B:2017 | (LOD=0,002) mgll. 0,02
", SMEWW 3030 A,E:2017 | Khong phat hién
3 | Rark(ha) SMEWW 3111 B : 2017 (LOD=0,1) gl s
o () . . Khéong phat hign
4 | Bor(B) SMEWW 4500 (B) B: 2017 | "/ o5 nsgy mg/L 0,3
o o + SMEWW 3030 A,E : 2017 Khéng phat hién
*) s gp €
3 | Cadimi (Cd) SMEWW 3113B:2017 | (LOD=0,0002) g 0,003
. SMEWW 3030 A,E : 2017 Khong phat hién
|y *) s gp €
o | ChiP) SMEWW 3113 B:2017 | (LOD=0,002) gl 0,01
RNy 0] s ] Khang phat hign
7 Chi so Permanganat TCVN 6186 : 1996 (LOD=0,25) mgO,/L 2
8 | Clorua(cr)® SMEWW 4500 CI' B : 2017 19,7 mg/L 250
™ SMEWW 3030 A,E:2017 | Khong phét hién
3 | Crom (L) SMEWW 3113B:2017 | (LOD=0,002) gL 0,05
2 *) SMEWW 3030 AE : 2017 Khdng phét hién
10| Bong (Cu) SMEWW 3111 B : 2017 (LOD=0,03) mg/L .
11| Poeimg? SMEWW 2340 C : 2017 64,3 mg CaCOyL 300
12| Florua (F) SMERW A0 (F) B, 0,30 mg/L 1,5
2017
- *) SMEWW 3030 A,E:2017 | Khdng phat hién
13 ) e (Zn) SMEWW 3111 B : 2017 (LOD=0,03) g 2
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING Cco., LTD )

PTN & VP Nhéin miu : 39A, Dudng so6 4, phudng Binh Trj Béng B, quén Binh Tan, TP. HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
:(028) 391589306, (028) 3827 7986 Fax :(028)3824 7013

: ktelviettin@gmail.com Web : kiemnghiemviettin.com

Viét Ti
iet Tin
KIEM TRA CHAT LUQNG Tel
Email

$6/ No: 10028 2012/KQ S,
= A SN
M3 so/ Code: 3328 2012 iﬁégf’tﬁﬁ
M3 s6 mau/ Sample code: 10508 2012 =k

Trang/ Page: 2/ 6 "4,4@\.~\‘

KET QUA THU NGHIEM

VILAS 1074 VIMCERTS 211

TESTING REPORT
ST NGt Momanrion | Kireudr | SRt 1 e
| 2 PARAMETERS TESTING METHOD UNIT ;

o[ | Shm A | K| |
15 | Natei (Na) SMEWWZ%SI%O G B 8,58 meg/L. 200
16 | Nhom (Al) SMEWW 3500 (Al) B : 2017 Kl(lﬁ ‘Q)QD’L“;‘({;_;@“ mg/L 0,2
S Tl T I
18 | Nitrat (NOy tinh theo Ny @ | SMEWW ‘;fﬁ(; (NOg B 2 0,056 mg/L. 2
19 | Nitrit (NO, tinh theo N) *” TCVN 6178 : 1996 K'(‘EggDp:"é‘fogi)é" meg/L. 0,05
0 |sheor
2 s st amons 07 | Kbt ||
22 | Sunphat (S0, SMEWW L;%Ol(?y (SO, M) E: Kllé(i%[gljlz;ﬂén o 250
23 | Hydro sunfur (H,S) EPA 376.2 : 2003 K'(‘fj'(‘)gDp:"é‘,togi)é“ mg/L 0,05
24 | Thay ngéan (Hg) 2 SMEWW23011I72 (He) B - Igﬂg%{gtﬁéé‘;g mg/L 0,001
25 g’gﬁg;lﬁé‘ rén hod tan SMEWW 2540.C : 2017 119 mg/L 1000
26 | Xianua (CN)® TCVN 6181 : 1996 ﬁtg‘gf&‘g‘ogf)“ mg/l. 0,05
27 | Cacbontetraclorua Ref. EPA 8260C : 2006 K"(‘A’ﬁg[‘;':‘gf;)ié“ g/l 2
28 | Diclorometan Ref. EPA 8260C : 2006 Kh&gl‘)":‘g"é‘;é“ Hg/L. 20
29 | 1,2 Dicloroetan Ref. EPA 8260C : 2006 K"(f’ﬂ‘(%lgl:‘ét’é‘)ié" ng/l 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 K*‘(‘"’L‘Eg‘;g‘,é‘)ié“ ng/L. 2000
31 Vinyl clorua Ref. EPA 8260C : 2006 Kh(aljg[l;llzt’]h)ié“ pe/L 0,3
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhinméau : 39A, Dudng s6 4, phudmg Binh Tri Dong B, quén Binh Tan, TP. HCM
Laboratory & Office  : 39A, 4% street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Viét Tin

KIEM TRA CHAT LUONG Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 38247013
' Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com

NN
SN

S/ No: 10028 2012/KQ

Ma s6/ Code: 3328 2012 NS
M s6 miu/ Sample code: 10508 2012 BN
Trang/ Page: 3/ 6 "44@;0\‘\ i
i " . VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
- . rs s :
STT/ C&{I ’I;IEU PHUONG PHAE KET QUA/ DON VI QCYN
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 011201BYT
) PARAMETERS TESTING METHOD UNIT )
; 5 Khéng phat hién
P 9 ? '
32 1,2 Dicloroeten Ref. EPA 8260C : 2006 (LOD=2,0) pg/L 50
Fag . . Khong phat hién
33 Tricloroeten Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 20
T H - Khéng phat hi¢n
34 I'etracloroeten Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 40
- 5 - Khong phat hién
35 l'oluene Ref. EPA 8260C : 2006 (LOD=2) pg/L 700
, e Khéng phat hién
36 | Xylene Ref. EPA 8260C : 2006 (LOD=2) pg/l 500
- - . Khéng phat hign ,
37 | Etylbenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 300
- I e & ) Khdng phat hién
38 | Styrene Ref. EPA 8260C : 2006 (LOD=2) pg/L 20
Phenol va din xudt ctia . Khoéng phét hién
39 plisio] EPA 604 : 1984 (LOD=0,2) ng/L 1
] Khong phét hi¢n
40 | Benzene Ref. EPA 8260C : 2006 (LOD=2) pg/L 10
N . . Khdng phét hién
41 1,2 — Diclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 1000
. 5 ] Khong phat hién
42 Monoclorobenzen Ref. EPA 8260C : 2006 (LOD=2) ng/L 300
s . Khéng phat hign
43 I'riclorobenzen Ref. EPA 8260C : 2006 (LOD=2) ng/L 20
) ; Ref. J. Agric. Food Chem. Khéng phat higén .
- | Aenlamide 2006, 54, 7001-7008 (LOD=0,15) he/L 0.5
: ; Khéng phét hi¢n
. e ¥
45 Epiclohydrin Ref. EPA 8270D, 1998 (LOD=0,1) ng/L 0,4
- ) T Khéng phat hién
46 | Hexacloro butadien Ref. EPA 8270D, 1998 (LOD=0,1) ng/L 0,6
1,2 - Dibromo - 3 s . Khéng phat hién
47 Clorspréii Ret. EPA 8260C : 2006 (LOD=0,2) ng/L 1
, N . Khong phat hién
48 1,2 — Dicloropropan Ref. EPA 8260C : 2006 (LOD=2) ng/L 40
D - . Khéng phét hién
49 1,3 — Dicloropropen Ref. EPA 8260C : 2006 (LOD=2) pg/l 20
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhin méu

Laboratory & Office

Tel
Email

: 39A, Pudng sb 4, phuong Binh Tri Dong B, quan Binh Tén, TP. HCM

: 394, 4% street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
: (028) 39158936, (028) 3827 7986 Fax
: ktelviettin@gmail.com

: (028) 3824 7013
Web : kiemnghiemviettin.com

S6/ No: 10028 2012/KQ
Ma sd/ Code: 3328 2012

M sb maAu/ Sample code: 10508 2012

Trang/ Page: 4/ 6

VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

=

— =

TESTING REPORT
STT/ CHITIEU PHUONG PHAP KET QUA/ PON VI QCVN
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 0112018/ BYT
o PARAMETERS TESTING METHOD ' UNIT
. Khdng phat hién
50 |24-D Ref. EPA 2007.01 (LOD=2,0) pg/L 30
. Khéng phat hig¢n .
51 2,4 DB Ref. AOAC 2007.01 (LOD=2,0) pg/l 90
) ] Khéng phat hién
52 | Alachlor Ref. EPA 8141B : 2007 (LOD=2,0) pg/L 20
B - v Khong phét hign
53 Aldicarb Ref. EPA 2007.01 (LOD=1,0) pg/L 10
Alrazioe Vi - Khong phat hién
54 cac dan xuat chloro-s- Ref. EPA 2007.01 (LOD=0,1) i ng/L 100
triazine ’
< il " Khéng phat hién
55 Carbofuran Ref. EPA 2007.01 (LOD=1,0) ng/L. 5
il 3 Khong phat hién
56 | Chlorpyrifos EPA 508 (LOD=0,1) pg/L 30
. ) Khoéng phéat higén
57 | Clodane Ref, EPA 8141B : 2007 (LOD=0,05) pg/L 0,2
58 | Clorotolur Ref. EPA 2007.01 ehang plied mgn L 30
orotoluron ef. E : (LOD=1,0) ng
. Khéng phét hién
59 | Cyanazine Ref. EPA 2007.01 (LOD=0,1 ng/lL 0,6
¢ g d £ ’ ) Khéng phat hi¢n
60 | DDT va céc dan xuat Ref. EPA 8141B : 2007 (LOD=0,05) pg/L 1
; ! Khong phat hi¢n
61 Dichloprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 100
> ! : Khong phat hién
62 | Fenoprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 9
63 | Hydroxyatrazine Ref. AOAC 2007.01 KiSrg phdt ign /L. 200
ydroxys n : , (LOD=2,0) L
ki : Khong phat hién
64 [soproturon Ref. EPA 2007.01 (LOD=0,5) pneg/l 9
. Khéng phat hién
) Iy v
65 | MCPA Ref. EPA 2007.01 (LOD=0,2) pg/L 2
) . Khong phat hign
66 | Mecoprop Ref. AOAC 2007.01 (LOD=2,0) ng/L 10
) ) 5 . Khong phat hién
67 | Methoxychlor Ref. EPA 8141B : 2007 (LOD=0, 1) ng/L 20
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Viét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhan miu : 39A, Puémg s6 4, phudmg Binh Tri Béng B, quin Binh Tén, TP. HCM
Laboratory & Office  : 39A, 4% street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Tel : (028) 39158936, (028) 3827 7986
Email : ktelviettin@gmail.com

Fax :(028)3824 7013

Web : kiemnghiemviettin.com

S6/ No: 10028 2012/KQ
M s6/ Code: 3328 2012

M sd mAuw/ Sample code: 10508 2012

Trang/ Page: 5/ 6 VAW
. ” Y VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
STT/ T s PHUONG FHAP kirQuas | DONVE 1 ocvn
No. THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01-1201/BYT
PARAMETERS TESTING METHOD UNIT
. 3, i . Khéng phat hién :
68 | Molinate Ref. EPA 8141B : 2007 (LOD=1,0) pg/L 6
69 | Pendimetalin Ref. EPA 81418 :2007 | [<hons phét hign g/l 20
{ metali il ! : (LOD=1,0) ne/L
_ i . ) Khong phat hign "
70 Permethrin Ref. EPA 8141B : 2007 (LOD=0,2) png/L 20
‘ . " Khong phat hién
71 Propanil Ref. AOAC 2007.01 (LOD=1,0) pg/L 20
S < Khéng phat hién
72 Simazine Ref. AOAC 2007.01 (LOD=1,0) pg/L 2
T 5 Khéng phat hién
73 | Trifluralin Ref, EPA 8141B, 2007 (LOD=0,05) ng/L 20
i TCVN 9243 : 2012 Khong phat hi¢n
44 | Bromt (ISO 15061 : 2001) (LOD=5,0) ne/L 10
i . Khéng phat hién
75 Formaldehyde Ref. AOAC 931.08 (LOD=0,5) ng/L 900
_ " . Khéng phat hign
76 | Monocloramine SMEWW 4500 Cl, B : 2017 (LOD=3) pg/L 3,0
o SMEWW 6200 hoiic Khéng phat hién
77 2,4,6 Triclorophenol US EPA 8270-D (LOD=2,0) ng/L 200
3 . i SMEWW 6200 hoéic Khong phat hién
78 Bromoform US EPA 524.2 (LOD=2,0) ng/L 100
. ] Khéng phat hién
79 Dibromocloromethane EPA 8260C, 2006 (LOD=2,0) ng/L 100
) . SMEWW 6200 hodc Khéng phat hién
80 Bromodicloromethane US EPA 524.2 (LOD=2,0) pg/L 60
. . Khdng phét hi¢n .
81 Cloroform EPA 8260C , 2006 (LOD=2,0) pg/L 300
o " SMEWW 6251 hoac Khéong phat hi¢n
82 | Dicloroacetic acid US EPA 552.2 (LOD=5,0) ng/L 50
. _ SMEWW 6251 hoic Khéng phat hién
83 | Tricloroacetic acid US EPA 552.2 (LOD=5,0) ne/L 200
) o a SMEWW 6251 hoiic Khéng phat hién :
84 Monocloroacetic acid US EPA 552.2 (LOD=5,0) pg/L 20
s ;. s SMEWW 6251 hodc Khdong phat hign
85 Dicloroacetonitrile US EPA 551 1 (LOD=2,0) ng/L 20
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

" r'd
VI ét TI n PTN & VP Nhin miu : 39A, Budng sb 4, phudng Binh Trj Péng B, qudn Binh Tan, TP, HCM
n Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
KIEM TRA CHAT LUONG Tel : (028) 39158936, (028) 3827 7986 Fax :(028)3824 7013
) ; Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S8/ No: 10028 2012/KQ :“S‘E’B’a
Ma s6/ Code: 3328 2012 iBE\?/MEﬂ
Ma s6 mAu/ Sample code: 10508 2012 T
Trang/ Page: 6/ 6 "4,4@\\.\‘“ VAN
. Y " ) VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
STT/ 1 CHITIEU PHUQNG ?I‘-IAP KET QUA/ })Q’N VI QCVN
No THU NGHIEM/ PHAN TICH/ RESULT TINH/ 01-12018BYT
) PARAMETERS TESTING METHOD ' UNIT )
- ) i SMEWW 6251 hodc Khong phat hién
86 Dibromoacetonitrile US EPA 551.1 (LOD=2,0) ng/L 70
T - SMEWW 6251 hoic Khong phat hién
87 | Tricloroaxetonitril US EPA 5511 (LOD=0,3) ng/L 1"\
X o . >
gg | (onehoat do phong xa a TCCS-NN-11:2017 <0,02 Bq/L 0,1 ’x
g | Long hoat g phéng xa TCCS-NN-12:2014 0,12 4 0,02 Bq/L 1,0 ])/
T
Tryc khudn ma xanh TCVN 8881 :2011 Khéng phat hién X &
| vps derapiosa) (ISO 16266 : 2006) (LOD=1) CHLY L. <
Tu cau vang S ) Khong phat hién -
#l (Staphylococcus aureus) SREN W18 § 20T (LOD=1) C[U/lm“_lL =1

Ghi chii/ Notes:
Két qua chi ¢ gid tri trén mau thit/ The results are valid only for testing sample.
Tén méu theo khéch hang yéu cAu/ Name of samples as the client's requirement.
Thai gian hra mau: 5 ngay ké tir ngay tra két qui/ Time-limit of storage: 3 days from reporting date.
1.OD: Gidi han phét hién / LOD: Limit of Detection..
(*): Chi tiéu duge VILAS cong nhiin ISO/IEC 17025:2017/ Items were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu guri nha théu phy/ (s/c): Items are tested by subcontractor.
(1): Chi tidu duge chi dinh ciia Ba Y T&/ ltems were designated by Ministry of Health,
(N): Chi tiéu duge chi dinh ctiia Cyc Quan Ly Chét Lugng Nong Lam San va Thay San/
Items were designated by National Agro — Forestry - Fisheries Quality dssurance Depariment
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhian miu : 39A, Pudng sb 4, phuong Binh Tri Déng B, quin Binh Tén, TP, HCM
Laboratory & Office  : 39A, 4% streel, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013

Email s ktelviettin@gmail.com Web : kiemnghiemviettin.com

Viét Tin

KIEM TRA CHAT LUQNG

S6/ No: 10029 2012/KQ

M3 s6/ Code: 3328 2012

M3 s6 méiu/ Sample code: 10509 2012
Trang/ Page: 1/6

VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM
TESTING REPORT

Tén khich hang/ Client TRUNG TAM NUOGC SACH VA VE SINH MOI TRUONG

NONG THON TINH BA RIA - VUNG TAU
S6 39 dudng Hoang Di¢u, xa Tan Hung, TP. Ba Rja, tinh Ba Ria — Viing Tau

24/12/2020

Dia chi/ Address

Ngay nhin mauw/ Date of receiving 15/12/2020 Ngay tra két qui/ Date of issue

Loai mau/ Kind of sample Nude may S6 hwomg miu/ Quantity of sample 01 miu

Tén mAu/ Name of sample NS 04: NUGC MAY NHA MAY CAP NUGC CHAU PHA (B)

Tinh trang mau/ State of sample

Pung trong can nhya

ST | pgiomgw | eeanriew | <ETOUA | SERGT oo
PARAMETERS TESTING METHOD UNIT
: 3\?;!0;“\!!1 NH," tinh theo N) TEVI 588! 1953 Kh(ﬁll,l(%[[;lzlgt,;)ién gl 0,3
 [aeks | a0 K| et |
> oo
4 Bor (B) " SMEW\&;S?};O B)B: K(lE")(:;ngl(l)i;Shéc)“:n —0 03
Cfemicon | hevomons K | e | oms
o Jamene
/ Chi s6 Permanganat ® TCVN 6186 : 1996 Kl(linogDriﬁtzl;i)én mg0,/L 2
8 | Clorva(cry® SMEW“;glsgo o B Kh&gg‘;gﬂ‘;e” mg/L. 250
o |comeon et e
o | sE 0L | Ko | g |
I | D6 cimg SMEWW 2340 C: 2017 42,0 mgCaCOyL, 300
12 | Florua (F) SMEWW;g?g(FV) B,D: 0,10 mg/L 1,5
SETmeE | e | . | 3

SUKHAC BIET TU CHAT LUQNG DICH V VA CHUYEN MON
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SwViét Tin

KIEM TRA CHAT LUQNG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin mau : 39A, Pudng sé 4, phuomg Binh Tri Péng B, quan Binh Tén, TP, HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel : (028) 39158936, (028) 3827 7986 Fax :(028) 3824 7013

Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com

S6/ No: 10029 2012/KQ
M3 so/ Code: 3328 2012

M3 s6 mAu/ Sample code: 10509 2012

Trang/ Page: 2/ 6

AN
Dol ™

VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

TESTING REPORT
. CHI TIEU PHUONG PHAP A DON VI QCVN
S;{T’ THU NGHIEM/ PHAN TiCH/ K}fgsg%’ TINH/ | 0L1201&BYT
' PARAMETERS TESTING METHOD ) UNIT
) *) SMEWW 3030 A,E : 2017 | Khéng phét hién
I Mangan (in) SMEWW 3111 B :2017 (LOD=0,03) gL 0,1
15| Natri (Nay© SYEARCD (heE 14,6 mg/L. 200
. Khong phat hién
16 Nhom (AI) SMEWsz)f;O’;’O (AI) B (LOgDp=0’02) mg/L, 0,2
- o (%) SMEWW 3030 AE : 2017 | Khong phét hién
17, | Mickel{t) SMEWW 3111 B:2017 | (LOD=0,005) mg/L 0,07
18 | Nitrat (NOy tinhtheo N) | SMEWW ‘;50(:2 (B F B 0,25 gL, 2
19 | Nitrit (NO, tinh theo N) ) TCVN 6178 : 1996 K'(‘E‘(‘)gDpiE“Og‘)‘?" mg/L 0,05
z *) SMEWW 3030 A,E:2017 | Khong phat hi¢n
20 | Sardbe) SMEWW 3111 B : 2017 (LOD=0,03) mg/L 03
SMEWW 3030 A,E : 2017 | Khéng phat hién
21 | selea(5e) SMEWW 3113B:2017 | (LOD=0,002) g/l B
2y SMEWW 4500 (SO E: | Khéng phét hién
22 Sunphat (8O47) 2017 (LOD=2) mg/L 250
23 Hydro sunfur (H,S) ® EPA 376.2 : 2003 KI(‘E'(]JgDpignol;i)Q" mg/L. 0,05
Ak oo " SMEWW 3112 (Hg) B : Khéng phat hién
24 I'hiy ngan (Hg) 2017 (LOD=0,00015) mg/L 0,001
Téng chét rin hoa tan .
25 | (rpgy® SMEWW 2540.C : 2017 96 mg/L 1000
; (9 - . Khéng phat hién
26 | Xianua (CN) TCVN 6181 : 1996 (LOD=0,0034) mg/L. 0,05
- ; . Khéng phat hién
27 Cacbontetraclorua Ref. EPA 8260C : 2006 (LOD=0,2) ng/L 2
L ) Khdng phat hién
28 Diclorometan Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 20
N . : Khéng phét hién
29 1,2 Dicloroetan Ref, EPA 8260C : 2006 (LOD=2,0) g/l 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 K]‘("L"(%S‘:‘gt (')‘)“3“ ng/L 2000
31 | Vinyl clorua Ref. EPA 8260C : 2006 K"(‘)Lr‘gglz‘gt ]h)"-’” ng/L 0,3
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KET QUA THU NGHIEM

TESTING REPORT
S]g’ Tl{%Hligiﬁ%Ml PI;IIJJTI:%SQP KEESSE?’ DT?Q}X'I 01-1(:22%1‘:;;\{1“
' PARAMETERS TESTING METHOD UNIT
32 | 1,2 Dicloroeten Ref. EPA 8260C : 2006 K"(‘"’L‘ggigt’é')ié“ ng/L 50
33 | Tricloroeten Ref. EPA 8260C : 2006 th‘fgg':‘gt‘g‘)ié" ng/L 20
34 | Tetracloroeten Ref. EPA 8260C : 2006 K'ﬁ'gg’:‘gﬁgeu ug/l 40
35 | Toluene Ref. EPA 8260C : 2006 Kh‘?ﬁ%‘gjgﬁé“ ne/L 700
36 | Xylene Ref. EPA 8260C : 2006 Kh%‘%‘g‘ig‘ié" ng/L 500
37 | Etylbenzen Ref. EPA 8260C : 2006 Kh‘ﬂzi%‘;')‘fgﬁé" ne/L. 300
38 | Styrene Ref. EPA 8260C : 2006 K"fz}i%'g‘ftzilié'l ug/L 20
39 g:lzzg{ va din xudt cua EPA 604 ¢ 1984 Kh((“flg [l;lz]?)t,gh)ién wgl, 1
40 | Benzene Ref. EPA 8260C : 2006 Kh‘}'ﬁ%‘gﬁ;gﬂé" ne/L. 10
41| 1,2 Diclorobenzen Ref. EPA 8260C : 2006 Kh‘i‘i%gj;’ié" ne/L 1000
42 | Monoclorobenzen Ref. EPA 8260C : 2006 Kh‘i‘{%‘g‘f;ﬁé“ ng/L 300
43 | Triclorobenzen Ref. EPA 8260C : 2006 K"‘A’(}l%‘gi;;‘ié“ ng/L 20
44 | Acrylamide Reg'ojdé %xf'ygg?flqrg(l)}ge m Kl(lg BgDp:h(itll_.;i)én pe/L 0,5
45 | Epiclohydrin Ref. EPA 8270D, 1998 thj’(g)Dp';f')t :l)ié" ng/L. 0,4
46 | Hexacloro butadien Ref. EPA 8270D, 1998 Kl‘(‘ﬂﬁ‘gg’:‘g" lh)ie" g/l 0,6
v .0[;.'2;:::0 t Ref. EPA 8260C : 2006 Kl‘f’ﬁggiﬁt;;ié’l ne/L. 1
i 48 | 1,2 - Dicloropropan Ref. EPA 8260C : 2006 Kl"ﬁ%‘gﬁ;‘ié" ng/L 40
49 | 1,3 - Dicloropropen Ref. EPA 8260C : 2006 thz‘i%‘g‘f;;ﬁé“ ng/L 20
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KET QUA THU NGHIEM

TESTING REPORT
CHI TIEU PHUONG PHAP - ; PON VI QCVN
S;T’ THU NGHIEM/ PHAN TICH/ K}gs?]g,?" TINH/ | 0112018BYT
o PARAMETERS TESTING METHOD UNIT
; Khéng phat hién
50 2,4-D Ref. EPA 2007.01 (LOD=2,0) ng/L 30
3 : Khong phat hién y
51 2,4 DB Ref., AOAC 2007.01 (LOD=2,0) ng/L 920
i . . Khong phat hign ,
52 Alachlor Ret. EPA 8141B : 2007 (LOD=2,0) pg/L 20
; Khéng phat hién
. > -
53 Aldicarb Ref. EPA 2007.01 (LOD=1,0) ng/L 10
Abazine vi Khong phat hién
54 | céc din xudt chloro-s- Ref, EPA 2007.01 (L(%]la):o D ng/L 100
triazine ’
" i . Khoéng phat hién
55 | Carbofuran Ref. EPA 2007.01 (LOD=1,0) pg/L 5
56 | Chlorpyrifos EPA 508 Kling ghathigo g/l 30
: APt (LOD=0,1) i
. ‘ez . Khong phat hién
57 Clodane Ref. EPA 8141B : 2007 (LOD=0,05) pg/LL 0,2
. ] ] : Khong phat hign :
58 | Clorotoluron Ref. EPA 2007.01 (LOD=1,0) ng/L 30
» 3 Khong phat hién
59 Cyanazine Ref. EPA 2007.01 (LOD=0,1) ng/L 0,6
T . . . Khong phat hién ;
60 DDT va cac dan xuat Ref. EPA 8141B : 2007 (LOD=0,05) pg/L 1
; i . Khéng phat hién
61 Dichloprop Ref. AOAC 2007.01 (LOD=2,0) ng/L 100
62 | Fenopro Ref, AOAC 2007.01 Rhibig piit higy /L 9
prop : : (LOD=2,0) ¢
I - Khong phat hién
63 Hydroxyatrazine Ref. AOAC 2007.01 (LOD=2,0) pg/L 200
;G e Khéng phat hién
64 [soproturon Ref. EPA 2007.01 (LOD=0,5) ng/L 9
65 | MCPA Ref, EPA 2007.01 Khugphil high ng/L 2
' ’ (LOD=0,2)
N . Khong phat hign
66 Mecoprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 10
] ) - . Khéng phat hién
67 Methoxychlon Ref. EPA 8141B : 2007 (LOD=0,1) ng/l. 20
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TESTING REPORT
S o ELEILEJMI P?ﬁgg:%iljgﬂﬁp Ii;aEg Sg‘ﬁf’ BT?T;;;! 01-32%1‘5;;&'1‘
: PARAMETERS TESTING METHOD UNIT

68 | Molinate Ref. EPA 81418 : 2007 K“(‘A’L”gg‘:‘é]‘,g)ié“ ng/L 6

69 | Pendimetalin Ref, EPA 8141B : 2007 K"g%gﬁté‘;é“ ng/L 20
70 | Permethrin Ref. EPA 81418 : 2007 | <hongphdthien - ) 20

(LOD=0,2)
71 | Propanil Ref. AOAC 2007.01 K"(‘A’i‘(g)g‘f]“’é‘)ié“ ng/l. 20
72 | Simazine Ref, AOAC 2007.01 Khang phi It ng/L 2
(LOD=1,0)

73 | Trifluralin Ref, EPA 8141B, 2007 K'(‘Eg;[)":’ﬁ‘()l;i)é“ ng/L 20
74 | Bromat Zg(\f\ll 59026413: :220%112) Kh((A)LII](%DpE?’ (l)])l én ng/L 10
75 | Formaldehyde Ref. AOAC 931.08 K"(‘A’L“gg':‘%‘, ;‘)ié“ ng/L 900
76 | Monocloramine SMEW“;; ]5.? YELB: Khﬁ(lzlgol]):l;i;;ﬁén ng/L 3,0
77 2.4,6 Triclorophenol Sﬁggiﬁgg%l_gﬁc th%gi;gl,él)ién pg/L 200
78 | Bromoform SMSQN E“Ii 52502(21]1203(: Kh((“)ﬁlggl:lgt’(l)l)ién ng/L 100
79 | Dibromocloromethane EPA 8260C , 2006 K"(‘A’L'ggﬂgt’gé” ng/L 100
80 Bromodicloromethane SMS;N gg :25(?2(31112051(: Kh&%glj;t,(l)l)ién pg/L 60
81 | Cloroform EPA 8260C , 2006 K"f’&%gig‘,él)ié“ ng/L 300
82 | Dicloroacetic acid SMgg\g :2555'21120% Kh(f’liloggf;t,(')‘)ie“ ng/L 50
83 | Tricloroacetic acid SMSQV E“Ei :2555;}120230 Kh((”)ﬁlg,glj;t’(l)l)ién pg/L 200
84 Monocloroacetic acid SMSQJ gg :2555]2];0% Kl1(6[i1(f);]1)11=12';1’(l)1)i€:|1 ng/L 20
85 Dicloroacetonitrile SMS'SVE\?: :2:—)55'1 -hloéc Kh((‘)ﬁggi;étél)ién pg/L 20
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KET QUA THU NGHIEM
TESTING REPORT

; CHI TIEU PHUONG PHAP ’ ; DON VI QCVN
SNT(T’ THU NGHIEM/ PHAN TiCH/ KRE;S?;?’ TINH/ | OL1:2018BYT
) PARAMETERS TESTING METHOD UNIT
- - SMEWW 6251 hoic Khong phét hién
86 | Dibromoacetonitrile US EPA 551.1 (LOD=2,0) ng/L 70
T I SMEWW 6251 hodc Khéng phat hign
87 I'ricloroaxetonitril US EPA 551.1 (LOD=0,3) ng/L 1
X " . : >
gg | Longhoat dg phong xa o TCCS-NN-11:2017 <0,02 Bq/L 0-\4~\
= n T
go | Long hogt d9 phéng xa p TCCS-NN-12:2014 0,03 + 0,01 Bq/L 1;9 ;f))
ol
True khudn mi xanh TCVN 8881 :2011 Khong phat hién > &
90 | ps. deruginosa)® (ISO 16266 : 2006) awop=y | TVl i
Tu céu vang _ Khong phat hién
o1 (Staphylococcus aureus) SMENBEISE =201 (LOD=1) CRUID =1

Ghi chi/ Notes:
Két qua chi ¢6 gid trj trén mau thit/ The results are valid only for testing sample.
Tén miu theo khach hang yéu cAu/ Name of samples as the client’s requirement.
Thasi gian hru miu: 5 ngay ké (ir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gi6i han phat hign / LOD: Limit of Detection..
(*): Chi tiéu duge VILAS cdng nhgn ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu guri nhi thau phu/ (s7c): ltems are tested by subcontractor.
(1): Chi tiéu duge chi dinh cua B Y Té/ ltems were designated by Ministry of Health.
(N): Chi tiéu duge chi dinh cia Cye Quan Ly Chét Lugng Nong Lam San va Thuy San/
Items were designated by National Agro— Forestry - Fisheries Quality Assurance Department

PHU TRACH CHAT LUQNG GIAM POC
QUALITY MANAGER
S CONG TY
L TNHM
\’\G : - . P -
] PIHAN TICH KEM NGHIE

IN

ThS. Huynh Ngoc Trudng
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Viét Tin

KIEM TRA CHAT LUONG

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu : 39A, Budng s 4, phuémg Binh Trj Béng B, quan Binh Tan, TP, HCM
Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel 1 (028) 39158936, (028) 3827 7986 Fax :(028)3824 7013

Email : ktelviettin@gmail.com Web : kiemmghiemviettin.com

S/ No: 10030 2012/KQ

Ma s6/ Code: 3328 2012

Ma sb mau/ Sample code: 10510 2012
Trang/ Page: 1/ 6

Tén khach hang/ Client

Dia chi/ Address

Ngay nhin miu/ Date of receiving

Logi maw/ Kind of sample

Tén miu/ Name of sample

Tinh trang maw/ State of sample

KET QUA THU NGHIEM

TESTING REPORT

TRUNG TAM NUGC SACH VA VE SINH MOT TRUONG
NONG THON TINH BA RIA - VOUNG TAU
S6 39 duong Hoang Diéu, xd Tan Hung, TP. Ba Ria, tinh Ba Rja — Viing Tau

15/12/2020

Nude may

NS 05: NUOGC MAY NHA MAY CAP NUOC CU BI (B)

Pung trong can nhyra

Ngay tri két qué/ Date of issue

S6 lwong mau/ Quantity of sample

24/12/2020

01 mau

I CHI TIEU PHUGNG PHAP KET QUA/ DON VI QCYN
No THU NGHIEM/ PHAN TiCH/ P TN | o it
' PARAMETERS TESTING METHOD UNIT ‘
Amoni ) Khéng phat hién
b | (NH3 va NI tinh theo N) TEVRamE : 1B (LOD=0,3) mg/L 0.3
; SMEWW 3030 A,E : 2017 | Khong phat hién
2 | Bntimon(Sh) SMEWW 3113B:2017 | (LOD=0,002) mg/L 0,02
. SMEWW 3030 A,E : 2017 | Khong phét hi¢n
5 | Batl (B SMEWW 3111 B :2017 (LOD=0,1) mg/l. U7
Ry ) . Khéng phat hién
4 | Bor(B) SMEWW 4500 (B) B 2017 | =/ 5574 ose) mg/L. 0,3
g s * SMEWW 3030 A,E :2017 | Khong phat hién
5| Cadtmi(Cd) SMEWW3113B:2017 | (LOD=0,0002) | ™ 0,005
: * SMEWW 3030 A,E : 2017 | Khong phat hign
G I Chigkl) SMEWW 3113B:2017 | (LOD=0,002) mg/L 0,0
; ' Khong phat hién
s R *) o . g phat higr
7 Chi sb Permanganat I'CVN 6186 : 1996 (LOD=0,25) mgO,/L. 2
8 | Clorua(cr)® SMEWW 4500 CI" B : 2017 18,6 mg/L 250
: NG) SMEWW 3030 A,E : 2017 | Khong phat hign
2 | Lol SMEWW 3113B:2017 | (LOD=0,002) mg/L. 405
. *) SMEWW 3030 A,E: 2017 | Khdng phat hién
18 | Bangil SMEWW 3111 B : 2017 (LOD=0,03) gl 1
Il | Docimg® SMEWW 2340 C: 2017 28,3 mg CaCO,L 300
12 | Florua (F) ™ SMEWW 00 () B 0,11 mg/L 1,5
2017
5 . SMEWW 3030 A,E : 2017 Khéng phat hién
*) » g
13| ks k2n) SMEWW 3111 B : 2017 (LOD=0,03) gL 2
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PTN & VP Nhin méu

Viéet Ti
I e I n Laboratory & Office

KIEM TRA CHAT LUONG Tel
i Email

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TIN

VIET TIN TESTING CO., LTD

: 39A, buong s6 4, phudmg Binh Trj Béng B, quan Binh Téan, TP. HCM

: 39A, 4 street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
1 (028) 39158936, (028) 3827 7986 Fax
: ktelviettin@gmail.com

:(028) 3824 7013
Web : kiemnghiemviettin.com

Sd/ No: 10030 2012/KQ

Ma sd/ Code: 3328 2012

Ma sb mau/ Sample code: 10510 2012
Trang/ Page: 2/ 6

N
VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

TESTING REPORT
STV | unengws | ewanrion | KETQUAL | TG | govn
' PARAMETERS TESTING METHOD - UNIT

o [smmon® | Sy GO mA |y | o
15 | Natri (Na) " SMEWW;OSIQP (Na) B 12,6 mg/L 200
16 | Nhom (Al SMEWW 3500 (Al) B : 2017 Klgig%ﬂ}i;gi)é" mg/L 0,2
7w | Symesensaon [eemiine | | o
18 | Wit (NOy tlithea Y | SMEWW ‘;%Olg (N ) 0,058 mg/L 2
19 | Nitrit (NO," tinh theo N) TCVN 6178 : 1996 K'(‘]‘i‘g)g[)p:“oéfogi)é“ mg/L, 0,05
20 | sit (17e) SsNrIv?E\:Nwww32 ??lAéE: 2(2)(1) 1/7 Kl(lﬁl(l)gDp:hoé,tol:;i)en g/l 0,3
[ sonco sy | Gogiite |y | o
22 Sunphat (SOf') & SMEWW t;%()lg (8042-) = thztﬁlgo[[);ligﬂén mg/L 250
23 | Hydro sunfur (H,S) ) EPA 376.2 : 2003 K'Ei‘g%"iﬁ%‘;i)é“ mg/L 0,05
24 | Thay ngdn (Hg) SMEWW23011172 (Hp)B Iﬁgg{ '(J)h(% 511“;‘)‘ mig/L, 0,001
25 ;'fgg)‘f!‘)ét rén hod tan SMEWW 2540.C : 2017 81 meg/L. 1000
26 | Xianua (CN)® TCVN 6181 : 1996 ftg‘gf&lgtggf)“ mg/L 0,05
27 | Cacbontetraclorua Ref. EPA 8260C : 2006 Klziggz?}tzlgién ng/L 2
28 | Diclorometan Ref. EPA 8260C : 2006 K“(‘A’L‘EDPE?;‘,(;‘;‘?“ ng/L 20
29 | 1,2 Dicloroetan Ref. EPA 8260C : 2006 Kh(ﬁﬁ‘g[‘)’igté‘;é" pg/L 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 thi‘g[)p':“;"é‘)ié” ng/L 2000
31 | Vinyl clorua Ref, EPA 8260C : 2006 Kl‘f’ﬁ‘gﬂ;’;g‘) :‘)ié’“ ng/L 0,3
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Viét Tin

KIEM TRA CHAT LUQNG

Laboratory & Office

Email

» ktelviettin@gmail.com

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

PTN & VP Nhén miu : 39A, Pudng s 4, phuong Binh Trj Péng B, quin Binh Tan, TP. HCM

: 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
1 (028) 39158936, (028) 3827 7986

Fax :(028)3824 7013

Web : kiemnghiemviettin.com

S6/ No: 10030 2012/KQ
M sd/ Code: 3328 2012

Mi sb miu/ Sample code: 10510 2012

Trang/ Page: 3/ 6

KET QUA THU NGHIEM

VILAS 1074 VIMCERTS 211

TESTING REPORT
T L B T A
' PARAMETERS TESTING METHOD UNIT

32 | 1,2 Dicloroeten Ref. EPA 8260C : 2006 K"(‘Aﬁ‘(’ig':‘g"é‘)ié” ng/L 50
33 | Tricloroeten Ref. EPA 8260C : 2006 Kh{ﬂggﬂgté‘)ié“ ng/L 20
34 | Tetracloroeten Ref. EPA 8260C : 2006 Kl‘fﬁ‘g[‘)’l:‘gi(')‘)ié" ng/L 40
35 | Toluene Ref. EPA 8260C : 2006 Kh‘?ﬁ%‘g‘i‘;‘ié" ng/L 700
36 | Xylene Ref. EPA 8260C : 2006 K"?‘i%}ghj;;‘ié“ ng/L 500
37 | Etylbenzen Ref. EPA 8260C : 2006 thz‘i%)'i)hi‘;‘ié“ ng/L 300
38 | Styrene Ref, EPA 8260C : 2006 th;i%‘g‘f;‘ié“ ng/L 20
39 E:::Eg{ va din xudt cia EPA 604 - 1984 Kh((")lig [[;I:l?')t,;)ién . 1
40 | Benzene Ref. EPA 8260C : 2006 K"‘?[‘J%%‘fz;"é“ ng/L 10
41 | 1,2 Diclorobenzen Ref. EPA 8260C : 2006 Kl‘f’(}ig()'g‘j;;‘ié'l ng/L 1000
42 | Monoclorobenzen Ref. EPA 8260C : 2006 Kh‘?‘igo']’jhf;;‘ié“ ng/L 300
43 | Triclorobenzen Ref. EPA 8260C : 2006 Kh(’&%‘g‘j‘z;‘ié" png/L 20
| e
45 | Epiclohydrin Ref. EPA 8270D, 1998 Kh?ﬁg’gigt lh)ién ng/L 0,4
46 | Hexacloro butadien Ref. EPA 8270D, 1998 K"(‘A’L“glglz‘%t’ {‘)ie“ ng/l 0,6
47 ('3120 loll)):g;:’;:o -3 Ref. EPA 8260C : 2006 K"?ﬁgg’:‘gtzl‘)ie‘l pg/L 1
48 | 1,2 - Dicloropropan Ref. EPA 8260C : 2006 K]“A’(‘ﬁ%‘g‘fg‘ié" ng/L 40
49 | 1,3 Dicloropropen Ref. EPA 8260C : 2006 Kh‘“’('ligolg‘j;;‘ié“ pg/L 20
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
VIET TIN TESTING CO., LTD

KIEM TRA CHAT LUQONG

Laboratory & Office

Email

s ktelviettin@gmail.com

PTN & VP Nhin miu : 39A, Pudng so 4, phudng Binh Trj Déng B, quin Binh Tén, TP. HCM
: 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
:(028) 39158936, (028) 3827 7986

Fax :(028)3824 7013

Web : kiemnghiemviettin.com

SH/ No: 10030 2012/KQ
Mai sb/ Code: 3328 2012

M s6 mAn/ Sample code: 10510 2012

Trang/ Page: 4/ 6

KET QUA THU NGHIEM

TESTING REPORT
2 i B 7 > A £ -
STT/ CHI TlEU PHUONG PHAP KET QUA/ DON VI QCVYN
No THU NGHIIEM/ PHAN TICH/ RESULT TINH/ 01-1:2018BYT
' PARAMETERS TESTING METHOD UNIT )
; Khéng phat hién
50 |24-D Ref. EPA 2007.01 (LOD=2,0) ng/l, 30
. Khéng phat hién
51 2,4 DB Ref. AOAC 2007.01 (LOD=2,0) ng/L 90
] - ) Khong phat hién
52 Alachlon Ref. EPA 8141B : 2007 (LOD=2,0) pg/L 20
_ ’ Khong phat hién
53 | Aldicarb Ref. EPA 2007.01 (LOD=1,0) pg/l 10
AfTaRIE Ve Khong phét hién
54 | cée dAn xudt chloro-s- Ref. EPA 2007.01 (L(%Il)=0 D ng/L 100
triazine i
: ] . Khong phét hién
55 | Carbofuran Ref. EPA 2007.01 (LOD=1,0) ug/L 5
56 | Chlorpyrifi EPA 508 Khbng pht hign 1g/L 30
lorpyrifos 3 (LOD=0,1) ng
i Khong phat hién
57 | Clodane Ref. EPA 8141B : 2007 (LOD=0,05) pg/L 0,2
- ] ) 1 Khong phat hién
58 | Clorotoluron Ref. EPA 2007.01 (LOD=1,0) ng/L 30
59 | Cyanazi Ref. EPA 2007.01 Khong phat hign /L 0,6
5 yanazine ef. J (LOD=0,1) L ;
N S . Khong phét hi¢gn
60 | DDT va céc dan xuat Ref. EPA 8141B : 2007 (LOD=0,05) g/l 1
" ) Khéng phat hién
61 Dichloprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 100
62 | Fenopr Ref. AOAC 2007.01 Klibng pht high 1g/L 9
enoprop : y (LOD=2,0) }
— Khdng phét hién
63 Hydroxyatrazine Ref. AOAC 2007.01 (LOD=2,0) ng/L 200
. < Khong phat hign
64 Isoproturon Ref. EPA 2007.01 (LOD=0.5) ng/L 9
Khong phat hién
65 | MCPA Ref. EPA 2007.01 (LOD=0,2) pg/L 2
i . Khéng phét hi¢n
66 Mecoprop Ref. AOAC 2007.01 (LOD=2,0) pg/L 10
. . - . Khong phat hién
67 Methoxychlor Ref. EPA 8141B : 2007 (LOD=0,1) ng/L 20
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Viét Tin

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO., LTD

PTN & VP Nhin miu : 39A, Dudng s6 4, phuomg Binh Tri Péng B, quin Binh Téan, TP. HCM

Laboratory & Office  : 39A, 4t street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

K“M TRA CI |A[ LUONG Tel 8 (028) 39158936, (028) 3827 7986 Fax (028) 3824 7013
' Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S6/ No: 10030 2012/KQ S,
Mii s6/ Code: 3328 2012 iﬁfs‘?ﬁ/{{ﬂ
M sb mau/ Sample code: 10510 2012 T3
W
NS

Trang/ Page: 5/ 6

KET QUA THU NGHIEM

TESTING REPORT
st et e R R
! PARAMETERS TESTING METHOD UNIT '

68 | Molinate Ref. EPA 81418 : 2007 Kh{’ﬂggﬁté‘)ié“ ng/L 6

69 | Pendimetalin Ref. EPA 8141B : 2007 K"(‘A’L”g]‘)’if:"é‘)ié“ ng/L 20
70 | Permethrin Ref, EPA 8141B : 2007 K"f’&%gigﬁg‘?‘“ g/l 20
71 | Propanil Ref, AOAC 2007.01 Kl‘f’ﬁ‘gg':‘?‘,é‘;é“ ng/L 20
72 | Simazine Ref, AOAC 2007.01 Kl‘f’&%gi‘fté‘;é“ ng/L 2

73 | Trifluralin Ref. EPA 8141B, 2007 K'(‘ﬁgg[)p:]‘géfol;i)e" ug/L. 20
[ e L I
75 FFormaldehyde Ref. AOAC 931.08 Kh(ﬁl?ggl:]gt’sh)ién ng/L 900
76 | Monocloramine SMEWW 4500 Cl, B : 2017 K"‘}'ﬁ%‘g‘fg;‘ie“ ue/L 3,0
77 | 2,4,6 Triclorophenol S“ggg&%’%‘_‘gﬁc Kl‘fﬁ%gi@tg‘;é“ ng/L 200
78 Bromoform SME;” Evli :2502?‘ .hzozftc Kh(fiﬁg[[)al;gt,&ién pg/L 100
79 Dibromocloromethane EPA 8260C , 20006 Kh((”)ﬁggl:lgl’(l)l)ién pg/L 100
80 Bromodicloromethane SMSQV Fj:i : 2502(1‘;0% Kh&}%gz;ﬁ; én ng/L 60
81 | Cloroform EPA 8260C , 2006 K‘lfggg;‘;gﬁ(‘;;‘f’" ne/L 300
82 Dicloroacetic acid SMSQ?VI E“[i fZSSSIQI;)ﬁc Kll(f)ﬂ](g)[[))l:lit,g)ién ng/L 50
83 Tricloroacetic acid SMSSW E“Ii :255;2!1203(; Kh&}%giiﬁé])ién pg/l 200
84 Monocloroacetic acid SMS:QV EWP :2;5]21]20?10 thjggg?égén ng/L 20
85 Dicloroacetonitrile SMSQI Sg :25551] .hloac Kh(éﬁgggt(l;)ién ng/L 20

- .
il i

A
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CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN
— ” VIET TIN TESTING CO., LTD
VI et TI n PTN & VP Nhin miu : 39A, Pudmg s6 4, phuong Binh Trj Péng B, quan Binh Tan, TP. HCM
" Laboratory & Office  : 39A, 4" street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city

Email : ktelviettin@gmail.com Web : kiemnghiemviettin.com
S8/ No: 10030 2012/KQ \\@’,
M s8/ Code: 3328 2012 JacRA
M3 s6 mau/ Sample code: 10510 2012 =
Trang/ Page: 6/ 6 /,ﬁ\ * e
x 4 5 . VILAS 1074 VIMCERTS 211
KET QUA THU NGHIEM
TESTING REPORT
STT/ - CHI TIEU PHUQN G PHAP KET QUA/ DON VI QCVN
No I'HU NGHIEM/ PHAN TICH/ RESULT TINH/ 0112018 BYT
) PARAMETERS TESTING METHOD UNIT
- o SMEWW 6251 hodc Khéng phat hién
86 Dibromoacetonitrile US EPA 551.1 (LOD=2,0) ng/L \70
L " SMEWW 6251 hoiic Khong phat hién 3
87 | Tricloroaxetonitril US EPA 551.1 (LOD=0,3) pg/l 5
A ~ . >
gy | done hoatdophong e TCCS-NN-11:2017 <0,02 Bq/L
gy | Longhogtdgphdng xgp TCCS-NN-12:2014 0,05 = 0,02 Bq/L 1,0
Tryc khudn mi xanh TCVN 8881 :2011 Khong phat hién :
W ops domgiivose) © (ISO 16266 : 2006) (LOD=1) IO =1
Tu cdu vang . Khong phét hién .
# (Staphylococcus awreus) SMEW WL 0T (LOD=1) R0 <1

Ghi chi/ Notes:

Két qua chi c6 gia trj trén mau th/ The results are valid only for testing sample.
Tén miu theo khach hing yéu ciu/ Name of samples as the client's requirement.

Thoi gian lva maw: 5 ngay ké tir ngay tra két quit/ Time-limit of storage: 5 days from reporting date.

1.OD: Gidi han phét hién / LOD: Limit of Detection..

(*): Chi tigu duge VILAS cong nhin ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/AEC 17025:2017).
(s/c): Chi tiéu guri nha thau phu/ (s/c): ltems are tested by subcontractor.

(1): Chi tiéu dugce chi dinh cia By Y T& ltems were designated by Ministry of Health,

(N): Chi tiéu duge chi dinh ctia Cyc Quan Ly Chil Lugng Nong Lim San va Thay San/

ltems were designated by National Agro — Forestry - Fisheries Quality Assurance Department

PHU TRACH CHAT LUQONG
QUALITY MANAGER -~

{

%%

/

L

ThS. Huynh Ngoc Truéng
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TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

o TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
. QUALITY ASSURANCE & TESTING CENTER 3

Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (34—251) 383 6298 E‘,—mail:
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail:

\2
® ; ; 2 Websi i
n“ATEST 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38203012 Website: www.quatest3.com.vn

dh.cs(@quatest3.com.vn
dh.cs(@quatest3.com.vn

crsosssmuroq  PHIEU KET QUA THU NGHIEM

| A g E S ¥

Trang/ Page 01 / 09

26/11/2020

1. Ténmaiu :  MAUNUGC MAY P o
Name of sample 7/ NS02: NUOC MAY NHA MAY CAP NUGC HOA
Théi gian 1dy miu/ Sampling date: 16/11/2020

Description do khéch hang cung cép.
Testing sample was sampled by customer, sample name a
information were supplied by customer.
- Dang mau: long; :
Form: The liquid;
- S6 don vi/mau: 10 L;
Unit/sample: 10 L,
- Dung cu chira: binh nhua;
Container: plastic bottle;
3. S luong mau .01

Quantity

4. Ngay nhin miu : 16/11/2020
Date of receiving

5. Thoi gian thir nghiém @ 16/11/2020 — 26/11/2020
Testing duration

Customer THON
BA RIA - VONG TAU

7. Két qua thir nghiém : Xem trang tiép theo / See next page
Testing results '

HEAD OF ENVIRONMENTAL TESTING LAB

KV THUAT Yo
1E) CHURN DO LUONG) 2
&\ CHAT LUGNG 3/55

Nguyén Hoang Linh

2. Mo thmau : Mau thir nghiém do khéch hang 14y mu, tén miu va thong tin v& miu

6. Noi giri mau :  TRUNG TAM NUOC SACH VA VE SINH MOI TRUONG NONG

39 HOANG DIEU, XA TAN HUNG,THANH PHO BA RIA, TiNH

, ) ‘ TL. GIAM POC/ PP.DIRECTOR
PHU TRACH PTN MOI TRUONG TRUGONG PHONG THU NGHIEM

HIEP (B)

nd sample

1. Cic két qua thir nghiém ghi trong phiéu nay chi cé gia trj ddi véi mau do khach hang giri dén va khong phai la gidy chimg nhin san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mdt phin phiéu két qua thir nghiém ndy néu khong cé sy déng y biing viin ban ctia Trung tim Ky thuat 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khich hing dugc ghi theo yéu cau ciia noi giri mau. / Name of sample(s) and customer are written as customer s request.
4. B6 khong dam bio do mé réng wde lugng dwge tinh vai k = 2, mire tin ciy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. o
5. Moi thiic mic vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn v rg.tn@quatest3.com.vn dé bidt thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@quatest3.com.vn Jor further information about test report .

Lan sira déi: 0 BHI15 (04/2020)
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Q

QUATEST3®

Testing:

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUONG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn

KT3-05667BMT0/7

Iwong Két qua | Gigi han
STT Tén chi tiéu Ranyy | ESEphds | Specyled o o phist
No re VR tinh thir level nghiém hién
* Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result | detection
Tong chét rn hoa tan
(TDS) SMEWW
I | Tt dissolved solids g/l 2540C:2017 e Easd )
content
Do clng toan phan quy vé
72 | CacOs mg/L. 25’%%‘_’;’3}‘{7 300 19,7 :
Total hardness as CaCOs ]
Ham lugng nhém (Al) US EPA Method
s Aluminium content = 200.8 0.2 KRH S
&aHm l;r?:fhat‘ggg‘ﬁ;“ US EPA Method
7.4 4 . : mg/L 350.2 (So mau/ 0,3 KPH 0,1
mmonium nitrogen : ;
Colorimetric)
content
Ham luong antimon (Sb) US EPA Method
[ Antimony content mg/L 200.8 s SeRH 0,005
Ham luong bari (Ba) US EPA Method
b Barium content e/ 200.8 0.3 e i
Ham luong cadimi (Cd) US EPA Method
Ll Cadmium content gL 200.8 0,008 St (001
Ham luong clorua (CIY) SMEWW 250 (hoac
"% | Chioride content mgL | 411082017 300) 4 -
Ham lugng crom (Cr) US EPA Method
e Chromium content mg/L 200.8 U SPH N
Ham luong dong (Cu) US EPA Method
hed Copper content gL 200.8 ! SEH 0,02
Ham lugng cyanua (CN™) TCVN 6181 :
uill Cyanide content mgik 1996 g L G000
Ham luogng florua (F) SMEWW
hi2 Fluoride content mg/L 4110B:2017 & SHH 03
Ham luong sit (Fe) US EPA Method
Vel Iron content gl 200.8 0 EE
7.14 | Ham luong chi (Pb) mg/L | US EPA Method 0,01 KPH

1. Céc két qua thir nghiém ghi trong phiéu niy chi c6 gia trj ddi v&i miu do khéch hang giri dén va khong phai la gidy chimg nhan san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mét phan phiéu ket qua thir nghiém nay néu khéng 6 sir ddng v bing vin ban cua Trung tam K¥ thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khich hang dugc ghi theo yéu cau ciia noi giri mau. / Name of sample(s) and customer are written as customer’s request.
4. B¢ khong dam bio do mé rong wde lugng duge tinh véi k = 2, mirc tin ciy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. '
5. Moi théc mic vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.in@guatest3.com.vn for further information about test report .

Lin stra déi: 0

BHI15 (04/2020)
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Lan sira doi: 0

|
TONG CUC TIEU CHUAN DO LUONG CHAT LUONG |
Q TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
j QUALITY ASSURANCE & TESTING CENTER 3
n“ATEs.I- 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam o Tel: (84-28) 38294274  Fax: (84-28) 3829 3012 Website: \\'ww.gualcs.IS.com.vf1
Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: 8  E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 37423160 F . E-mail: dh.cs@quatest3.com.vn
n ool 2? 9
PHIEU KET QUA THU N 3\, 261172020
lwong Két qua | Gigi han
STT Tén chi tiéu ity | Bhewngphng. | - Speniied e phit
N, i teristic tinh thir level nghiém hién
& e Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result detection
Lead content 200.8
Ham lugng mangan (Mn) US EPA Method
L13 Manganese content it 200.8 Ul REE 2
Ham luong thuy ngan (Hg) US EPA Method
116 Meveury consent mg/L 200.8 0,001 KPH 0,0005
Ham luong niken (Ni) US EPA Method =
"7 | Nickel content mel 200.8 ettt il B
Ham luong nitrat (NOs™)
7.18 | (tinh theo N) oL SME 2 0,6 i
g : 4110B:2017
Nitrate nitrogen content
Ham luogng nitrit (NO27)
7.19 | (tinh theo N) ol Sl 0,05 KPH 0,01
g - i 4110B:2017
Nitrite nitrogen content
Ham lugng Selen (Se) US EPA Method
92l Selenium content gL 200.8 i nrh 9,005
Ham luong natri (Na) SMEWW
721 | Sodium content ot 3111B:2017 0 S -
Ham lugng sulfate (SO4>) SMEWW
el Sulfate content e/l 4110B:2017 23 8 i
Ham luong kém (Zn) US EPA Method
723 | Zinc content mg/L 200.8 . REd | 60
Chi sb permanganate TCVN
Yt Permanganate index gL 6186:1996 2 AEH Lo
Ham luong :
7.25 | dichloromethane gl | oeAMethad 20 KPH 5
: 5021A
Dichloromethane content
Ham luong 1,2-
726 | dichlosostan pg | U8 e 30 KPH 5
1,2-dichloroethane content
Ham lugng 1,1,1-
trichloroetan US EPA Method
12 1,1, 1-trichloroethane ne/L S021A =000 KEH 3
content
1. Ciic két qua thir nghié¢m ghi trong phiéu nay chi co gia trj d6i véi miu do khach hang giri dén va khong phai la gidy chimg nhin sin phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng dugc trich sao mét phin phiéu két qua thir nghiém nay néu khéng c6 sy dong ¥ bing vin ban cua Trung tim K§ thuit 3.
This Test Report shall not be reproduced, e eept in fui.' without rﬂ'i'c. written permission by Quatest 3.
3. Tén mau, tén khach hang dugc ghi theo yéu cau ctia noi giri miu. / Name of. mmph (5) and customer are written as customer s request.
4. B khong dam bao do m& rong wée lugng duge tinh véi k = 2, mire tin cdy 95 ©
Estimated expanded uncertainty of measurement with k = 2, at 93 % confidence If,\..!
5. Moi thiic méc vé két qua khach hang lién hé theo dia chi dh cs@quatest3.com.vn va rq.m(@quatestd.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.m@guatest3.com.vn for further information about test report .

BHI15 (04/2020)
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TONG CUC TIEU CHUAN PO LUONG CHAT LUONG
o TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3
u“ATEST 3 Head Office 0ﬂ1c:. 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 3829 4274 l~1\ (84- 7\, 38203012 Website: www.qus atest3.com.vn
Testing No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212 .. =251) 383 6298 E-mail: dh.cs(@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 3742 3160270608 J _‘_\_ 3012 E-mail: dh.cs(@quatest3.com.vn
~n” ~n" 2 9 /
PHIEU KET QUA THU M 26/11/2020
S 2-0a0 BMTA TP esT BEE L ) Trang/ Page 04/ 09
\%‘T LUl!?E E;é‘:?
% §/
lwrong Két qua | Giéihan
STT Tén chi tiéu oWy | Kb phip | - Speaified et Bt
N Ch - tinh thir level nghiém hién
= Shs S Unit Test method | QCVN 01- Test | Limit of
1:2018/BYT | result | detection
Ham lugng
carbontetraclorua US EPA Method
bk Carbontetrachloride bl 551.1 2 KPH e
conlent
Ham luong 1,2-
7.29 | dichloroeten e E;g lr‘ieth"d 50 KPH 5
1,2-dichloroethene content
Ham lugng trichloroeten US EPA Method
el Trichloroethene content e 5021A 20 S B
Ham lugng tetrachloroeten US EPA Method
7 Tetrachloroethene content fel 5021A 0 SEH 2
Ham lugng vinyl clorua US EPA Method
tad Vinyl chloride content et 5021A 0,3 b 3
Ham luong benzen US EPA Method
i Benzene content he/L 5021A 10 KPH 40
Ham luong toluen 3 US EPA Method
s Toluene content pe/B S021A 04 g >
Ham luong xylen US EPA Method
72 Xylene content ne/L 5021A 200 L 2
Ham luong ethylbenzen US EPA Method
730 Ethylbenzene content e/l 5021A 0 — 4
Ham luong styren US EPA Method
s Styrene content he/L 5021A 20 KEH >
Ham luong 2.4,6- QTTN/KT3 174
Trichlorophenol (US EPA
138 | 5.4 & Towehlraphenct &L Method 83218/ a5 Lo ab
content LCMSMS)
Ham lugng phenol va dan
7.39 | xufit phenol ug/L TV 1 KPH 0.3
6216:1996
Phenols content
Ham luong
7.40 | monoclorobenzen ng/L M ERANCHod 300 KPH 5
5021A
Monoclorobenzen content
L. Cdc két qua thir nghi¢m ghi trong phiéu nay chi c6 gid trj d6i véi miu do khach hang giri dén va khong phai la gidy chimg nhin sin phim.
Test results are valid for the namely mhml-’ﬂ.d sample(s) only, and this is not a e unfuurc of product.
2. Khéng duge trich sao mét phin phiéu két qua thir nghi¢m nay néu khéng c6 sy ddng ¥ bing vin ban cia Trung tim Ky thuét 3.
This Test Report shall not be reproduced, except in Jull, without the written permission by Quatest 3.
3. Tén miu, tén khach hang dwgc ghi theo yéu cau cua noi giri méw. / Name of. \:mr,')!t.(\) and cusiomer are written as customer s request.
4 Do khong dam bao do mé réng ude lrong duge tinh véi k = 2, miic tin cdy 95 %
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence n'uc!
5. Moi thiic mic vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.in( u,gualc‘\l .com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.in@quatest3.com.vn for further information about test report .

Lan stra di: 0 BHI15 (04/2020) MO03 — TTTNO9
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Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TONG CUC TIEU CHUAN 2]e] LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 3829 3012

Website: www.quatest3.com.vn

Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 3836212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84228 3012  E-mail: dh.cs@quatest3.com.vn
KT3-05667BMTO/7 PHIEU KET QUA THU N . 26/11/2020
ol = - CDADT gang/ Page 05/09
J J/
) Két qua | Giéi han
STT Tén chi tidu hanyl | Fieeneplap | Speciiied L PITALE
No Fhnrasraplitts tinh thir level nghiém hién
p Unit Test method QCVN 01- Test Limit of
1:2018/BYT result detection
Ham luong 1,2-
7.41 | diclorobenzen pg/L s E;)g; ﬁethOd 1000 KPH 5
1,2-diclorobenzen content
Ham luogng triclorobenzen US EPA Method
i Triclorobenzen content kel S5021A A S0l 2
Ham lugng acrylamide QTTN/KT3
fais Acrylamide content el 158:2017 ik KPH 0.1
Ham luong epiclohydrin US EPA Method
et Epiclohydrin content b 5021A i SRk v i
Ham lugng hexacloro
745 | butadien on, | S 0,6 KPH 0,1
Hexacloro butadien content '
Ham lugng 1,2-dibromo-3
cloropropan US EPA Method
748 | 1 2-dibromo -3- he/L 551.1 : SEH a
chloropropan content
Ham lugng 1,2-
7.47 | dicloropropan S| VR T R 40 KPH 5
: S021A
1,2—dicloropropan content
Ham lugng 1,3-
7.48 | dicloropropen ng/L URiERe MGtipd 20 KPH 5
: 5021A
1,3-dicloropropen content
Ham luong 2,4-D SMEWW
749 | 34-D content he/l 6640B:2017 . KPH 20
Ham lugng MCPA SMEWW
730 | MCPA content he/L 6640B:2017 “ KPE i
Ham lugng 2,4-DB SMEWW
731 | 2 4-DB content ROL | 6640822017 o e Y
Ham luong dichloprop SMEWW
152 | pichioprop:content he/L 6640B:2017 o ] e
Ham lugng fenoprop SMEWW
123 | Py ovzent R/l 6640B:2017 2 A 20
7.54 | Ham lugng mecoprop pg/L SMEWW 10 KPH 2,0

a confidence t'c vel.

1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia trj dbi véi mau do khach hang giri dén va khong phai la gidy chimg nhan san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mét phin phiéu két qua thir nghigm nay néu khéng co sy déng y bing vin ban cua Trung tim K§ thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khéach hang duge ghi theo yéu cau cia noi giri mau. / Name nf.\'rmrp.f('(A'J and customer are writfen as cusfomer s request.
4. Bg khong dam bao do mo rgng ude lrgng duge tinh véi k = 2, mie tin cdy 95 ¢
Estimated expanded uncertainty of measurement with k = 2, at 95 2
5. Moi thic mac vé két qua khich hang lién hé theo dia chi dh.cs@quatest3.com.vn vé rq.tn@gquatest3.com.vn dé biét thém thong tin,
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rq.tn{@quatest3.com.vn for further information about test report .

Lan stra di: 0

BHI5 (04/2020)

MO03 - TTTNO9
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Testing:

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam
No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam Tel: (84-251) 383 6212
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 3742 3160

Tel: (84-28) 3829 4274

TANG CUC TIEU CHUAN PO LUONG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Fax: (84-28) 3829 3012
Fax: (84 "\I) 383 6298

Website: www.quatest3.com.vn
cs(@quatest3.com.vn
E-mail: dh.cs@quatest3.com.vn

E-mail: dh.

KT3-05667BMT0/7

PHIEU KET QUA T_HU Ng |

_ Gidi han
STT Tén chi tiéu Hony, | PImEpiap | ap ecified thir phist
No Characteriii tinh thir level nghiém hi¢n
] Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result | detection
Mecoprop content 6640B:2017
Ham luong Molinate SMEWW
g Molinate content he/L 6630B:2017 o KPH i
Ham luong Alachlor SMEWW
1.3 Alachlor content L 6630B:2017 - s 0,05
Ham lugng aldicarb SMEWW
i Aldicarb content Bl 6610B:2017 W R 240
Ham lugng carbofuran SMEWW
198 | Cobokranenmen R/l 6610822017 2 KPH i
Ham lugng Chlopyrifos SMEWW
I3 b lonpriis corifent he/L | 6630822017 4 i Tl
Ham luong chlordane @) SMEWW
vl Chlordane content neg/L 6630B:2017 0.2 JEH U003
Ham luong methoxychlor SMEWW
16l | sethoxychlor conent Rl | 6630B:2017 e KPH 03
Ham lugng trifuralin SMEWW
162 | rstoralinflbmint b/l | 6630B:2017 i o .
< QTTN/KT3 174
7.63 Iéz?;:;‘;‘;frgfggfzﬁmn o (SMEWW 30 KPH 2.0
6610B:2017)
Ham lugng permethrin SMEWW
704 | permethrin content he/l 6630B:2017 i KPH >
Ham luong isoproturon QTN 174
7.65 Isoproturon content he/l Sy ¥ KPH 2,0
P 6610B:2017)
. : ; QTTN/KT3 174
7.66 ;I%};Zt’}i ﬁznf;;ﬁﬁ;alm ng/L (SMEWW 20 KPH 5,0
6610B:2017)
Ham luong propanil gt LRIEE B0
7.67 ol eaders ng/L (SMEWW 20 KPH 2,0
P 6610B:2017)
Ham lugng simazine QTTN/KT3 174
765 Simazine content ng/L (SMEWW 2 B 20

. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia tri déi véi miu do khéch hang giri dén va khéng phai 1a gidy chimg nhan san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.

2. Khéng duge trich sao mét phan phiéu két qua thir nghiém nay néu khong c6 sur déng ¥ bing vin ban cia Trung tim K§ thujt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Ou atest 3.
3. Tén mau, tén khich hang duge ghi theo yéu cau cia noi guri miu. / Name of sample(s) and customer are written as customer s request.

4 D¢ khong dam bao do mé rong wéce hrgng duoc tinh véi k 2, mirc tin ciy 95 %.
Estimated e \puni d uncertainty of measurement with k = 2, at 95 % confidence level.

5. Moi thiic méc vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@quatest3.com.vn dé biét thém théng tin.

Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and 1 rq.in@guatest3.com.vn for further information about test report .

Lén sira ddi: 0

BH15 (04/2020)

MO03 — TTTNO9



TONG CUC TIEU CHUAN DO LUONG CHAT LUONG
TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUALITY ASSURANCE & TESTING CENTER 3
n“AIESIa Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatestd.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212 83 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 3742 3160 Cy E-mail: dh.cs(@quatest3.com.vn
PHIEU KET QuA THU NGH | 267112020
KT3-05667BMT0/7 g Nang/ Page 07 / 09
lu’o*ng Két qua | Giéi han
STT Tén chi tiéu Dy | ERERERAD - | - agenyial thir PN
No e Ti—— tinh thw level nghiém hién
) Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result | detection
6610B:2017)
Ham lugng Cyanazine QLINEL 174
769 | o0 7 l:negm]{ - ng/L (US EPA 0,6 KPH 0,25
S Method 536)
Ham luong Atrazine-2- QTTN/KT3 174
7.70 | hydroxy ng/L (US EPA 200 KPH 1,0
Atrazine-2-hydroxy content Method 536)
: : S QTTN/KT3 174
71 | lamg e v wseen | w0 | ke |
Method 536)
+ Atrazine pg/L - KPH 1,0
+ Atrazine-desisopropyl ng/L - KPH 1,0
+ Atrazine-desethyl pg/L - KPH 1,0
+ Atrazine-desethyl-
desisopropyl he/L ) ks 10
Ham luong bromat (BrOs™) SMEWW 4110
efl Bromate content g D:2017 i L o
Ham lugng bromoform US EPA Method
fel3 Bromoform content ng/L S021A g s %
Ham luong
dibromochloromethane US EPA Method
At Dibromochloromethane he/L 5021A & L i
content
Ham lugng
bromodichloromethane US EPA Method
b2 Bromodichloromethane he/L S5021A 60 KPH 3,0
content
Ham luong chloroform US EPA Method
7.76 Chloroform content ne/l 5021A 260 il i
Ham lugng axit
monocloroaxetic US EPA Method
L Monochloroacetic acid ne/l 552.2 20 R %0
content
1. Céc két qua thir nghiém ghi trong phiéu nay chi ¢6 gid tri ddi véi miu do khach hang giri dén va khéng phai la gidy chimg nhén san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mgt phan phiéu két qua thir nghiém nay néu khéng cé sir dong ¥ bang vin ban cua Trung tim K§ thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khéach hang duge ghi theo yéu ciu cha noi giri mau. / Name of sample(s) and customer are written as customer s request.
4. Bo khong dam bao do mé rong uée lugng duge tinh voi k 2, mire tin cdy 95 %.
!:,\rmlfm I \pumfu!nm ertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thic mic vé két qua khach hang lién hé theo dja chi dh cs(@quatest3.com.vn va rq.tn@quatest3.com.vn dé biét thém thong tin,
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.in(@quatest3.comvn for further information about test report .

Lan stra ddi: 0 BH15 (04/2020) MO03 - TTTNO9



TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

u“AIEs.I. 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38"‘) 3012 \'\thnte www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam Tel: (84-251) 383 6212 hl'c: _--' 298
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 3742 3160 1

o TAONG CUC TIEU CHUAN DO LUONG CHAT LUONG

sy PHIEU KET QUA THO N e/-- 261172020
Prang/ Page 08 / 09
V/}é{\ : :.‘é;b:/l'l
C‘h‘i’;" tE#%
MicT
lwgng Két quia | Gigihan
STT Tén chi ticu Pon vi Phwong phap Specified thir phit
No o To——s tinh thir level nghiém hién
) Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result detection
Ham lugng axit
7.78 | dicloroaxetic Y ERA Method 50 10,0 i
Dichloroacetic acid content )
Ham lugng axit
tricloroaxetic US EPA Method
.79 Trichloroacetic acid heit 5502 L 8.8 i
content
Ham luong
7.80 | dicloroaxetonitril pg/L L5 EI;?ll\;Iethod 20 3,7 -
Dicloroaxetonitril content :
Ham lugng
T8l | dbreummmetonlil ol El;?lhfeth"d 70 KPH 0.2
Dibromoaxetonitril content :
Ham luong
7.82 | tricloroaxetonitril pg/L 22 E};?lhfeth()d 1,0 KPH 0,2
Tricloroaxetonitril content ]
Ham luong formaldehyde QTTN/KT3
183 Formaldehyde content he/L 159:201% i KPH 100
Ham lugng monocloramin TCVN 6225-
B Monocloramine content " 2:2012 34 KPH e
Hoat d6 phong xa alpha
7.85 | tbng Bq/L 7%%‘_’;?{7 0.1 KPH 0,05
Gross alpha Radioactivity ]
Hoat d§ phong xa beta téng SMEWW
86 | Girass bta Radioneriviy BéL | 511082017 ) SFH i
Ham lugng Bo (B) (tinh
chung cho ca Borat va Axit
7.87 | boric mg/, | U5 EEA Method 0,3 KPH 0,02
Boron content (Boron and )
boric acid)
Ham luong sulfur (S*) SMEWW 4500
danit sulfur (sulfide) content gl S2,D:2017 s KPH 0,02
7.89 | Ham luong DDT va céc dan SMEWW 1 -

1. Céc két qua thir nghi¢m ghi trong phu.u nay chi co gia tri d6i voi miu do khach hang giri dén va khéng phai la gidy chimg nhan san phim.
Test results are valid for the namely submitted mmpl't (s) only, and this is not a certificate of product.
2. Khéng duge trich sao mot phan phiéu két qua thir nghiém nay néu khong co sy déng y biing vin ban ctia Trung tam Ky thugt 3
This Test Report shall not be reproduced, exc: ept in full, wi l.'hnu.' the written permission by Quatest 3.
3. Tén miu, tén khich hang dugc ghi theo yéu ciu cia noi giri mau. / Name of sumpl‘c (s5) and customer are written as customer 5 request.
4 B¢ khong dim bao do mé réng wéce lugng durge tinh véi k = 2, mire tin cdy 95 ¢
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence .fm'm‘, 7
5. Moi thic mic vé két qua khach hang lién hé theo dja chi dh.cs@gquatest3.com.vn v rg.tn@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.in@quatest3.com.vn for further information about test report .
Lan stra doi: 0 BHI5 (04/2020) MO03 — TTTNO9




TANG CUC TIEU CHUAN PO LUSNG CHAT LUONG

o TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

““AIES] 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (S4=2%5=583 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam Tel: (84-251) 383 6212 F BERI E—mail: dh.cs(@gquatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 3742 3160 B s4=28 S ) E-mail: dh.cs@quatest3.com.vn

KT3-05667BMTO0/7
lrong Két qua | Giéi han
STT Tén chi tiéu Boavyy | bhwmgphip | Opecjied | i piat
No N T—— tinh thir level nghiém hién
) Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result | detection
xuét (DDTs) 6630B:2017
DDTs content
+4,4'-DDD ng/L - KPH 0,5
+4,4'-DDE ng/L - KPH 0,5
+4,4'-DDT pg/L - KPH 0,5
. Nho hon
7.90 Tu cau vang CFU/100 SMEWW <1 [ :
' Staphylococcus aureus mL 9213B:2017 Less
than
) Nho hon
A ” ; * 4k
7.91 | Trwe khuin md xanh CEURO0 | 150 16266:2006 | <1 i .
. Ps. Aeruginosa mL Less
than
Ghi chi/ Notice:

(e Két qua duogc biéu thi “< 1 CFU” duoc xem la “khéng phat hién vi sinh vt muyc tiéu” trén thé tich
mau kiém tra/ The result “<1I CF U” is considered “ target organism not-detectable” in the volume of
sample analysed

SMEWW: Standard Methods for the Examination of Water and Waste water

TCVN: Tiéu Chuan Quéc Gia/ National standards

US EPA: United States Environmental Protection Agency

@) Ham luong chlordane khéo sét trén cc ciu tir sau/ Chlordane was determined based on the following
compounds: a-chlordane, B-chlordane

QCVN 01-1:2018/BYT : Quy chuén k¥ thudt quéc gia vé chat luong nude sach st dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality

KPH: Khong phat hién/ Not detected

V

1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gid tri déi véi miu do khach hang giri dén va khong phii 1 gidy chimg nhan san phim.
Test results are valid for the namely \uhmrmd sample(s) only, am,.f this is not a '_un/u ate of product.
2. Khéng duge trich sao mét phin phiéu két qua thir nghiém nay néu khéng c6 sy dong y bing viin ban cia Trung tam Ky thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén méu, tén khich hang duge ghi theo yéu ciu cia noi giri miu. / Name of sample(s) and customer are written as customer s request.
4. B¢ khong dim bao do mé rong wdc lugng dugc tinh véi k = 2, mire tin iy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % c (m,frg.’e nce level.
5. Moi thiic mic vé két qua khach hang lién hé theo dja chi dh.cs@quatest3.com.vn v rq.tn@quatest3.com.vn dé biét thém thdng tin.
Please contact Quatest 3 at the email addresses dh.cs(@g

uatest3.com.vn and rg.in@quatest3.com.vn for further information about test report .
Lan sira d6i: 0 BHI5 (04/2020) MO03 — TTTNO9




TONG CUC TIEU CHUAN DO LUONG CHAT LUONG

Q TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
” QUALITY ASSURANCE & TESTING CENTER 3

Q“AIE ST 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa | 1Z, Dong Nai, Viemam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@gquatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam Tel: (84-28) 37423160 Fax: (84-28) 38293012 E-mail: dh.cs@quatest3.com.vn

k13-056678MT0/d P HI EU KE T Q UA_ _JT H}U N G HI E M Traf;’,lﬁfngé ?/ 09

TEST REPOR

1. Ténméu :  MAUNUGC MAY _
Name of sample 6/ NS01: NUOC MAY NHA MAY CAP NUOC SONG HOA (B)
Thoi gian lay mau/ Sampling date: 16/11/2020
2. M0 ta mau : Mau thir nghiém do khach hang 14y mAu, tén mu va thong tin vé miu
Description do khach hang cung cap.

Testing sample was sampled by customer, sample name and sample
information were supplied by customer-.
- Dang mau: 16ng;
Form: The liquid;
- 86 don vi/mAu: 10 L;
Unit/sample: 10 L,
- Dung cu chira: binh nhua;
Container: plastic bottle;

3. S6 lugng méu : 01
Quantity
4. Ngay nhin mau : 16/11/2020

Date of receiving

5. Thoi gian thir nghiém : 16/11/2020 —26/11/2020

Testing duration
6. Noi giri miu :  TRUNG TAM NUGC SACH VA VE SINH MOI TRUGNG NONG
Customer THON
39 HOANG DIEU, XA TAN HUNG,THANH PHO BA RIA, TINH
BA RIA - VUONG TAU
7. Két qua thir nghiém . Xem trang tiép theo / See next page
Testing results

TL. GIAM DOC/ PP.DIRECTOR
RY 'a: Gl HONG THU NGHIEM
0OF TESTING LAB

PHU TRACH PTN MOI TRUONG
HEAD OF ENVIRONMENTAL TESTING LAB

{ o

Nguyén Hoang Linh Plian Thanh Trung

1. Cic két qua thir nghiém ghi trong phiéu nay chi ¢ gia tri d6i véi mau do khdch hang giri dén va khong phai 12 gidy chimg nhin san phim.
Test results are !(u’ld for the namely submitted sample(s) only, and this is not a gu.’lh( ate of product.
2. Khéng duge trich sao mét phan phiéu két qua thir nghiém nay néu khong cé su dong v bing viin ban cia Trung tim Ky thudt 3.
This Test Report shall not be reproduced, exc epl in full, w lh'mu! the written permission by Quatest 3.
3. Tén mau, tén khich hang dugc ghi theo yéu ciu ciia noi giri mau. / Name of sample(s) and customer are written as customer s request.
4. D) khéng dam bao do ma rong ude lugng duge tinh véi k = 2, mire tin cdy 95 %.
Estimarted e\punds d uncertainty of measurement with k = 2, at 95 % confidence fu el.
5. Moi thiic mic vé két qua khich hang lién hé theo dja chi dh.cs@gquatest3.com.vn vi rg.in@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.in@guatest3.com.vn _for further information about test report .

Léin sira d6i: 0 BH15 (04/2020) M03 — TTTNO9
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Testing:

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam
No. 7, road No. 1, Bien Hoa | IZ, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-23
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam  Tel

: (84-28) 37423160 Fax:

TONG CUC TIEU CHUAN DO LUONG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 3829 4274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
383 6298 E-mail: dh.cs@quatest3.com.vn
ﬁ?@\lg E-mail: dh.cs(@quatest3.com.vn

KT3-05667BMT0/6

PHIEU KET QUA THU N¢

“Lo

26/11/2020
ng/Page 02 /09

\” CHA LUOKG 3
c‘fUA ao\-\“‘/
Mikc chat
lwgng Két qua Gidi han
STT Tén chi tiéu soog R s e thir st
No. Characteristic Hnt ttiar el nghiém hign
Unit Test method QCVN 01- ot sesils Limit of
1:2018/BYT reSUT . detection
Téng chét ran hoa tan
(TDS) SMEWW
7 Total dissolved solids mg/L 2540C:2017 100 T ]
content
D6 cimg toan phan quy vé
72 | CaCOs ol 2?%2‘_”2/31’7 300 25,0 !
Total hardness as CaCOs :
Ham luong nhom (Al) US EPA
B3\ Al contert = Method 200.8 02 0,03 ]
Ham lugng amonium US EPA
(NHa4") (tinh theo N) Method 350.2
L Ammonium nitrogen e (So mau/ 2 KPH Ot
content Colorimetric)
Ham lugng antimon (Sb) US EPA
73 Antimony content HE: Method 200.8 0,02 2% 0,002
Ham lugng bari (Ba) US EPA
L Barium content e Method 200.8 B S 1
Ham lugng cadimi (Cd) US EPA
1 Cadmium content . Method 200.8 o s o
Ham luong clorua (C1) SMEWW 250 (hodc
T8 | ontorige conten mg/L | 4110B:2017 300) %6 1
Ham luong crom (Cr) US EPA
72 Chromium content gl Method 200.8 0:09 Ly o5
Ham lugng dong (Cu) US EPA
A0 Copper content mg/L Method 200.8 ! 0,02
Ham luong cyanua (CN7) TCVN 6181 :
7.1 Cyanide content gl 1996 0,05 SEH 0003
Ham lugng florua (F7) SMEWW
712 | Fruoride content mgl | 4110822017 5P L5 0
Ham luong sat (Fe) US EPA
713 | Iron content m/L | Method 200.8 0.3 b s
7.14 | Ham lugng chi (Pb) mg/L US EPA 0,01 KPH 0,005

Lin sira doi: 0

1. Cic két qua thir nghiém ghi trong phu.u nay chi c6 gid tri d6i véi mau do khach hang giri dén vi khong phai la gidy chimg nhin san pham.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product,
2. Khong duge trich sao mét phin phiéu két qua thir nghiém nay néu khong cé sy dong ¥ biing vin ban cia Trung tim Ky thudt 3.
This T(_ ost Report shall not be reproduced, exc ept in full, without the written permission by Quatest 3.
3. Tén miu, tén khich hang duge ghi theo yéu cau cua noi gir mau. / Name nf\umpk (s) and customer are written as customer s request.
4. D) khong dam bio do m& rong udc lugng duge tinh voi k 2, murc tin cdy 95 ¥
Estimated e: xpanded uncertainty of measurement w ith k = 2, at 95 % confidence h vel.
5. Moi thiic méc vé két qua khach hang lién hé theo dia chi dh.cs@quatest3.com.vn va rg.in@quatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vit and rq.m@quatest3.com.vn _for furi ther information uhum’ test report .

BHI5 (04/2020)

MO03 - TTTNO9



o TAONG CUC TIEU CHUAN DO LUGNG CHAT LUGNG
N

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

®
u“AIEs.I- 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 3829 4274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-2 E3p2.. E-mail: dh.cs@quatest3.com.vn
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Mirc chittuiifion ™/
lwgng ‘“‘""’;(é ¢ ik Gidi han
STT Tén el tisn Donyl | Ehwomg phily | Specified thir Pt
No. Characteristic s ol dac nghiém e
Unit Test method QCVN 01- Tact vesiils Limit of
. 1:2018/BYT | * &M detection
Lead content Method 200.8
Ham lugng mangan (Mn) US EPA
- Manganese content gL Method 200.8 Bl i 0,02
Ham luong thuy ngén (Hg) US EPA
410 Mercury content el Method 200.8 & o KFH G000
Ham lugng niken (Ni) US EPA
717 | Nickel content ML | Method 200.8 007 KPH | 0403
Ham lugng nitrat (NOs")
7.18 | (tinh theo N) mg/L SMERE 2 0,6 -
Ni . 4110B:2017
ifrate nitrogen conitent
Ham lugng nitrit (NO2")
7.19 | (tinh theo N) me/L BB 0,05 KPH 0,01
Nitvite ni 4110B:2017
itrite nitrogen content
Ham lugng Selen (Se) US EPA
720 Selenium content e, Method 200.8 001 St 0,005
Ham lugng natri (Na) SMEWW ;
L Sodium content B 3111B:2017 R0 5 |
Ham lugng sulfate (SO+*") SMEWW
122 | Sulfate coliri 2/ 4110B:2017 e Ll ;
Ham lugng kém (Zn) US EPA
723 | Zinc content m/L | Method 200.8 . S 0,02
Chi s permanganate TCVN
i Permanganate index mg/L 6186:1996 ~ : e Ly
Ham luong
725 | dichloromethane ng/L Lo K, 20 KPH 5
. Method 5021A
Dichloromethane content
Ham luong 1,2-
7.26 | dichloroetan ng/L M ES dnggl % 30 KPH 5
1,2-dichloroethane content o
Ham luong 1,1,1-
trichloroetan US EPA
727 | 1 1, 1-trichloroethane R/L | Method 50214 | - 2007 - 2
content

1. Cic két qua thir nghiém ghi trong phiéu nay chi c6 gid tr d6i v6i mau do khich hang giri dén vi khéng phai 1 gidy chimg nhan san phim.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khong duge trich sao mét phan phiéu két qua thir nghi¢m nay néu khong c6 su ddng ¥ bing vin ban cia Trung tdm Ky thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén miu, tén khach hang duge ghi theo yéu ciu cia noi giri mau. / Name of sample(s) and customer are written as customer 5 request.
4. Dj khéng dam bio do mé rong ude hrgng duoe tinh véi k = 2, mire tin ciy 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level. o
5. Moi thic mic vé két qua khich hang lién hé theo dia chi dh.cs@quatest3.com.vn vi rg.tn(@gquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.tn@gquatest3.comyn _for further information about test report .

Lin sira d6i: 0 BH15 (04/2020)
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Testing:

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TONG CUC TIEU CHUAN bO LUONG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 38293012
No. 7, road No. 1, Bien Hoa 1 I1Z, Dong Nai, Vietnam Tel: (84-251) 383 6212 Fax: (84-251) 383 6298
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC. Vietnam  Tel: (84-28) 37423160 Fax: (84-28) 38293012

Website: www.quatest3.com.vn
E-mail:
E-mail: dh.cs@quatest3.com.vn

dh.cs@quatest3.com.vn
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B e 3

'SZ\‘Q’Q}/
1 ?H o0 ’/Ket o Gi6i han
STT Tén chi tiu G EY, | Finminh piig 0Bk thi Pt
No. Characteristic fink e STEr nghiém Qs
Unit Test method QCVN 01- Test cult Limit of
1:2018/BYT | “ """\ detection
Ham lugng
carbontetraclorua US EPA
L Carbontetrachloride he/l Method 551.1 2 BER Vi
content
Ham luong 1,2-
7.29 | dichloroeten pg/L M :}isfg(gl A 50 KPH 5
1,2-dichloroethene content 3
Ham lugng trichloroeten US EPA
T Trichloroethene content ne/L Method 5021A - KFH 3
Ham lugng tetrachloroeten US EPA
s Tetrachloroethene content he/L Method 5021A s e i
Ham lugng vinyl clorua US EPA
s Vinyl chloride content he/L Method 5021A 0,3 A G
Ham lugng benzen US EPA
7.33 Benzene content ne/L Method 5021A 0 SPH 240
Ham lugng toluen US EPA
138 Toluene content ne/L Method 5021A 00 SE) i
Ham lugng xylen US EPA
123 Xylene content he/L Method 5021A i MR ?
Ham lugng ethylbenzen US EPA
s Ethylbenzene content Hel- Method 5021A A0 AEH 2
Ham luong styren US EPA
7.5 Styrene content ne/L Method 5021A =¥ e >
Ham lugng 2.4,6- QTTN/KT3 174
Trichlorophenol (US EPA
7.38 2,4,6-Trichlorophenol ket Method 8321B/ 2 SR 2
content LCMSMS)
Ham luong phenol va din
7.39 | xuét phenol pg/L S 1 KPH 0,3
6216:1996
Phenols content
Ham luong
§ US EPA
7.40 | monoclorobenzen pg/L Method 5021 A 300 KPH 5
Monoclorobenzen content
{
y-

Lin sira ddi: 0

1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gi tri d6i véi mau do khiach hang giri dén va khong phai la gidy chimg nhén sin phém.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.

2. Khéng duge trich sao mét phén phiéu két qua thir nghiém nay néu khang cd sur ddng ¥ bing van ban cia Trung tim Ky thudt 3.
This Test Report shall not be reproduced, exce eptin Sull, without the written permission by Quatest 3.

3. Tén mau, tén khich hang dugc ghi theo yéu ciu ctia noi giri mau. / Name of mmph (s) and customer are wriilen as customer s request.

4, Pj khong dim bio do mé rgng udc lweng duge tinh voi k = 2, mifc tin ¢ dy 95 9
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence !'c vel,

5. Moi thic mic vé két qua khach hing lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@quatest3.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.tn@quatest3.com.vn Jfor further information about test report .

com.vn dé biét thém thong tin.

BH15 (04/2020)
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QUATEST3®

Testing:

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TANG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUGNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 38293012
No. 7, road No. 1, Bien Hoa 1 1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: (84-28

L3012 l- m..ul Llh cs(@quatest3.com.vn

~* e 7. 2 G VA Go”‘?
-& \
krs-0sseemros, P HIEU KET QUA THU NGHIEW,; e\ 20 e
| T R T (2 &V THuT EF/ WE
gll Tl [Il f‘LllIAu TR Ifﬂm I E
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CHAT LUONG 3 /5
Mﬁ&h@m W
lwong — Két qua | Gidi han
STT Tén chi tieu D(?’n vi Phu'(rngq .phap Specified th.li' pl.llat
No. e P——— tinh thir level nghiém hién
Unit Test method QCVN 01- Test Limit of
1:2018/BYT | result detection
Ham luong 1,2-
7.41 | diclorobenzen sl - | =2 ) lf‘ieth"d 1000 KPH 5
1,2-diclorobenzen content
Ham luong triclorobenzen US EPA Method
1A Triclorobenzen content ne/L 5021A a0 SRH )
Ham luong acrylamide QTTN/KT3
73| derylamide content Lel 158:2017 0,5 KPH 4
Ham luong epiclohydrin US EPA Method
A% Epiclohydrin content e 5021A U AEE V40
Ham luong hexacloro
7.45 | butadien T | US El;‘;“feth‘)d 0.6 KPH 0.1
Hexacloro butadien content Y
Ham lugng 1,2-dibromo-3
cloropropan US EPA Method
146 | 1 2 dibromo -3- he/L 5511 : A e
chloropropan content
Ham luong 1,2- '
7.47 | dicloropropan ng/L UgPA Regid 40 KPH 5
; 5021A
1,2—dicloropropan content
Ham lugng 1,3-
7.48 | dicloropropen ng/L Usihika, Megiod 20 KPH )
y 5021A
1,3-dicloropropen content
Ham luong 2.4-D SMEWW
749 | 3.4.D content R | 6640B:2017 = sl 20
Ham luong MCPA SMEWW
730 | MCP4 content Rl | 6640B:2017 . KPH 20
Ham luong 2,4-DB SMEWW
731 | 5 4.DB content e/l | 6640B:2017 s e 20
Ham lugng dichloprop SMEWW
152 | Dichloptop content hel | 6640B:2017 0 o 2
Ham luong fenoprop SMEWW
L Fenoprop content pe/l 6640B:2017 - el i
7.54 | Ham lugng mecoprop ng/L SMEWW 10 KPH 2,0

Lan stra doi: 0

1. Cac két qua thir nghi¢m ghi trong phidu nay chi c6 gid tri déi véi mau do khach hang giri dén va khong phai la gidy chimg nhin sin phim.
Test results are valid for the Jr(muh submitted sample(s) only, cmz.JI this is not a cun,fua!c of product.
2. Khong duge trich sao mot phin phiéu két qua thir nghi¢m nay néu khéng c6 sir ddng ¥ bing van ban ctia Trung tim Ky thujt 3.
This Tl st Report shall not be reproduced, exc ept in Sull, without the written permission by Quatest 3.
3. Tén mau, tén khach hing duge ghi theo yéu cdu cia noi giri mé au. / Name of. \umph{\! and customer are written as customer's request.
4. b khong dam bao do mo rgng ude luong duge tinh voi k = 2, mife tin ¢y 95 %
Esrunumic \pmnim’umu.’umh of measurement with k = 2, at 95 % confidence Iu(!
5. Moi thic méc vé két qua khich hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@gquatest3.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@guatest3.com.vn and rg.tn(@quatest3.com.vn _for further information about test report .

BHI5 (04/2020)



TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG
TRUNG TAM KY THUAT TIEU CHUAN PO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3
u“ATESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 38294274 Fax: (84-28) 3829 3012 Webs!te: www.quatestd.com.vn
Testing: No. 7, road No. 1, Bien Hoa | I1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam  Tel: (84-28) 37423160 Fax: [‘ E-mail: dh.cs@quatest3.com.vn
KT3-05667BMT0/6 PHIEU KET QUA THU NG . \, 26/11/2020
Shiviyli el gigie ing/ Page 06 / 09
L z‘ ; ; [ .‘r :
\\ag e LUd 8/5/
Mir W
lm,mg'“‘—“{ét qui | Gidihan
STT Tén chi tiéu Dy, | SHESTEphap || - Specgud thir it
No. Characteristic tnh thie bevel nghiém b
Unit Test method QCVN 01- Tact Facll Limit of
1:2018/BYT detection
Ham luong mecoprop SMEWW
R me/l | 6640B:2017 e — 2
- | Ham luong Molinate SMEWW
735 | Molinate content RL ] 6630B:2017 " e 0.05
Ham luong Alachlor SMEWW
7426 Alachlor content he/L 6630B:2017 20 SFH 0,05
Ham luong aldicarb SMEWW
37 | Aldicarb content he/L 6610B:2017 G ki e
Ham lugng carbofuran SMEWW
hat Carbofuran content he/L 6610B:2017 . i 2,0
Ham lugng Chlopyrifos SMEWW
Y97 | o lsmtifes coment ne/L 6630B:2017 240 KEH -0
Ham lugng chlordane © SMEWW
S50 Chlordane content he/L 6630B:2017 e s 55
Ham luong methoxychlor SMEWW
il 7 Rl | 5630822017 <0 B 0,5
Ham lugng trifuralin SMEWW
102 | i alinli s ne/l 6630B:2017 20 REE 0.0
) QTTN/KT3 174
7.63 gi}‘;:;‘;?f;f‘;ﬁﬁgon ug/L (SMEWW 30 KPH 2,0
6610B:2017)
Ham lugng permethrin SMEWW
764 | Permethrin content HL 1 6630B:2017 . KPH .
Ham luong isoproturon (LIRS, TX (A
7.5 Iso rott;rogrz cofttent Hgil (GMEWN - * KEH 24
P 6610B:2017)
. . . QTTN/KT3 174
7.66 E;Z};g;}i f,’l.f?nf;:;ig;ah“ ug/L (SMEWW 20 KPH 5.0
6610B:2017)
Ham lwong propanil QLINEII 174
B | s ot e ug/L (SMEWW 20 KPH 2,0
# 6610B:2017)
7.68 | Ham luong simazine ng/L QTTN/KT3 174 2 KPH 2,0
1. Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia trj d6i véi mau do khach hang giri dén va khong phai la gidy chimg nhén san phim.
Test results are valid for rf: > name ely sm'.unm 1 sample(s) only, :um’ this is not a ce aflfuuh of product.
2. Khong duge trich sao mét phin phiéu két qua thir nghiém nay néu khong ¢o sy dong y bing vin ban cia Trung tim Ky thuit 3.
This Test Report shall not be reproduced, exc ept in full, without the written permission by Quatest 3.
3. Tén mau, tén khach hang dugc ghi theo yéu cau cia noi giri miu, / Name u,fmn.-pi' (s) and customer are written as customer’s re equest.
4. B khong dam bao do mo réng wdéce lugng dugce tinh véi k=2, mirc tin ¢ ay 95 %.
Estimated expanded uncertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thic mic vé két qua khach hang lién h¢ theo dia chi dh.cs(@quatest3.com.vn va rq.tn@gquatest3.com.vn dé biét thém théng tin.
Please contact Quatest 3 at the email addresses dh.cs@quatest3.com.vn and rg.in@quatest3.com.vn for further information about test report

Lan sira déi: 0 BH15 (04/2020) MO03 — TTTNO9



TONG CUC TIEU CHUAN DO LUONG CHAT LUONG
Q TRUNG TAM KY THUAT TIEU CHUAN DO LUONG CHAT LUQNG 3
5 QUALITY ASSURANCE & TESTING CENTER 3
u“ATESI 3 Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam Tel: (84-28) 3829 4274 Fax: (84-28) 38293012 Website: www.quatest3.com.vn
Testing: No. 7, road No. 1, Bien Hoa 1 I1Z, Dong Nai, Vietnam  Tel: (84-251) 383 6212 Fax: (84-251) 383 6298 E-mail: dh.cs@quatest3.com.vn
C5 lot, K1 road, Cat Lai 1Z, Dist. 2, HCMC, Vietnam  Tel: (84-28) 3742 3160 28338203012  E-mail: dh.cs@quatest3.com.vn
. n ~n 2 i #
xr3.0sssemrorg PHIEU KET QUA THU NGE 26/11/2020
CT DEDN DI ang/ Page 07 / 09
M X972 a._g;@gg
lrgng [ Két qua Giéi han
STT Tén chi tiéu Bonyj | Pheongphip | Specijied thir g
No. Characteristic R Tk Vel nghiém o
Unit Test method QCVN 01- Tist result Limit of
1:2018/BYT detection
Simazine content (SMEWW
6610B:2017)
Ham luong Cyanazine QEINETS 174
769 | A J:negcor); o ug/L (US EPA 0,6 KPH 0,25
4 Method 536)
Ham lugng Atrazine-2- QTTN/KT3 174
7.70 | hydroxy pg/L (US EPA 200 KPH 1,0
Atrazine-2-hydroxy content Method 536)
‘ A QTTN/KT3 174
71 | e i o i e | o | ke |
Method 536)
+ Atrazine pg/L - KPH 1,0
+ Atrazine- ,
desisopropyl B2 i KPH 1.0
+ Atrazine-desethyl ug/L - KPH 1,0
+ Atrazine-desethyl-
desisopropyl ug/L i - 10
Ham lugng bromat (BrOs™) SMEWW 4110
112 Bromate content L D:2017 o hiH 004
Ham lIugng bromoform US EPA
L Bromoform content ne/L Method 5021A S ek 54
Ham lugng
dibromochloromethane US EPA
774 | Dibromochioromethane L1 Method 5021A 199 v ]
conlent
Ham lugng
bromodichloromethane US EPA
L Bromodichloromethane perL Method 5021A o FEE %)
content
Ham lugng chloroform US EPA
e Chloroform content he/L Method 5021A I e .
Ham luong axit US EPA
vty monocloroaxetic he/L Method 552.2 =0 SLH
1. Céc két qua thir nghiém ghi trong phiéu nay chi cé gia tri di v6i miu do khach hing giri dén va khéng phai la gidy chimg nhin sin phim.
Test results are uu’m’ for the namely submitted sample(s) only, and this is not a Lun,frum of product.
2. Khéng dugc trich sao mot phin phiéu két qua thir nghiém nay néu khong cé sur dong ¥ bing van ban ctia Trung tim K thudt 3.
This Test Report shall not be reproduced, except in full, without the written permission by Quatest 3.
3. Tén mau, tén khich hang dugce ghi theo yéu cau cia noi giri mau. / Name u,f\ump.’; (s) and customer are written as customer § request.
4. Do khong dam bao do mé rong ude lugng duge tinh vai k = 2, mire tin ciy 95 %.
Estimated expanded uncertainty of measurement with k = 2, ar 935 % confidence level.
5. Moi thiic méc vé két qua khach hang lién hé theo dia chi dh cs(@ qu:nul} com.vn va rq.tn@quatest3.com.vn dé biét thém théng tin,
Please contact Quatest 3 at the email addresses dh. cs@quatest3.com.vn and rg.mm@quatest3.com.vn for further information about test report .

Lan stra ddi: 0 BHI15 (04/2020)
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QUATEST 3"

Head Office: 49 Pasteur, Dist. 1, HCMC, Vietnam

TAONG CUC TIEU CHUAN DO LUGNG CHAT LUONG

TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3

Tel: (84-28) 38294274 Fax: (84-28) 3829 3012

Website: www.quatest3.com.vn
E-mail: dh.cs@gquatest3.com.vn

E-mail: dh.cs@quatest3.com.vn

Testing: No. 7, road No. 1, Bien Hoa 1 IZ, Dong Nai, Viemam Tel: (84-251) 3836212 Fax: (84-251) 383 6298
C5 lot, K1 road, Cat Lai IZ, Dist. 2, HCMC, Viemam  Tel: (84-28) 37423160 Fax: (84-28) 3829 3012
ool " 2? '?U -
k13.0s66emtors PHIEU KET QUA THU NG A
i
L L ITdl § i
AR v

\%\ CHAT LUGNG 3

/3
Murlehat |58/
lwqﬁ\g‘i"‘:ﬁ% qui | Gifihan
STT Tén chi tiéu Pawyl. | Pet@piap | - Speaiied thir L
No. Characteristic nt thit i nghiém i
Unit Test method QCVN 01- Thctiasli Limit of
1:2018/BYT detection
Monochloroacetic acid
conltent
Ham lugng axit
dicloroaxetic US EPA
R ne/L Method 552.2 0 16,8 |
conlent
Ham lugng axit
tricloroaxetic US EPA
1.7 Trichloroacetic acid hg/L Method 552.2 200 15, i
content
Hami g US EPA
7.80 | dicloroaxetonitril pg/L 20 6.5 -
) . Method 551.1
Dicloroaxetonitril content
Ham lugng
7.81 | dibromoaxetonitril ug/L s e 70 KPH 0,2
” o Method 551.1
Dibromoaxetonitril content
Ham luong
7.82 | tricloroaxetonitril pg/L f° B 1,0 KPH 0,2
: i Method 551.1 ¢
Tricloroaxetonitril content
Ham lugng formaldehyde QTTN/KT3
182 Formaldehyde content ng/L 159:2017 200 e Hob
Ham luong monocloramin TCVN 6225-
7.84 Monocloramine content gL 2:2012 30 KEH 02
Hoat d phéng xa alpha
7.85 | téng Bq/L 7?%%“2’8“1’ ; 0.1 KPH 0,05
Gross alpha Radioactivity )
Hoat d6 phéng xa beta
7.86 | tong By | oo 1,0 KPH 0.3
Gross beta Radioactivity .
Ham lugng Bo (B) (tinh
chung cho ca Borat va Axit US EPA
7.87 boric mg/L Method 200.8 0,3 KPH 0,02
Boron content (Boron and

1. Céc két qua thir nghiém ghi trong phiéu nay chi co gia tri d6i véi miu do khéach hang giri dén va khong phai 1a gidy chimg nhin san phf\m.
Test results are valid for the namely submitted sample(s) only, and this is not a certificate of product.
2. Khéng duge trich sao mét phan phiéu ket qua thir nghiém nay néu khong cé sy dong ¥ bang vin ban clia Trung tim K¥ thudt 3.
This Test Report shall not be reproduced, exc ept in full, without the written permission by Quatest 3.
3. Tén mau, tén khach hang dugc ghi theo yéu cau cia noi giri méu. / Name of umrph (s) and customer are written as customer s request.
4. P§ khong dam bao do mo rdng wde lugng duge tinh vai k = 2, mire tin cdy 95 %
f-\.'unu!cu'(\'pundul uncertainty of measurement with k = 2, at 95 % wnfldwlu hui
5: Mm lh.n_ mic vé két qua kha.ch h'mﬂ lién h., theo dm ch| dh.cs(@quatest3.com.vn vi rq.tn(@) uu..l[tsl3 com.vn dc blel thcm lhung tin,

Lin sira dos 0

BHI15 (04’70"0)
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TONG CUC TIEU CHUAN DO LUGNG CHAT LUONG
Q TRUNG TAM KY THUAT TIEU CHUAN DO LUGNG CHAT LUQNG 3
QUALITY ASSURANCE & TESTING CENTER 3
QUATESTS® tatone prwecve vicuc e 1ean smvas oo

Tcstm'
C5 lot, K1 road, Cat Lai IZ, Dml 2, HCMC, Vietnam _ Tel: (84-28) 37423160 g

\
KT3-05667BMT0/6 PHIEU KET QUA THU N € S| 26/11/2020
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Mirc chat
lwong Két qua Gié6i han
STT Tén chi tiéu Dany] | Phwengpiap | Spedifed thir phat
No. Characteristic Huh thie i nghiém A0En
Unit Test method QCVN 01- Tost result Limit of
1:2018/BYT | "% detection
boric acid)
Ham luong sulfur (S*) SMEWW 4500
188 sulfur (sulfide) content mg/L S-,D:2017 0,05 KPH Lis
Ham luong DDT va céac
7.89 | din xuét (DDTs) 62’%?;(‘;{ ; 1 :
DDTs content g .
+ 4,4'-DDD ug/L - KPH 0,5
+4,4'-DDE ug/L - KPH 0,5
+4,4'-DDT ng/L - KPH 0,5
oo | T cu ving CFU/100 | SMEWW - e
' Staphylococcus aureus mL 9213B:2017 ]
Less than
21 | Truc khudn mi xanh CFU/100 ISO L Nlh(‘;,f‘*‘fn
" | Ps. Aeruginosa mL 16266:2006 |
Less than
Ghi chu/ Notice:

SMEWW: Standard Methods for the Examination of Water and Waste water
TCVN: Tiéu Chuan Qudc Gia/ National standards
US EPA: United States Environmental Protection Agency
*) Ham lugng chlordane khao sat trén cdc cdu tir sau/ Chlordane was determined based on the following
compounds: a-chlordane, B-chlordane
QCVN 01-1:2018/BYT : Quy chuén k¥ thuat qubc gia vé chét luong nuée sach sir dung cho muc dich
sinh hoat/ National technical regulation on Domestic Water Quality
KPH: Khong phét hién/ Not detected
(el Kf‘:t qua duoc biéu thi “< 1 CFU” duge xem la “khong phat hién vi sinh vat muc tiéu” trén thé tich
mau kiém tra/ the result “<1 CFU” is considered “target organism not-detectable” in the volume of

sample analysed 3/

1. Cac két qua thir nghiém ghi trong p]m.u nay chi co gia trj déi véi mu do khach hang giri dén va khong phai la giﬁy chirng nhén san pham.
Test results are valid for the namely submitted sample(s) only, und this is not a ccur,huzr( of product.
2. Khéng duge trich sao mdt phin phiéu két qua thir nghiém ndy néu khéng c6 sir ddng ¥ bing van ban cia Trung tim K§ thudt 3,
This Test Report shall not be reproduced, except in full, nr[h(mr the written permission by Quatest 3
3. Tén méu, tén khich hang dugc ghl theo yéu cau ctia noi giri mau. / Name of sample(s) and customer are written as customer s request.
4. D) khong dam bao do mé rdng ude luong duge tinh vii k=2, mire tin ¢ ay 95 %.
E: mmrmdupumi{d uncertainty of measurement with k = 2, at 95 % confidence level.
5. Moi thic mic vé két qua khdch hang lién hé theo dia chi dh.cs@quatest3.com.vn va rq.tn@gquatest3.com.vn dé biét thém thong tin.
Please contact Quatest 3 at the email addresses dh.cs@gquatest3.com.vn and rg.tn@guatest3.com.vn for further information about test report .
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