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TESTING REPORT

VILAS 1074

VIMCERTS 211

TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
NONG THON TINH BA RIA - VOUNG TAU
S6 39 duong Hoang Diéu, xa Tan Hung, TP. Ba Ria, tinh Ba Rja — Viing Tau

07/12/2021

Nudce

Ngay tria két qua/ Date of issue

Sb lwgng miu/ Quantity of sample

NM01: NUGC MAY NHA MAY NUGC CU BI

Dung trong can nhya

14/12/2021

01 miu -

CHI TIEU PHUONG PHAP . ; - QCVN 01-13}
STl THU NGHIEWY PHAN TiCH/ goory | PONYITINHY | 18yt \‘ )
" | PARAMETERS TESTING METHOD Nhém B
| Amoni (NH; va NH,' SMEWW 4500-NH;.B&F | Khong phat hién il 03
tinh theo N) :2017 (LOD=0,023) & »
SMEWW 3030 A.E : Khéng phat hién
2 Antimon (Sb) 2017 (LOEDEO 002) mg/L 0,02
SMEWW 3113 B : 2017 002)
. SMEWW 3030 A,E : 2017 | Khéng phat hién
3| |Heri(Ba) SMEWW 3111 B : 2017 (LOD=0,1) g/l 0,7
Bor (B) ™ tinh chung 5 iR
: o SMEWW 4500 (B) B : Khong phat hién
4 cho_ca Borat va acid 2017 (LOD=0,058) mg/L. 0,3
boric (B)
P SMEWW 3030 A,E : 2017 | Khong phat hién
3| et (o) SMEWW 3113B:2017 | (LOD=0,0002) mg/l. 0103
- SMEWW 3030 A,E : 2017 | Khéng phat hién
9] | S SMEWW 3113B:2017 | (LOD=0,002) mg/Ls 0,01
+ Chi s6 Permanganat 5 Khoéng phét hién
7| 1% TCVN 6186 : 1996 e mgO,/L 2
8| | Clorua(cry® SMEWV‘Q(‘;]S;’O EFB ; 8,70 mg/L 250
o SMEWW 3030 A,E : 2017 | Khong phat hién
B | Crom {CH] SMEWW 3113B:2017 | (LOD=0,002) gl 15
e 9 SMEWW 3030 A,E : 2017 | Khong phat hién
1 | Bans(Co) SMEWW 3111B:2017 | (LOD=0,03) gL 1
11 | Do cing ™ SMEWW 2340 C : 2017 54,5 mg CaCOs/L 300
N SMEWW 4500 (F) B,D : | Khong phat hién
12 Florua (F") 2017 (LOD=0,08) mg/L 1,5
) 5 SMEWW 3030 A,E : 2017 | Khong phat hién
g | Femm SMEWW 3111 B:2017 | (LOD=0,03) mg/L .
* SMEWW 3030 A,E : 2017 | Khong phat hién
g | MengeniMn) SMEWW 3111B:2017 | (LOD=0,03) gL i
15 | Natri (Na) SMEWWQ%SI(’?O Ny B: 9,53 mg/L 200
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TESTING REPORT
SIU | ugnoniw | enanricn | KETQUA/ | ponvimie | GREARE
" | PARAMETERS TESTING METHOD Nhém B

16 | Nhom (Al) SMEWWZ?)SI‘;O (A} B Kt(‘f'(’)gDp:h(itOgi)é" me/L 0,2
I TS b g it I T
” E;t{gt (NO; tinhtheo | SMEWW gg({(; (NO; - - — _— )
19 E;t{j} (NG tinftthep TCVN 6178 : 1996 K'Eﬁ'c‘)gDP:h(itO}l‘i)é“ mg/L 0,05
20| it (Fe)” SQAI\EI;NWWWS’J(‘} ?(I)IAIéE: 2(2)(1)'1/7 K?Ercl)gDT(itogi)én g/l i3
[ [ MEMOBA S e,
22| | Sunphat (S0,7) | SMEWW 2300 (SO.) E: Kh?{%‘g‘f_‘;ié" mg/L 250
23| | Epgesnfur(ES) EPA 376.2 : 2003 Kr("LA’”OgDpzh(i‘Ogi)é“ mg/L 0,05
24 | Thiy ngan (Hg) SMEWW;E)]# (Hg) B ?ﬁlg'&g: E{};"S(;‘li?)’ mg/L 0,001
25 ;rT‘)Sg)‘f‘}at A hod tan | g e w9540, £ 2017 73 mg/L 1000
26 | Xianua (CN)® TCVN 6181 : 1996 Kgf’g%ﬂg%‘ﬁ“ mg/L 0,05
27| | Cachontetraclorua Ref. EPA 8260C : 2006 Kh(‘"’L"gDPE?J‘,;)ié“ ug/L 2
28| | Diclorometan Ref. EPA 8260C : 2006 thj"ogggfgé“ ug/L, 20
20| | 1,2 Dicloroetan Ref. EPA 8260C : 2006 Kh&“ggﬂg"g‘)ié“ ne/L 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 thj‘g[‘)’g‘,(;‘)ié“ ug/L 2000
31| | vinyl clorua Ref. EPA 8260C : 2006 Klﬁj’g[‘)’zgtge” ug/L 03
72 | 12 Dicloroeten Ref. EPA 8260C : 2006 Kh(‘"’L“gDngfé‘)ié" ne/L. 50
33 | Triclorosten Ref. EPA 8260C : 2006 thj‘g[l)’ig‘,(:‘;é“ pg/L 20
34 | Tetracloroeten Ref. EPA 8260C : 2006 Kf‘(ﬁi‘gDPzgt‘;’)ié“ ng/L 40
35 | Toluene Ref. EPA 8260C : 2006 Kh?i%%]j;;l L pg/L 700
34 | Xylene Ref. EPA 8260C : 2006 Kh‘ﬂz‘l’dgo‘]’:')’j;;‘ié" ng/L 500
37 | Etylbenzen Ref. EPA 8260C : 2006 thg%‘g‘j;;’ié“ ug/L. 300
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AN
KET QUA THU NGHIEM

VILAS 1074 VIMCERTS 211
TESTING REPORT
CHI TIEU PHUONG PHAP . . : QCVN 01-1:
S;T’ THU NGHIEM/ PHAN TiCH/ Kjfgsgfé" BGNLYAIU'?NH’ 2018/BYT
- PARAMETERS TESTING METHOD Nhém B
. Khéng phat hién
38 Styrene Ref. EPA 8260C : 2006 (LOD=2) png/L 20
Phenol va dan xuét ) Khdong phat hién
ol Rt Ref. EPA 604 : 1984 (LOD=0.2) png/L 1
T . Khéng phat hién
40 Benzene Ref. EPA 8260C : 2006 (LOD=2) pg/L 10
. . Khéng phat hién
- o) .9 =
41 1,2 — Diclorobenzen Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 1000
. Khéng phat hién
42 Monoclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pe/L 300
; . Khdong phat hién
43 Triclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pe/L 20
. Ref. J. Agric. Food Chem. | Khong phat hién
44| | Acrylamide 2006, 54, 7001-7008 (LOD=0,15) ng/L 0,5
; ; Khéng phat hién
45 | Epiclohydrin Ref. EPA 8270D, 1998 (LOD=0,1) pg/L 0,4
. Khéng phat hién
46 Hexacloro butadien Ref. EPA 8270D, 1998 (LOD=0,1) pg/L 0,6
1,2 - Dibromo - 3 . Khéng phat hién
47 Cloropropan Ref. EPA 8260C : 2006 (LOD=0,2) pne/L 1
. . Khéng phat hién
48 1,2 — Dicloropropan Ref. EPA 8260C : 2006 (LOD=2) pg/L 40
49 | 1,3 - Dicloropropen Ref. EPA 8260C : 2006 Kh‘zi%%‘i‘;;“‘-’“ ug/L 20
Ref. EPA 8270D, EPA Khong phat hién :
ik 3510, EPA 3620 (LOD=2) ne/l 3
Ref. EPA 8270D, EPA Khéng phat hién
ol | & 3510, EPA 3620 (LOD=2,0) ne/l o
: Khéng phat hién
52 Alachlor Ref. EPA 8141B : 2007 (LOD=2.,0) ng/L 20
. Ref. EPA 8270D, EPA Khéng phat hién
of | Aldwab 3510, EPA 3620 (LOD=1,0) he/l 19
54 Atrazine va cdc dan Ref. EPA 8270D, EPA Khong phat hién oL, 100
xuét chloro-s-triazine 3510, EPA 3620 (LOD=0,1) H
Ref. EPA 8270D, EPA Khong phat hién
4 |/Caoiumn 3510, EPA 3620 (LOD=1,0) ne/L s
. RO =209 Khong phét hién
56 | Chlorpyrifos (Ref. EPA 8270D, EPA (L(§§=o D ng/L 30
3510, EPA 3620) ’
| . . Khong phat hién
57 Clodane Ref. EPA 8141B : 2007 (LOD=0,05) ng/L 0,2
Ref. EPA 8270D, EPA Khéng phat hién
58 Clorotoluron 3510, EPA 3620 (LOD=1,0) ng/L 30
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VILAS 1074 VIMCERTS 211

KET QUA THU NGHIEM

TESTING REPORT
S| rygnempws | phanticw | KETQUA [ ponvitinm [ GERLIE
" | PARAMETERS TESTING METHOD Nhém B

T e T

60 | DDTvacicdinxudt | Ref. EPA 8141B :2007 K'(‘ﬁ"OgDp:h(i‘O‘;;é“ ng/L 1 N
o oo | D[R | e |
S e ol I I
63 Hydroxyatrazine Ret;.’ SEI%A;;ZZO;; BA Kh({"):g [I))z;té])] én pg/L 200 \E‘
o [t | A I WeiiE |,
A [ R O R
N T

67 | Methoxychlor Ref. EPA 8141B : 2007 Kh(‘ﬁlf‘gDpEgt’lr‘)ie“ ug/L 20

68 | Molinate Ref. EPA 8141B : 2007 Kh(‘?i‘gl')’if‘,él)ié" ug/L 6

69 | Pendimetalin Ref. EPA 8141B : 2007 thj‘ggiff él)ié" png/L 20

70 | Permethrin Ref. EPA 81418 : 2007 th’ﬂ’gg':’gt’;)ié“ ng/L 20

7 e DI || |

P s | S Bt

1 | Trifluralin Ref. EPA 8141B, 2007 K?S“OgDpjé‘O*;i)é“ ug/L 20

T T W s ol I T

75 | Formaldehyde Ref. AOAC 931.08 Kh(ﬁf‘ggzéot’ Sh)ié“ ng/L 900

76 | Monocloramine SMEW“;S;S?O .Gl G lﬁl’fg]gngl ?)Bl;isé)n mg/L 3,0

77 | 2,4,6 Triclorophenol S[\Sg\gx%zzo‘?%?gac Kh(T(%Il)Digt,(l)])ién pg/L 200

78 | Bromoform SMSSWE\?)’ fzgfl goac thf’gﬁﬂif (;1;@" ug/L 100

79 | Dibromocloromethane | EPA 8260C , 2006 Kh(?jlggzgté‘)ié" ng/L 100

80 Bromodicloromethane SMSZ;W Fj]li' : 25(;?12050 Kh(fthpigt,(l;)i i pg/L 60
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KET QUA THU NGHIEM VILAS 1074 VIMCERTS 211
TESTING REPORT
CHI TIEU PHUONG PHAP . ; : QCVN 01-1:
SNTT’ THU NGHIEM/ PHAN TiCH/ K}f;S?;E?I BONIXf,Ir;,INH’ 2018/BYT
= PARAMETERS TESTING METHOD Nhom B
Khéng phat hién
81 Cloroform EPA 8260C , 2006 (LOD=2,0) pg/L
. o o SMEWW 6251 hoac Khéng phat hién A
82 | Dicloroacetic acid US EPA 552.2 (LOD=5.0) ng/L 50 x
; ; ; SMEWW 6251 hoac Khéng phat hién
83 Tricloroacetic acid US EPA 5522 (LOD=5,0) pg/L 200
g SMEWW 6251 hodc Khdong phat hién /
84 | Monocloroacetic acid US EPA 552.2 (LOD=5.0) pg/L 20
2 i SMEWW 6251 hoéc Khong phat hién /
85 Dicloroacetonitrile US EPA 551.1 (LOD=2.0) pg/L 20
: i SMEWW 6251 hoac Khdong phat hién
86 Dibromoacetonitrile US EPA 551.1 (LOD=2.0) pg/L 70
. . SMEWW 6251 hoic Khéng phat hién
87 Tricloroaxetonitril US EPA 551.1 (LOD=0.3) pg/L 1
88 I:’[‘I%ﬂ?"-“ 49 phang TCCS-NN-11:2017 <0,02 Bq/L 0,1
89 I:Eg(sfl?at g phoag TCCS-NN-12:2014 <0,03 Bq/L 1,0
P:veudomonas TCVN 8881 : 2011 Khéng phat hién
9 | geruginosa ™ (ISO 16266 : 2006) (LOD=1) CRU100mL =1
y| (RaPiogacous SMEWW 92138 : 2017 | Khonsphdthién | pyp50 <1
aureus (LOD=1)
Ghi chi/ Notes:
PTN dugc chi dinh bai/ Lab. designated by:
-Bj Y Te - Cuc An Toan Thyc Phém/ Ministry of Health - Agency of Food Safety ; Bd Nong Nghiép - Cuc Quan Ly
Chat Lugng Nong Lam San va Thay San/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality
Assurance Deparrmeni
Két qua chi c6 gid tri trén mau thi/ The results are valid only for testing sample.
Tén méu theo khach hang yéu céu/ Name of samples as the client’s requirement.
Théi gian luu mdu: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.
LOD: Gidi han phat hign / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhén ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu guri nha thau phu/ (s/c): ltems are tested by subcontractor
PHU TRACH CHAT LUQNG GIAM DOC
QUALI ﬂf MANAGER DIRECTOR
ThS. Huynh Ngoc Truéng
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