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Tinh trang mau/ State of sample

CONG TY TNHH PHAN TiCH KIEM NGHIEM VIET TiN

VIET TIN TESTING CO.,
PTN & VP Nhan mau
Laboratory & Office

Email

LTD

Fax

: 39A, Puomg s6 4, phuong Binh Tri Dong B, quén Binh Tén, TP. HCM

: 39A. 4 street, Binh Tri Dong B ward, Binh Tan district, Ho Chi Minh city
Tel : (028) 39158936, (028) 3827 7986
: ktclviettin@gmail.com

. (028) 3824 7013

Web : kiemnghiemviettin.com

KET QUA THU NGHIEM

TESTING REPORT
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VILAS 1074 VIMCERTS 211

TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
NONG THON TINH BA RIA - VUNG TAU
S6 39 duong Hoang Diéu, xa Tan Hung, TP. Ba Ria, tinh Ba Ria — Viing Tau

23/12/2021

Nudc

Ngay tri két qui/ Date of issue

S6 hrong mau/ Quantity of sample

NMO02: NHA MAY DA BANG

Bung trong can nhua

30/12/2021

01 mau

e CHI TIEU PHUONG PHAP : i : QCVN 01-1:
b:,)T’ THU NGHIEM/ PHAN TiCH/ Kffgsgg?’ DON(YAIU?NH’ 2018/BYT ]\
o PARAMETERS TESTING METHOD Nhém B
| Amoni (NH; va NH; | SMEWW 4500-NH;.B&F | Khong phat hién mg/L 03
tinh theo N) £ 2017 (LOD=0,023) :
SMEWW 3030 AL | ang phat hién
2 Antimon (Sb) 2017 (LOE[,)EO 0025 mg/L 0,02
SMEWW 3113 B : 2017 ’
— SMEWW 3030 A,E : 2017 | Khong phét hién X
3| | e SMEWW 3111 B : 2017 (LOD=0,1) mg/l 0,7
Bor (B) " tinh chung & % o
xR SMEWW 4500 (B) B : Khong phat hién ,
4 cho. céa Borat va acid 2017 (LOD=0,058) mg/L. 0,3
boric (B)
i *) SMEWW 3030 A,E : 2017 | Khdng phat hién ,
3| | R SMEWW 3113 B:2017 | (LOD=0,0002) mg/L 0,003
i . SMEWW 3030 A,E : 2017 | Khdng phat hién
*)
6| | CIED SMEWW 3113B:2017 | (LOD=0,002) mg/l. kol
*Chi s6 Permanganat . ] Khoéng phat hign
71 | & TCVN 6186 : 1996 (LOD=0,25) mgO,/L. 2
8| | Clorua(cry® SMEW“;(‘;??OO ik 18,3 mg/L 250
’ * SMEWW 3030 A,E : 2017 | Khdng phat hién S
9| | Crom(Cr) SMEWW 3113B:2017 | (LOD=0,002) mg/L 05
A *) SMEWW 3030 A,E : 2017 | Khong phat hién
10 | Bong(Cn) SMEWW 3111 B:2017 | (LOD=0,03) gL 1
11 | Do cimg” SMEWW 2340 C : 2017 70,5 mg CaCOs/L 300
e () SMEWW 4500 (F)B,D: | Khong phat hién :
12 Florua (F") 2017 (LOD=0,08) mg/L 1,5
~ ) SMEWW 3030 AE : 2017 | Khdng phat hién
3 | EEmen SMEWW 3111 B : 2017 (LOD=0,03) gyl 2
. SMEWW 3030 AE : 2017 | Khéng phat hién
14 | Mangan (Mn) SMEWW 3111 B : 2017 (LOEDp=0,03) mg/L 0.1
15 | Natri (Na) SMEWWO‘?}%O (bl Bix 9,71 mg/L 200
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KET QUA THU NGHIEM VILAS 1074 VIMCERTS 211
TESTING REPORT
CHI TIEU PHUONG PHAP < : ‘ QCVN 01-1:
SNTT’ THU NGHIEM/ PHAN TiCH/ K}gS?]E?" DONIX\!,I'?N 1 S01s/myT
o PARAMETERS TESTING METHOD Nhém B
. SMEWW 3500 (A)B : Khong phat hi¢n
16 | | Nhom (Al) 2017 (LOD=0,02) mg/L 0,2
s o (M SMEWW 3030 A,E : 2017 | Khdong phéat hién
W] ey SMEWW 3113 B:2017 | (LOD=0,002) mg/L 0,07
18 E])t:‘?}t (NOjs  tinh theo SMEWW ;?)(i(; (NO;y)-E : 0,030 gl )
Nitrit (NO; tinh theo . Khéng phat hién
19 N) TCVN 6178 : 1996 (LOD=0,01) mg/L 0,05
2o (%) SMEWW 3030 A,E : 2017 | Khéng phat hién
2| | saide SMEWW 3111B:2017 |  (LOD=0,03) ot 03
SMEWW 3030 A,E : 2017 | Khong phat hién
9] v
21| | Belen (85 SMEWW 3113 B:2017 | (LOD=0,002) mg/L 0,00
95| | sunphaeisody® | SMEWW :;%(;(;(sod VE: 7,58 mg/L 250
Hydro sunfur (H,S) . Khéng phat hién
23| | & EPA 376.2 : 2003 (LOD=0,05) mg/L 0,05
; « . SMEWW 3112 (Hg) B : Khéng phat hién
¥ ¥ ( ) ¥,
24 Thuay ngén (Hg) 2017 (LOD=0,00015) mg/L 0,001
25 (T,I?B%)f?,a‘ ranhod tan | gy 1k 2540.C : 2017 109 me/L 1000
3 - () , Khong phét hién
26 Xianua (CN") TCVN 6181 : 1996 (LOD=0,003) mg/L 0,05
. Khong phat hién
27 Cacbontetraclorua Ref. EPA 8260C : 2006 (LOD=0.2) ng/L 2
- Khéng phat hién
) . ¥
28 Diclorometan Ref. EPA 8260C : 2006 (LOD=2,0) ng/L 20
: - Khong phat hién
" ’) . v
29 ] 1,2 Dicloroetan Ref. EPA 8260C : 2006 (LOD=2.0) pg/L 30
30 | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 Kh("ﬁ‘(%gigt’(')‘)‘@“ ng/L 2000
; < . Khong phat hién
31 Vinyl clorua Ref. EPA 8260C : 2006 (LOD=0.2 pg/L 0,3
. . . Khéng phat hién "
32 1,2 Dicloroeten Ref. EPA 8260C : 2006 (LOD=2.0) pg/lL 50
; Khéng phat hién
2 . ¥
33/ | Tricloroeten Ref. EPA 8260C : 2006 (LOD=2.0) pe/L 20
: - Khéng phat hién
34 | Tetracloroeten Ref. EPA 8260C : 2006 (LOD=2.0) pe/l 40
) Khéng phat hién
35 Toluene Ref. EPA 8260C : 2006 (LOD=2) ng/L 700
;| ) Khéng phat hién .
36 | Xylene Ref. EPA 8260C : 2006 (LOD=2) ug/L 500
37 | Etylbenzen Ref. EPA 8260C : 2006 Kh‘;‘i%%f;;"e" ug/L 300
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KET QUA THU NGHIEM VILAS 1074 VIMCERTS 211
TESTING REPORT
CHI TIEU PHUONG PHAP . ‘ . QCVN 01-1:
S;T’ THU NGHIEM/ PHAN TiCH/ KREJSSE?’ DON[YA!,I;INH’ 2018/BYT
- PARAMETERS TESTING METHOD Nhém B
. Khéong phat hién
2 2 :
38 Styrene Ref. EPA 8260C : 2006 (LOD=2) pg/l 20
Phenol va dan xuét _ Khéng phat hién .
39 sk Pheto] Ref. EPA 604 ; 1984 (LOD=0.2) pg/L 1
Khoéng phat hién
’) .
40 Benzene Ref. EPA 8260C : 2006 (LOD=2) ng/lL 10
41 | 1,2 - Diclorobenzen Ref. EPA 8260C : 2006 Kl‘g’fgg'ﬁ‘? (;1)“3" pg/L 1000
42 | Monoclorobenzen Ref, EPA 8260C : 2006 Kh‘;'ﬁ%‘;‘;‘j;"e“ ng/L 300
. . Khoéng phat hién
2 . ;
43 Triclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 20
. Ref. J. Agric. Food Chem. | Khdng phat hién
k| | Acrgmide 2006, 54, 7001-7008 (LOD=0,15) nerl b5
; . Khéng phat hién
B 9 :
45 Epiclohydrin Ref. EPA 8270D, 1998 (LOD=0,1) ng/L 0.4
46 | Hexacloro butadien Ref. EPA 8270D, 1998 K]‘(‘;‘f‘gl‘)’i‘g‘ Ih)"?'" ng/L 0,6
1,2 - Dibromo - 3 B o ) Khong phat hién
47| | Eloropronan Ref. EPA 8260C : 2006 (LOD=0.2) ng/L 1
48 | 1,2 - Dicloropropan Ref. EPA 8260C : 2006 Kh‘}'ﬁ%‘g’j;“@“ ng/L 40
49 | 1,3 - Dicloropropen Ref. EPA 8260C : 2006 Kh‘zi%';)hjg“?" ng/L 20
Ref. EPA 8270D, EPA Khoéng phat hién
il s 3510, EPA 3620 (LOD=2) ne/l i
Ref. EPA 8270D, EPA Khong phét hién ,
2| | 2458 3510, EPA 3620 (LOD=2,0) ng/l 90
Khong phét hién
52 | Alachlor Ref. EPA 8141B : 2007 (u%g:z,m : ng/L 20
s Ref. EPA 8270D, EPA Khéng phat hién
33| | aldicait 3510, EPA 3620 (LOD=1,0) ne/l 5
54 Atrazine va cac dan Ref. EPA 8270D, EPA Khdng phat hién oL 100
xuat chloro-s-triazine 3510, EPA 3620 (LOD=0,1) H
) Ref. EPA 8270D, EPA Khong phat hién
55 Carbofuran 3510, EPA 3620 (LOD=1,0) ng/L 5
Ak e Khong phét hién
56 | Chlorpyrifos (Ref. EPA 8270D, EPA (liglgzo D ng/L 30
3510, EPA 3620) d
: . Khdng phat hién
57 Clodane Ref. EPA 8141B : 2007 (LOD=0,05) pg/L 0,2
Ref. EPA 8270D, EPA Khéng phat hién N
58 Clorotoluron 3510, EPA 3620 (LOD=1,0) pg/lL 30
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KET QUA THU NGHIEM "™ jusswn vaemra
TESTING REPORT
st | pfNeimbw | emaniom | KETQUA! | ponviminey | Ui
" PARAMETERS TESTING METHOD Nhém B

>
60 | DDT va cac dén xuét Ref. EPA 8141B : 2007 Klgf'(‘)gDﬂ](iy;i)én pg/L 1
61 Dichloprop Ref?; f]%?g IEZO_%’ZEPA thi%gigt,(?)ién ug/L 100
62 | | Fenoprop Reg SE]POAP? 5;03%’2%PA Kh(é [%Sl;;tg; a ng/L. 9
63 Hydroxyatrazine Refg.. SE llz)l,a}szlO}[;’z%PA Kh(é [11(%82251)1 én pe/L 200
64 | | Isoproturon Ref.)', SE l%?;ﬁ;{);:z%PA thfg’ Dplzlz(a)t 51:)' = peg/L 9
o [ wers LR BTD | T |y |
66 Mecoprop Refé' SEI%?SSZO%ZEPA Kh?ﬁggiii(l;)ién pg/L 10
67 | Methoxychlor Ref. EPA 8141B : 2007 Kh(ﬁljlg[';]:‘%t ]h)ié” ng/l 20
68 | | Molinate Ref. EPA 8141B : 2007 Kh?ﬂ‘gg'f}tﬁf" ng/L 6
69 | Pendimetalin Ref. EPA 81418 : 2007 Kh&}%gi?ig‘;é“ ug/L 20
70| | Permethrin Ref. EPA 8141B : 2007 K'I(‘A’L"(%gigt’zh)ié“ ng/L 20
71 Propanil Rei; SE 1];?;5;0?%2%[)[\ Kh&ggiit;;; s ng/L 20
72 | Simazine Rer; f 1%?;3;03%2%PA Kh(ﬁsggﬁt(l;; & pg/L 2
73| | Trifluralin Ref. EPA 8141B, 2007 Klgﬁ;ggDﬂﬁ‘()];i)é“ ng/L 20
74 |.Bromate (BrOs) " ;l;g(\; I\11590264]3: :220%15 Kh((")SgDpl;e-;t’&i o pg/L 10
75| | Formaldehyde Ref. AOAC 931.08 K"(‘)L“gg';g‘ 5“;‘5“ ot 900
76 Monocloramine SMEWV\;; ;570 0 Clai ¢ liﬁg}%j(;tgtol;f)n mg/L. 3,0
77 | 2,4,6 Triclorophenol SI\SI;\;I\)?:%;?OIBEIC thj!og[r)’igt’(l;)i e png/L 200
78 | Bromoform SMS SW EY]S A6 ?%?2(31 goac thf](%Dpigt!(l;)i o ng/L 100
79 | Dibromocloromethane EPA 8260C , 2006 K"(‘Af‘gl‘)"z’i‘,(’)’)ié“ ng/L 100
80 Bromodicloromethane SMUE QN Evg : 25%[;_]]2056 Kh(ﬁljgoplzlgtg)i én pg/L 60
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TESTING REPORT

VILAS 1074 VIMCERTS 211

CHI TIEU PHUONG PHAP - ; . QCVN 01-1:
SUI THO NGHIEM/ PHAN TiCH/ Klgsggf BONL);@I;INH’ 2018/BYT
b PARAMETERS TESTING METHOD Nhém B
Khong phat hién
. )
81 Cloroform EPA 8260C , 2006 (LOD=2.0) pg/L 300
;- f SMEWW 6251 hodc Khéng phat hién :
82 Dicloroacetic acid US EPA 552.2 (LOD=5,0) ng/L 50 &\N
. - SMEWW 6251 hodc Khdng phat hién Vep
83 Tricloroacetic acid US EPA 552.2 (LOD=5.0) ng/L 200 T
o SMEWW 6251 hoac Khong phat hién '_;“_‘
84 | | Monocloroacetic acid US EPA 552.2 (LOD=5.0) ug/L 20 S
; o SMEWW 6251 hoac Khong phat hién %
85 Dicloroacetonitrile US EPA 5511 (LOD=2.0) png/L 20 /
. , o SMEWW 6251 hogc Khong phat hién '
86 Dibromoacetonitrile US EPA 551.1 (LOD=2.0) ng/L 70
r 3 SMEWW 6251 hodc Khéng phat hién
87 | | Tricloroaxetonitril US EPA 551.1 (LOD=0.3) pg/L 1
88 I:’;%il?m Applanng TCCS-NN-11:2017 <0,02 Bg/L 0,1
89 I:‘[;%Jl?a‘ ap:phong TCCS-NN-12:2014 0,10 £ 0,02 Bq/L 1,0
P:‘.'eudomonas TCVN 8881 : 2011 Khéng phat hién
M| | Eginosa™ (ISO 16266 : 2006) (LOD=1) CFU/ 100 <1
91 Staphylococcus SMEWW 9213B : 2017 Khéng phf.l hién CFU/100mL <1
aureus (LOD=1)

Ghi chu/ Notes:
PTN dugce chi dinh boi/ Lab. designated by:
-B& Y Té - Cuc An Toan Thyuc Pham/ Ministry of Health - Agency of Food Safety ; Bo Nong Nghiép - Cuc Quan Ly
Chét Luong Nong Lam San va Thay San/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality
Assurance Department
Két qua chi ¢o gia trj trén mau thie/ The results are valid only for testing sample.
Tén méu theo khach hang yéu ciu/ Name of samples as the client’s requirement.
Thoi gian luu mau: 5 ngay ké tr ngay tra két qua/ Time-limit of storage: 5 days firom reporting date.
LOD: Gidi han phat hién / LOD: Limit of Detection.
(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/IEC 17025:2017).
(s/c): Chi tiéu gui nha thau phu/ (s/¢): ltems are tested by subcontractor
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