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VIET TIN TESTING CO., LTD

PTN & VP Nhan mau : 39A, Puong sb 4, phuong Binh Tri Déng B, quén Binh Tén, TP. HCM
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KET QUA TH(T NGHIEM “hul
TESTING REPORT

VILAS 1074 VIMCERTS 211

TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
NONG THON TINH BA RIA - VONG TAU
S6 39 dudng Hoang Diéu, xa Tan Hung, TP. Ba Ria, tinh B4 Ria — Ving Tau

23/12/2021 Ngay tra két qua/ Date of issue 30/12/2021

Nude S6 lwong maw/ Quantity of sample 01 mau
NM04: NHA MAY HOA HIEP

Dung trong can nhya

CHI TIEU PHUONG PHAP . - - QCVN 01-1: |||
Sl THU NGHIEM/ PHAN TiCH/ el BONIEI'?NH’ 2018/BYT |
| PARAMETERS TESTING METHOD Nhém B
T [Amoni (NH; va NH,™ | SMEWW 4500-NH, B&F | Khong phat hién D PP
tinh theo N) :2017 (LOD=0,023) ;
SMEWW S030 AL = | g phat hién
2 | Antimon (Sb) 2017 © 0*520 002, mg/L 0,02
SMEWW 3113 B : 2017 s
Py SMEWW 3030 A,E : 2017 | Khong phét hién .
AL el SMEWW 3111 B : 2017 (LOD=0,1) gL vl
Bor (B) ™ tinh chung 2 % o
T ey SMEWW 4500 (B) B : Khéng phat hi¢n
4 ch(?-ca Borat va acid 2017 (LOD=0,058) mg/L. 0,3
boric (B)
- . SMEWW 3030 A,E : 2017 | Khong phét hién
) > \
> | | ) SMEWW 3113 B:2017 | (LOD=0,0002) melL 0,003
; ) SMEWW 3030 A,E : 2017 | Khong phat hién
6 | | <P SMEWW 3113B:2017 | (LOD=0,002) gL 0,01
Chi s6 Permanganat . ! Khong phat hién .
7| & ICVN 6186 : 1996 oy licyble mgO,/L 2
8 | | Clorua(cr)® SMEW“;SIS,?O gy 5,70 mg/L 250
. Ty SMEWW 3030 ALE - 2017 | Khong phat hién
# | S B SMEWW 3113B:2017 | (LOD=0,002) mg/L 015
N SMEWW 3030 A,E : 2017 | Khong phét hién
ia'| | Biong (C) SMEWW 3111 B:2017 | (LOD=0,03) mg/L 1
11 | Do cimg'” SMEWW 2340 C : 2017 10,0 mg CaCOy/L. 300
B SMEWW 4500 () B,D : | Khong phat hién
12 Florua (F) 2017 (LOD=0,08) mg/L 1,5
& * SMEWW 3030 A,E : 2017 | Khong phat hién
I3 | Kem ) SMEWW 3111B:2017 | (LOD=0,03) s -
, *) SMEWW 3030 A,E : 2017 | Khdng phat hién
15 | Mengpn (Ma) SMEWW 3111 B:2017 | (LOD=0,03) mek Wt
15| | Natri (Na) SM':WW,}305]°70 (N R ¢ 8.93 mg/L 200
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KET QUA THUI NGHIEM VILAS 1074 VIMCERTS 211

TESTING REPORT
st | paNempws | pranicm | KETQUAI | ponviinm || UL
: PARAMETERS TESTING METHOD Nhém B

16 | Nhom (Al) SMEWWZ%:?(;O SOt K?Eg%[)‘iatog‘f“ mg/L 0,2
T [ | AT | Ko | | a
18 Nil:‘gt (NOjs" tinh theo SMEWW 4500 (NO;)-E : | Khong p_hét hién gL 5

N) 2017 (LOD=0,01) o
19 E‘)‘{if (NO; tinh theo TCVN 6178 : 1996 Kl(’ﬁ‘(‘)gofi‘oﬁ‘,‘o';'f“ mg/L 0,05 \a0
w s | SUROTORERD e | 0y | ©
[ [RA 207 [ R | || 8
22 Sunphat (S0, RMERW gﬁ% (SO E: 3,79 mg/L 250 ?-;5
g | | DgEResuiie (has) EPA 376.2 : 2003 K'(’ﬁgngi‘oé"Oi;i)é" meg/L 0,05 .
24 Thay ngan (Hg) ) SMEWW%I] 17,2 (Hg) B ?ﬂg%{g{?&&;;‘; mg/L 0,001
25 '(quz’lgg)‘fi}é‘ ranhod tan | gy ye w9540, - 2017 40 mg/L 1000
26 | Xianua (CN)® TCVN 6181 : 1996 Kf‘f’g%ﬂﬁf‘éé’;?“ mg/L 0,05
27 | | Cacbontetraclorua Ref. EPA 8260C : 2006 Kh(‘A’L"(g)[‘)"r_‘,gtzh)ié“ pg/L 2
28 | | Diclorometan Ref. EPA 8260C : 2006 K"f’ﬁ}%g‘;ﬁté‘;é" ng/L. 20
29 | | 1,2 Dicloroetan Ref. EPA 8260C : 2006 K"f,’_“ég"lifé’,ié" pg/L 30
30 | | 1,1,1 - Tricloroetan Ref. EPA 8260C : 2006 K"g?gl‘)’]__‘_g"é‘)iéll ng/L 2000
31| | Vinyl clorua Ref, EPA 8260C : 2006 Kh(é&%gigtzh)ié“ ug/L 0,3
32| | 12 Dicloroeten Ref. EPA 8260C : 2006 K"(‘T‘(%Dpl:‘gt’(')‘)ié“ ng/L 50
33 | | Tricloroeten Ref. EPA 8260C : 2006 K"(T(%S';gt;)ié" ng/L 20
34 | | Tetracloroeten Ref. EPA 8260C : 2006 Kl‘f’ﬂgggi;f" ng/L 40
35| | Toluene Ref. EPA 8260C : 2006 thz‘i%‘l’;’i;;‘ié“ ug/L 700
36| | Xylene Ref. EPA 8260C : 2006 K"?’L%‘g‘j;;‘ié“ pg/L 500
37 | Etylbenzen Ref. EPA 8260C : 2006 K"(’(‘;‘%‘g‘j‘z;‘ié“ ng/L 300
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KET QUA THU NGHIEM VILAS 1074  VIMCERTS 211
TESTING REPORT
CHI TIEU PHUONG PHAP - ; . QCVN 01-1:
S;:’ THU NGHIEM/ PHAN TiCH/ Klgsgf;f’ BGNJ;\!,I?NH’ 2018/BYT
: PARAMETERS TESTING METHOD Nhém B
Khong phat hién
- v
38 | | Styrene Ref. EPA 8260C : 2006 (LOD=2) ug/L 20
Phenol va din xuat ” . Khong phat hién
39 % Phgil Ref. EPA 604 : 1984 (LOD=0,2) ne/L 1
. Khéng phat hién "
40 Benzene Ref. EPA 8260C : 2006 (LOD=2) g/l 10
i . Khéng phét hién 20
2 — Dic ) v 20
41 1,2 — Diclorobenzen Ref. EPA 8260C : 2006 (LOD=2,0) pg/L 1000 b
Khéng phat hién iG
D -9 .
42 Monoclorobenzen Ref. EPA 8260C : 2006 (LOD=2) pg/L 300 H
43 | | Triclorobenzen Ref. EPA 8260C : 2006 | <hong phét hién ug/L 20 KIE
(LOD=2) T’
: Ref. J. Agric. Food Chem. | Khoéng phat hién g '
4 | || senfinide 2006, 54, 7001-7008 (LOD=0,15) ng/l 0 =
5 ’ < 15 Khong phat hién —
45 Epiclohydrin Ref. EPA 8270D, 1998 (LOD=0,1) pg/L 0,4
o . . Khong phat hién .
46 | | Hexacloro butadien Ref. EPA 8270D, 1998 (LOD=0,1) pg/L 0,6
1,2 - Dibromo - 3 . Khéng phat hién
47 @loropropan Ref. EPA 8260C : 2006 (LOD=0.2) pg/L 1
. : Khéng phat hién
2 - i 2 : 2 : y -
48 1,2 — Dicloropropan Ref. EPA 8260C : 2006 (LOD=2) pg/L 40
: Khoéng phat hién
_ ' 2 ) v
49 1,3 — Dicloropropen Ref. EPA 8260C : 2006 (LOD=2) ng/L 20
Ref. EPA 8270D, EPA Khong phat hién
oI | | %egl 3510, EPA 3620 (LOD=2) he/L 30
. Ref. EPA 8270D, EPA Khéng phat hién
ol | | 248 3510, EPA 3620 (LOD=2,0) he/l =0
: : Khong phat hién ’
52 | | Alachlor Ret. EPA 8141B : 2007 (LOD=2,0) pg/L 20
. Ref. EPA 8270D, EPA Khong phat hién
il 1 3510, EPA 3620 (LOD=1,0) ne/l =
54 Au:azine va cac dan Ref. EPA 8270D, EPA Khéng phat hién /L, 100
xuét chloro-s-triazine 3510, EPA 3620 (LOD=0,1) HE
; Ref. EPA 8270D, EPA Khéng phat hién
55 Carbofuran 3510, EPA 3620 (LOD=1,0) pg/lL 5
pOPIEY SN Khong phat hién
56 | | Chlorpyrifos ' ) (Ref. EPA 8270D, EPA (L(%SZO 1)' ng/L 30
3510, EPA 3620) ?
) E . Khéng phat hién
57 Clodane Ref. EPA 8141B : 2007 (LOD=0,05) pg/l 0,2
. ) Ref. EPA 8270D, EPA Khéng phat hién ,
58 Clorotoluron 3510, EPA 3620 (LOD=1,0) pg/l 30
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KET QUA THU NGHIEM """ iasior vimeerrs 211
TESTING REPORT
oo | T T GG |k ovs | movwrriv | S
PARAMETERS TESTING METHOD Nhém B

Il T

60 | DDT va cac din xuét | Ref. EPA 8141B : 2007 K'(‘i'gé[)pf(i‘ogi)é" ug/L 1

61 Dichloprop Ref}. SE][:)ASIEXO’J%ZEPA Kh(?un(%Dpigt’(l}l)i s ng/L 100

62 Fenoprop Reg E 1[:){\;')2103%2%?»‘ th%giitgén pe/L 9 ?
63 | | Hydroxyatrazine Ret;; 51;;?53;03%2%PA Kh((")ﬂgglj;t(l;)i én pg/L 200 i’?
T el o I BT
o [wern L D | K |y | 3|
66 | Mecoprop Ret;; SE l[:)fkl? SZOz’QEPA Kh?;ggigt’(l;)i n ng/L 10 g
67 | Methoxychlor Ref. EPA 8141B : 2007 th%g';gt ]h)' & ng/L 20

68 | | Molinate Ref. EPA 8141B : 2007 Kl‘fﬁggﬁtgé" pg/L 6

69 | Pendimetalin Ref. EPA 8141B : 2007 Kllf’i‘oggiﬁté‘)ié“ ug/l 20

70 | | Permethrin Ref. EPA 81418 : 2007 Kh(‘?gglz‘gtzh)ié“ g/l 20

71 Propanil Reg 5%?;5;03%’2?)}\ Kh(é &%Dpi?(l;; o pg/L 20

72 Simazine Ref; SEI%?SSZO?%Z?’A Kh(é Sggiz;[’(l;; gn ng/L 2

73 | | Trifluralin Ref. EPA 8141B, 2007 KIEE?)QDE‘&‘()?)@“ ug/L 20

74 | Bromate (BrOs) ggg]\fsﬁ?::z%%lﬁ K‘}‘“’L“gg‘;i‘,(',‘;é“ pg/L 10

75 | Formaldehyde Ref. AOAC 931.08 K"f’&%gﬂg" ;‘)'e" pg/L 900

76 ‘Monocloramine SMEW\A;ngO Cly G2 Iit(())n]%f(])]?]t()l'llf)n mg/L 3,0

77 | 2,4,6 Triclorophenol Sﬁggl\,’ié;zofo?gac th’&%gigt,(?)ié“ ug/L 200

78 Bromoform SMESW EWP :25%(21206(: thi}%gi?g; s ng/l 100

79 | Dibromocloromethane EPA 8260C , 2006 K"f’i‘ggiiié’;é" g/l 100

80 Bromodicloromethane SMS“SW F?g :2502%205(: Kh(él?(%Dp];giél)ién ng/L 60
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TESTING REPORT
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CHI TIEU PHUONG PHAP . . : QCVN 01-1:
S;\';T’ THU NGHIEM/ PHAN TiCH/ Kggsgf;?’ DGNJA!, I;'NH’ 2018/BYT
o PARAMETERS TESTING METHOD Nhom B
. Khéng phat hién
2 ¥ o
81 Cloroform EPA 8260C , 2006 (LOD=2.0) pg/L 300
; . SMEWW 6251 hodc Khéng phat hién
o) y : v y
82 Dicloroacetic acid US EPA 552.2 (LOD=5.0) ng/L 50
. 5 o SMEWW 6251 hodac Khéng phat hién
83 Tricloroacetic acid US EPA 552.2 (LOD=5.0) ng/L 200
. SMEWW 6251 hoic Khéng phét hién g 3
84 Monocloroacetic acid US EPA 552.2 (LOD=50) ng/L 20 A
. o SMEWW 6251 hodc Khong phét hién z\
85 Dicloroacetonitrile US EPA 551.1 (LOD=2.0) ng/L 20 =
. - SMEWW 6251 hodc Khong phat hién ﬂ*:
86 Dibromoacetonitrile US EPA 551.1 (LOD=2,0) ng/L 70 /2 /
p o SMEWW 6251 hoac Khong phat hién i \t\y
87 | | Tricloroaxetonitril US EPA 551.1 (LOD=0,3) pg/L 1 /
88 I:‘;%Jl?a‘ 4% phong TCCS-NN-11:2017 <0,02 Bq/L 01
89 I:'[;%Jl?a‘ do phong TCCS-NN-12:2014 0,08 £ 0,02 Bq/L 1,0
P‘seudum(mus TCVN 8881 : 2011 Khoéng phat hién ’
2| | geruginasa® (ISO 16266 : 2006) (LOD=1) CFU/100mL <1
91 S‘raphylo*coccr.'s SMEWW 9213B : 2017 Khéng ph—at hién CFU/100mL .
aureus (LOD=1)

Ghi chd/ Notes:

PN duge chi dinh b&i/ Lab. designated by:
-Bd Y Té - Cuc An Toan Thue Pham/ Ministry of Health - Agency of Food Safety ; B Nong Nghiép - Cue Quan Ly
Chat Lugng Nong Lam San va Thiy San/ Ministry of Agriculture - National Agro — Forestry - Fisheries Quality

Assurance Department

Két qua chi cé gia trj trén mau thit/ The results are valid only for testing sample.

Tén miu theo khach hang yéu cau/ Name of samples as the client’s requirement.

Thoi gian luu mau: 5 ngay ké tir ngay tra két qua/ Time-limit of storage: 5 days from reporting date.

LOD: Gidi han phat hién / LOD: Limit of Detection.

(*): Chi tiéu duge VILAS cong nhan ISO/IEC 17025:2017/ ltems were accredited by VILAS (ISO/AEC 17025:2017).
(s/e): Chi tiéu gui nha thau phy/ (s/c): ltems are tested by subcontractor

PHU TRACH CHAT LUQNG GIAM bOC
QUALITY, MANAGER : L ADIRECTOR
CONG TY '\
TNHH
ThS. Huynh Ngoc Truéng ThS. 4guy3n Viin TAm
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