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(TEST REPORT)
T ok hne s TRUNG TAM NUGC SACH VA VE SINH MOI TRUGNG
én khach hang/ Customer NONG THON ’
: y S6 39, Puong Hoang Diéu, X& Tan Hung, Thanh pho Ba Ria,
Dia chi/ Address Tk S R i T
Loai maw/ Type of sample Nudc sach
86 luong/ Quantity 01 mau
M4 s6 mau/ Samle code 0125030
Ngay lay n}au/ Date of sampling 08/01/2025
Ngay tra két qua/ Date of result 13/01/2025

Mo ta maw/ Description

Vi tri 14y mAw Sampling locations

PHIEU KET QUA THU NGHIEM

MAu nurée trong chai nhua 2L, chai thity tinh 500mL

Tai Nha May Nudc Cu Bi - Xa Cu Bi, Huyén Chau Dic, Tinh

Ba Ria - Viing Tau

TT Chi tiéu Pon vi Phwong phap thir Két qua QCDbP
(No.) (Characteristic) (Unit) (Test method) (Result) 01:2022/BR-VT

1 | @ DomawColor | Pt-Co TCVN 6185:2015 (LE%H:3) 15

2 | (@ DO duc/Turbidity NTU SMEWW 2130:2023 0,55 2

3 | (@ pH -- TCVN 6492 : 2011 7,13 6,0 - 8,5

HDPT-N.03:2023

4| @ Mui vi/ Odor, _ (Ref SMEWW 2150B:2023) | Khong c6 Khong cé

Sflavor + HDPT-N.03:2023 mui, vi la mii, vi la
(Ref SMEWW 2160B:2023)

5| @ ﬁ:;/ﬁc (As) me/L SMEWW 3114B:2023 (LODKE (13003) 0,01

6 | (@ Clodu/Chlorine mg/L SMEWW 4500-CI'.B : 2023 0,6 0,2-1,0

7 | @ Coliforms CFU/100mL ISO 9308 1:2014 (Llé)%}il) <3

8 | @ Ecoli CFU/100mL|  1SO 9308 1:2014 = <1

(LOD=1)

Nhén xét: Mdu nuée cé cde chi tiéu phdn tich ndm trong gici han cho phép theo QCPBP 01:2022/BR-VT/ This sample had parameters which met requirements

of the QCDP 01:2022/BR-VT

Ghi chi/Notes:
- Két qud ndy chi cé gm tri trén mdu thir nghiém/ Test resulls are valid for the analysis sample only;

- Mdu dwoc heu 5 ngdy, ké tir ngay trd két qud, ngogi trir chi tiéu vi sinh/ Sample is stored 3 days after reased the test resuls, except for microbiological criteria;

- KPH: Khidng phat hi¢n/ Not detected; LOD: Gidi han phdt hién cua phuong phdp/ Limit of detection

- (-): Khong quy dinh/ No specified;

- QCPP 01:2022/BR-VT — Quy chudn ki thudt dia phirong vé chdt hrong mebe sach sir dung cho muc dich sinh hoat trén dja ban tinh Ba Ria - Viing Tau —
Local technical regulation on clean water quality for domestic use in Ba Ria — Vung Tau province.

- (a): Phuong phdp di diege Vin phong Cong nhdn Chdt heong (BOA) — Viét Nam céng nhdn phit hop theo ISO/IEC 17023:2017 (Vilas 599)/ Method is
accredited as conforming to ISO/EC 17025:2017 by Bureau of Accreditation — Viet Nam (Vilas 599)

Truéng phong dich vu phéan tich KT. Tongff“’ iam- doc/ PP.Director
(Head of analytical services) Pho ’.l}i‘fp\g‘ﬁlam ﬁocf Vlce Director
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S8/No: 08012505/KQ PHIEU KET QUA THU NGHIEM
(TEST REPORT)
Tén khich hing/ Customer TRUNG TAM NUGC SACH VA VE SINH MOI TRUONG
s NONG THON ’
. S6 39, Puong Hoang Diéu, X4 Tan Hung, Thanh pho Ba Ria,
Pia chli Address Tinh Ba Ria Viiag Tén
Loai mau/ Type of sample :  Nudc sach
S6 lugng/ Quantity : 01 miu
Ma 50 maw/ Samle code : 0125031
Ngay lay mau/ Date of sampling ~ :  08/01/2025
Ngay tré ket qua/ Date of result : 13/01/2025
Mo ta mau/ Description :  Mau nuéc trong chai nhya 2L, chai thiy tinh 500mL

Tai Ho dan Nguyén Minh Sang, Thon Choi Péng, Xa Cu Bi, Huyén

Vi tri 1ay maw/ Sampling locations Chéu Dire, Tinh-B3 Ria Viing Tau

TT Chi tiéu Pon vi Phwong phap thir Két qua QCbP
(No.) (Characteristic) (Unir) (Test method) (Resulr) 01:2022/BR-VT|
& ; KPH
1 | @ Do mawColor Pt-Co TCVN 6185:2015 (LOD=3) 15
2 | (8 DO duc/Turbidity NTU SMEWW 2130:2023 0,45 2
3| @ pH -- TCVN 6492 : 2011 Tl 6,0 — 8,5
HDPT-N.03:2023
4| @ Mui vi/ Odor, = (Ref SMEWW 2150B:2023)| Khoéng co Khong co
flavor + HDPT-N.03:2023 mui, vi la mui, vi la
(Ref SMEWW 2160B:2023)
Asen/ . KPH
51 @ Arsenic (As) mg/L SMEWW 3114B:2023 (LOD=0,003) 0,01
6 | (@ Clodu/Chlorine mg/L SMEWW 4500-Cl".B : 2023 0,5 0,2-1,0
. ) KPH
7 | @ Coliforms CFU/100mL ISO 9308 1:2014 (LOD=1) <3
' ) ‘ KPH
8 | @ E.coli CFU/100mL ISO 9308 1:2014 (LOD=1) <1

Nhdin xét: Mdu nuoc cé cdc chi tiéu phdn tich nim trong gici han che phép theo QCDP 01:2022/BR-VT/ This sample had parameters which met requirements

of the QCDP 01:2022/BR-VT

Ghi chii/Notes:

- Két 1 qud ndy chi cd gxa tri trén mdu thiz nghrem/ Test results are valid for the analysis sample only;

- Mdu dwgc heu 5 ngay, ké tir ngay tra két qud, ngoai trir chi tiéu vi sinh/ Sample is stored 5 days after reased the test resuls, except for microbiological criteria;

- KPH: Khong phdt hién/ Not detected; LOD: Gidi han phdt hién cua phirong phdp/ Limit of detection; (~): Khong quy dinh/ No specified;

- QCDP 01:2022/BR-VT — Quy chudn kp thudt dia phuong vé chdt heong medc sach sir dung cho muc dich sinh hoat trén dia ban tinh Ba Ria - Viing Tau —
Local technical regulation on clean water gquality for domestic use in Ba Ria — Vung Tau province.

- (a): Phuong phdp dd dwge Van phong Cong nhan Chdt luong (BOA) — Vigt Nam céng nhdn phit hop theo ISO/IEC 17025:2017 (Vilas 599)/ Method is
accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accreditation — Viet Nam (Vilas 599)

Trwdéng phong dich vu phén tich KT. Tﬁﬁg Giam ddc/ PP.Director
(Head of analytical services) Php’TohéGtﬁm«dﬁg/ Vice Director
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Nguyén Doan Binh
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S8/No: 08012505/KQ PHIEU KET QUA THU NGHIEM
(TEST REPORT)
e B ! i TRUNG TAM NUGC SACH VA VE SINH MOI
& TRUGNG NONG THON ,
— S6 39, Pudng Hoang Diéu, X& Tan Hung, Thanh phé Ba
Bl b lloess Ria, Tinh Ba Ria Viing Tau
Loai maw/ Type of sample : Nuéc sach
S6 luong/ Quantity i 01 mau
Ma s6 mAu/ Samle code : 0125032
Ngay lay maw/ Date of sampling ; 08/01/2025
Ngay tra két qua/ Date of result : 13/01/2025
Mo ta mau/ Description : Mau nudce trong chai nhya 2L, chai thiy tinh 500mL

Tai Ho dan Nhan Hién, thén Péng Tam, Xa Cu Bi,

Vi tri 1ay maw/ Sampling locations Hilen Ghau Bk, ish BaTa Ving Tau

TT Chi tiéu Pon vi Phwong phap thir Két qua QCPbP
(No.) (Characteristic) (Unit) (Test method) (Result) 01:2022/BR-VT
N ) KPH
1| @ DEmauw/Color Pt—Co TCVN 6185:2015 (LOD=3) 15
2 | (@ DO duc/Turbidity NTU SMEWW 2130:2023 0,45 2
3| @ pH -- TCVN 6492 : 2011 715 6,0 — 8,5
HDPT-N.03:2023
4| @ Mui vi/ Odor, B (Ref SMEWW 2150B:2023) | Khong c6 Khoéng ¢
flavor + HDPT-N.03:2023 mui, vi la mui, vi la
(Ref SMEWW 2160B:2023)
Asen/ ) KPH
51 @ Arsenic (As) mg/L SMEWW 3114B:2023 (LOD=0,003) 0,01
6 | (@ Clodu/ Chlorine mg/L SMEWW 4500-CI".B : 2023 0,4 0,2 -1,0
1 i KPH
7 | (@& Coliforms CFU/100mL ISO 9308 1:2014 (LOD=1) <3
8 | (@ E.coli JCFU/IOOmL ISO 9308 1:2014 (LOD=1) <1

Nhdn xét: Mdu nurde c6 cde chi tidu phdn tich ndm trong gici han cho phép theo QCDP 01:2022/BR-VT/ This sample had parameiers which met requirements

of the OCDP 01:2022/BR-VT

Ghi chii/Notes:

- Két qua nay chi cé gz’a" tri trén mdu thir nghiém/ Test results are valid for the analysis sample only;

- Mau dvwoc heu 5 ngay, ké tir ngay tra két qua, ngoai trir chi tiéu vi sinh/ Sample is stored 5 days after reased the test resuls, except for microbiological criteria;

- KPH: Khéng phdt hién/ Not detected; LOD: Gi6i han phdt hign ciia phuong phdp/ Limit of detection; (--): Khong quy dinh/ No specified;

- QCPP 01:2022/BR-VT — Quy chudn ky thudt dia phuong vé chdt hrong nude sach sir dung cho muc dich sinh hoat trén dia ban tinkh Ba Ria - Viing Tau —
Local technical regulation on clean water quality for domestic use in Ba Ria — Vung Tau province.

- (a): Phuong phdp dd duoc Van phing Céng nhdn Chdt hrong (BOA) — Viét Nam cong nhdn phit hop theo ISO/IEC 17025:2017 (Vilas 599)/ Methad is
accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accreditation — Viet Nam (Vilas 599)

Trwémg phong dich vu phan tich KE- Tmig Glam déc/ PP.Director
(Head of analytical services) Ph6 f_l-“-ﬁng Glam dpc/ Vice Director
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Nguyén Doin Binh
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