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PHIEU KET QUA THU NGHIEM
(TEST REPORT)
TRUNG TAM NUOC SACH VA VE SINH MOI TRUONG

NONG THON THANH PHO HO CHI MINH
So 39 duong Hoang Diéu, phudong Long Huong, Thanh phd H6 Chi

S/ No: 08072603/KQ
Tén khéach hang/ Customer

Dia chi/ Address

MO 3 mu/ Sample description Mau nude trong, khong cén, dung trong chai nhya 2,0L va 1 chai

thay tinh 0,5L
S6 lwong/ Quantity 01 mau
Ngay 14y mau/ Date of sampling 08/07/2026 Ngay tra két qua/ Date of result 15/07/2026
Két qua
TT Chi tiéu Pon vi Phwong phap thi (Result) QCVN 01-1
(No.) (Characteristic) (Unit) (Test method) 080726-019 :2024/BYT
1. |@ Coliform tong s6 CFU/100mL TCVN 6187-1:2019 <1(*) <1
2, |@ Eeoli CFU/100mL TCVN 6187-1:2019 <1(*) <l
Gy : KPH
3. |@ Mau sac TEU TCVN 6185:2015 (LOD = 3) 15
4 leoag HDPT-N.03:2023 Khong c6 mui | Khong c6
' H 7 (Ref SMEWW 2150:2023) la mui la
5 14 pH -- TCVN 6492: 2011 6,68 6,0 - 8,5
6. |@ Do duc NTU SMEWW 2130:2023 o 2
: i ; (LOD=0,12)
h KPH
7. |@ Asen (Arsenic) (As) mg/L SMEWW 3125B: 2023 (LOD = 0,002) 0,01
8. |@ Clodutudo mg/L SMEWW 4500-CL.G: 2023 0,55 0,2-1,0
KPH
9. |@ Permanganat mg/L TCVN 6186 :1996 (LOD =0,5) 2
Amoni (NH3 va : KPH
10. |®@ NH* tinh theo N) mg/L TCVN 6179-1 :1996 (LOD = 0,03) 1

Nhdn xét: Mau niedc cé cac chi tiéu phan tich nam trong ngudng gioi han cia Quy chudn ky thudt quoc
gia QCVN 01-1:2024/BYT. /The water sample’s parameters inside the permissible limits specified in the
National Technical Regulation QCVN 01-1: 2024/BYT
Ghi chii/Notes: - ; Sy

- (%) Két qua dupc bidu thi “<1 CFU” dwgc xem la “khong phit hign vi sinh vt myc tiéu” trén thé tich miu kiém tra. [Results expressed as “<I CFU” are

considered as “no target microorganisms detected” on the test sample volume.
- Két qua nay chi c6 gid tri trén mau thie nghiém/ Test results are valid for the analysis sample only.
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781/13/3A Lac Long Quan, phudng Bay Hién, Tp.HCM 06, Hoai Thanh, Ngii Hanh Son, ba Nang Nha vuon 5, Téng cuc 5 Bd cdng an, Yén Xa, Thanh Liét, Ha N§i
Hotline: 0914949539 Hotline: 0914949774 Hotline: 0916949490

Email: info@bienduc.com Email: cndanang@bienduc.vn Email: cnhanoi@bienduc.vn

Web: www.bienduc.com

BMO02-QT7.8 Lan ban hanh: 06

Chat lwvgng clia ching t6i la niém tw hao cua ban
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PHIEU KET QUA THU NGHIEM
S6/ No: 08072603/KQ (TEST REPORT)

- Mdu duwoe luu 30 ngay, ké tir ngay tra két qua/ Sample is stored 30 days from the date of results of return.

- KPH: Khéng phat hién/ Not detected;

- LOD: Gi6i han phdt hién ctia phwong phdp/ Limit of detection; LOQ: Giéi han dinh lugng cia phuong phdp/Limit of quantitation;

- (-~): Khong quy dinh/ No specified; (-): Khdng thic hi¢n/Not implemented;

- QCVN 01-1: 2024/BYT: Quy chudn ky thut qudc gia vé chat lwgng nudc sach st dung cho muc dich sinh hoat;

- Phong thi nghiém da dwoc B¢ Khoa hoc va Céng nghé cdp gidy chimg nhdn déing ky hoat dong thir nghiém (317/TN-TDC)/ The Testing Lab is granted a
Certificate of Registration for Testing Activities (317/TN-TDC) by the Ministry of Science and Technology.

- (a): Phwong phdp da diwoc Vin phong Cong nhdn Chat luong (BOA) — Viét Nam cdng nhén phit hop theo ISO/IEC 17025:2017 (Vilas 599)/ Method is
accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accreditation — Viet Nam (Vilas 599).

Truéng phong dich vu phan tich == KT
(Head of analytical services) ; Ph

x N N

Nguyén Poan Binh
TRUSEEHINH: serssmnmssmmmsmmmmnmassmasems BN EANANG e e CEI o] rmm——————— - ——————
781/13/3A Lac Long Quéan, phudng Bay Hién, Tp.HCM 06, Hoai Thanh, Ngii Hanh Son, Da Nang Nha vuon 5, Téng cuc 5 Bo cong an, Yén Xa, Thanh Liét, Ha Noi
Hotline: 0914949539 Hotline: 0914949774 Hotline: 0916949490
Email: info@bienduc.com Email: cndanang@bienduc.vn Email: cnhanoi@bienduc.vn

Web: www.bienduc.com

BM02-QT7.8 Lan ban hanh: 06 Chat lugng ctia chiing t6i la niém tw hao cta ban
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PHIEU KET QUA THU NGHIEM
S8/ No: 08072603/KQ (TEST REPORT)

TRUNG TAM NUOC SACH VA VE SINH MOI TRUONG

Tén khach hang/ Customer NQNG THON THANH PHO HO CHI MINH

5 ;ﬁwn

% \yge sach sau xu ly

ll CHG guyén Thi Xuan, Ap 4, xi Phuéc Thanh, Thanh phé H6 Chi
'»/ h (Tram cp nude Tan Hiép)

Toa do: 11,330338; 106,747935

Dia chi/ Address

Loai maw/ Type of sa

8,

Tén mau/ Name of samp

Ma s6 mau/ Code of sample : 080726-020
Ag i MAu nude trong, khong cin, dung trong chai nhua 2,0L va 1 chai
MO ta mau/ Sample deécrzptzon R it )48
S6 lwong/ Quantity : 01 miu
ay lay mau/ Date of samplin : gay tra két qué/ Date of result :
Ngay lay / Date of sampling 08/07/2026 Ngay tra k &/ Date of resul 15/07/2026
Két qua
TT Chi tiéu Don vi Phwong phap thi (Result) QCVN 01-1
(No.) (Characteristic) (Unit) (Test method) 080726-020 :2024/BYT
1. |@ Coliform tong sd CFU/100mL TCVN 6187-1:2019 =1(%) <l
2. |@ E.coli CFU/100mL TCVN 6187-1:2019 =1(%) <1
3. |@ Mau sic T TCVN 6185:2015 (L(I)%)P:I 3) 15
e e v HDPT-N.03:2023 Khéng c6 mui | Khong ¢
: o > (Ref SMEWW 2150:2023) la mui la
5. |@ pH -- TCVN 6492: 2011 6,52 6,0 — 8,5
s ; KPH
6. |@ DJ duc NTU SMEWW 2130:2023 (LOD=0,12) 2
; : KPH
7. |@ Asen (Arsenic) (As) mg/L SMEWW 3125B: 2023 (LOD = 0,002) 0,01
8. |@ Clodutydo mg/L SMEWW 4500-C1.G: 2023 0,47 0,2-1,0
KPH
9. |@ Permanganat mg/L TCVN 6186 :1996 (LOD =0,5) 2
Amoni (NH3 va : KPH
10. |®@ NH" tinh theo N) mg/L TCVN 6179-1 :1996 (LOD = 0,03) 1

Nhén xét: Mdu nuwée cé cdc chi tiéu phdn tich ndm trong nguong gidi han ctia Quy chudn ky thudt quéc
gia QCVN 01-1:2024/BYT. /The water sample’s parameters inside the permissible limits specified in the
National Technical Regulation QCVN 01-1: 2024/BYT

Ghi chii/Notes:

- (%) Két qua duwgc biéu thi “<I CFU” dugc xem la “Kkhong phit hign vi sinh vt myc tiéu” trén thé tich méu kiém tra. [ Results expressed as “<I CFU” are
considered as “no target microorganisms detected” on the test sample volume.
- Két qua nay chi cd gid tri trén mdu thir nghiém/ Test results are valid for the analysis sample only.
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781/13/3A Lac Long Quén, phudng Bay Hién, Tp.HCM 06, Hoai Thanh, Ngii Hanh Son, Da Nang Nha vuon 5, Tong cuc 5 B cong an, Yén Xa, Thanh Liét, Ha Noi
Hotline: 0914949539 Hotline: 0914949774 Hotline: 0916949490
Email: info@bienduc.com Email: cndanang@bienduc.vn Email: cnhanoi@bienduc.vn

Web: www.bienduc.com

BM02-QT7.8 Lan ban hanh; 06 Chat lwgng clia chung toi la niém tw hao cla ban



TR | "CONG TY CO PHAN BIEN BUC |
Yo BIEN DUC CORPORATION

; AR\ AR\
¢ b 9001:2015 14001

PHIEU KET QUA THU NGHIEM
S&/ No: 08072603/KQ (TEST REPORT)

- Mdu duwoc luu 30 ngay, ké tir ngay tra két qua/ Sample is stored 30 days from the date of results of return.

- KPH: Khong phdt hién/ Not detected;

- LOD: Gi6i han phdt hién ctia phwong phdp/ Limit of detection; LOQ: Gidi han dinh hwong ctia phuong phdp/Limit of quantitation;

- (~-): Khong quy dink/ No specified; (-): Khong thuc hién/Not implemented;

- OCVN 01-1: 2024/BYT: Quy chudn ky thugt quéc gia vé chat lwgng nudc sach sir dung cho muc dich sinh hoat;

- Phong thi nghiém da duoc B¢ Khoa hoc va Cong nghé cdp gidy chiing nhdn déng ky hoat dong thir nghiém (317/TN-TDC)/ The Testing Lab is granted a
Certificate of Registration for Testing Activities (317/TN-TDC) by the Ministry of Science and Technology.

- (a): Phuong phdp da dwoc Vin phong Céng nhédn Cht lwong (BOA) — Viét Nam cong nhén phit hop theo ISO/IEC 17025:2017 (Vilas 599)/ Method is
accredited as conforming to ISO/IEC 17025:2017 by Bureau of Accreditation — Viet Nam (Vilas 599).

Truwdng phong dich vu phan tich
(Head of analytical services)

X < N
Nguyén Doan Binh
TRUSBICHINH sresmmmanammenmmnmnasmsrsim EN DAINANG o ENHANO s crmpseammmsnrmms s
781/13/3A Lac Long Quéan, phudng Bay Hién, Tp.HCM 06, Hoai Thanh, Ngti Hanh Son, Pa Nang Nha vuon 5, Téng cuc 5 Bo cong an, Yén Xa, Thanh Liét, Ha NGi
Hotline: 0914949539 Hotline: 0914949774 Hotline: 0916949490
Email: info@bienduc.com Email: cndanang@bienduc.vn Email: cnhanoi@bienduc.vn

Web: www.bienduc.com

BMO02-QT7.8 Lan ban hanh: 06 Chat lwgng ctia chiing toi 1a niém tu hao cha ban




